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SECTION 1
SUMMARY

This is the final report describing the work performed by Honeywell/Black & Veatch for
the NASA/Lewis Research Center, Cleveland, Ohio, under Contract Number NAS3-18014
on the "Dynamic Conversion of Solar Generated Heat to Electricity". )

The effort undertaken during this program led to the selection of the water-superheated
steam (850 psig/000°F) crescent central receiver as the preferred concept from among
11 candidate systems across the technological spectrum of the dynamic conversion of
solar generated heat to electricity.

This result was attained after a systematic technical and economic evaluation of distri-
buted and central receiver solar thermal power systems, including flat plates, parabolic
troughs at three different orientations, paraboloid-of-revolution dishes and four central
receiver concepts. The polar mounted trough and the dish concepts were evaluated for
saturated steam and pressurized water as the thermal transport fluids.

To perform the analytical specification of the components of these gystems and to carry
out the required systems studies, an extensive goftware capability was needed. The
most versatile and significant software development is a Monte-Carlo simulation code
which has been used to simulate the performance of the focusing collector systems. For
the central receiver, the code has the unique capability of time-dependent, flux mapping
and yearly power integration.

Thig capability, coupled with a time-independent aim strategy, enabled the selection of
the water-superheated steam crescent central receiver as the preferred concept,
Furthermore, a careful development of cost data was undertaken to ensure an objective
comparative analysig, since the evaluation had to be made primarily on economic grounds.

System characteristics were parametrically investigated to determine the optimal design.
To the fullest extent pogsible, individual system optimizations were carried out for the
parameters judged to be most important in determining the total systems cost.

The systems comparisons excluded storage cost considerations, although conceptual
storage studies were conducted. A margin analysis exercise showed the storage charge/
digcharge strategy to be an important issue in determining overall energy costs.

The solar power plant designs were investigated in the range of plant capacities from
100 to 1000 Mw(e). The investigations considered the impacts of plant size, collectior
design, feedwater temperature ratio, heat rejection equipment, ground cover, and loca-
tion on solar power technical and economic feasibility. For the distributed receiver
gystems, the optimization studies showed that plant capacities less than 100 Mw(e) may
be best. Although the size of central receiver concepts was not parametirically investi-
gated, all indications are that the optimal plant capacity for central receiver systems
will be in the range from 50 to 200 Mwi{e).

Overall, thé water-superheated steam central receiver was the preferred concept. In
this design, pressurized water flows to a receiver located atop a tower at the center of
a circular field of heliostats. The water is heated to boiling and then superheated by the
redirected solar energy impinging on once-through boiler tubes which exit 850 psig,
500°F steam to drive the turbine-generator,



An estimate of direct capital investment resulted in busbar energy coste of approximately
28 mills/kwh (1974 dollare). A fixed-charge rate of 15 percent was used in thig study,
The cost estimates do not reflect any indirect charges and, therefore, the energy cost
computation is based on the installed equipment costs plue operating and maintenance
expenses,

Solar thermal power plant site selection criteria and methodology were also established
and used to evaluate potentially suitable sites. The result of this effort was to identify a
gite south of Inyokern, California, as typically suitable for a solar thermal power plant,
The criteria used in the selection process included insolation and climatological charac-
teristics, topography, and seismic history as well as water availability.



SECTION II
INTRODUCTION

This is the final report describing the work performed by Honeywell/Black & Veatch for
the NASA/Lewis Research Center, Cleveland, Ohio, under Contract Number NAS3-18014
on the "Dynamic Conversion of Solar Generated Heat to Flectricity’. The objectives of
this study program were to:

] Establish criteria and methods for the selection of sites for central
golar thermal power plants and use the criteria to evaluate potentially
suitable sites within the continental United States.

. Develop a set of candidate systems configurations which typify the
large number of possible design approaches for the collection and
conversion of solar energy to electricity.

e Specify analytically the performance of all solar power plant subsystems
guch as the mirrors, receivers, energy transport, turbine-generator,
heat rejection, steam generator, and storage.

e Conduct systems studies for the candidate design configurations and
provide a technical and economic comparison from which the most
promisging concepts for large-scale conversion of solar generated heat
to electricity can be identified.

All these objectives were successfully met. Furthermore, the summary conclusion is
that the dynamic conversion of golar generated heat to electricity is a technologically
feasible and potentially competitive energy source. No technical barriers to its imple-
mentation exist; the prerequisite for economic viability is the design and production of
low cost hardware. '



SECTION HI
SITE SELECTION

The principal objective of this task was to provide general procedures and siting criteria
for the dynamic conversion of solar heat to electricity, not the direct photovoltaic con-
version of solar radiation to electricity. The procedures and criteria were then employed
in an illustrative exercise fo select a gpecific, potential site in the Southwestern United
States. *

GENERAL SITE SELECTION PROCEDURES

Site selection is a process of evaluation of alternatives. At the outset a siting region
must be identified. Within the region, potential sites are selected and screened against
certain general criteria to identify candidate sites. A relative evaluation of the technical,
environmental, and economic considerations for each candidate permits final gite selec-
tion. Many of the criteria used in site evaluation depend on the requirements of the
gpecific solar-electric plant which is to be built, Therefore, a detailed description of
the plant and its requirements is the starting point of the site selection procedure.

Plant Description

This description should begin with a general statemnent which specifies the propesed
electric generating capacity of the plant and the basis for this rating, For example, the
plant may be rated in terms of peak generating power in kilowatis, or in terms of the
total electrical energy generated over a year's time in kilowati-hours. The operating
philosophy for the plant, whether base load, intermediate, or peaking, should be speci-
fied and the energy storage requirement in hours should be stated.

The major systems of the plant should be identified and described. The block diagram
shown in Figure 1 illustrates the major systems which are to be included. Ior example,
the collector/concentrator system may be either the distributed type in which solar heat
is collected and transferred to a heat transport medium at each individual collector/
concentrator in the field, or the gentral reggiver type in which solar radiation is re-
directed by individual heliostats in the field and collected at one central receiver where
heat transfer occurs. Special topography and foundation requirements for the collectors

should be specified.

For the other major systems, the description should be detailed enough to aid in estab-
lishing the site selection criteria. For example, the proposed layout of the heat transport
system from distributed collectors should be provided so that site topography may be
properly selected. Another important consideration is the proposed method of heat
reiection, e.g., wet or dry cooling towers, cooling lake, or river ccoling. If wet towers
" are utilized, both peak and average makeup water requirements must be specified. A
more detailed account of plant description requirements is given in Reference 1.
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The most important plant reguirements which must be specified are land area and water
volime. Water requirements of the plant, bath peak and average for a 24-hour period,
should be enumerated and totaled,

Once the plant description is completed, site selection may proceed by exercising each of
the foliowing procedural steps.

Identification of General Siting Region

'
Selection criteria are established to meet the requirements of the plant owner, e.g.,
utility service area, consistent with maxirmum insolation. The general siting region is
then identified.

Selection of Candidate Sites within the Region

General seleciion/screening criteria are established consistent with the plant require-~
ments. Several candidate sites are then selected which meet the criteria.

Evaluation and Comparison of Candidate Sites

Specific evaluation criteria are derived from the general selection/screening criteria and
then broken down into engineering, environmental, and economic categories. Candidate
sites are compared and rated on this basis.

Final Site Selection

The top rated candidate sites (2 or 3) are selected for on-site inspection and further data
gathering activity, Intangible considerations are identified, e.g., public attitudes. The
final site is selected on the basis of these further data and the judgment of the power
plant owner and his consultants. :



SITING CRITERIA

The preceding site selection procedure requires that criteria be established for each step
in the procedure. The purpose of this subsection is to define these criteria in detail,
They are divided into Major Siting Criteria for identifying siting regions, General Selec-
tion/Screening Criteria for choosing candidate sites, and Evaluation Criteria for final
gite selection,

Major Siting Cr iteria

The two major site selection criteria are (1) high insclation and (2) favorable meteoro-
logical conditions, e.g., minimum sky cover, These criteria are unique to solar felectric
power plants and control the selection of a general siting region, consistent with the
requirement of the utility service area and proximity to load centers. Reference 2 pre-
sents a detailed analysis of these two major criteria,

Solar energy striking the surface of the earth consists of direct and diffuse (scattered}
radiation. BSolar collectors which employ focusing to achieve energy concentration and
heliostats which redirect sunlight utilize only direct radiation. Nonfocusing collectors
such as the flat plate, utilize both direct and diffuse radiation. Therefore, the collector
system specified in the plant description determines which radiation component is of
interest, Having determined this, the insolation criterion is:

e Maximum total annual insolation consistent with other siting requiremnents
The major meteorological criterion is:

e Meteorological records should demonstrate minimum interruption of
insolation by clouds, fog, rain, or blowing dust and sand.

General Selection/Screening Criteria

Candidate sites within the siting region are selected and screened against a set of six
categories of criteria which are:

(1) Land Area and Topography -~ The land area criterion is straightforward.

¢ Candidate sites must satisty the land ares requirements for the
proposed plant.

® Avoid shading by ridges adjacent to site,

e Seek relatively flat areas with good drainage. Slopes which face south
are acceptable, especially for ceniral receiver system configurations.

{2) Land Use -- A general land use criterion may be stated.

e Candidate site selection must satisfy existing local, state, and Federal
land use statutes.

More specific land use criteria are:

® Avoid urban areas, agriculturally productive areas, and commercial
and industrial activities including subsurface natural resources
Tecovery.

e Avoid national, state, and local parks, American Indian land, wilder-
ness areas, and wildlife reserves and sanctuaries.

e  Avoid proximity to airports and flight eorridors.



(3} Socils/Geology -- Two general soils/geclogy criteria may be stated:

e Avoid dry lake playas, depressions, and areas of uncompacted sand
and sand dunes.

¢ Avoid areas containing active seismic faults.
(4) ‘Water -- The general water criterion is straightforward:

e Water supply must meet the total plant requirements.

Recognizing that water is transportable, the water requirement criterion is not as rigid
as, for example, the requirement for land area. Site selection must recognize the
requirement for water supply and agsure that a means for delivery of those water
requirements is available for any candidate site, Such means may include pipelines,
canals, or other water fransport mechanisms,

(5} Transportation Acceas -- Construction of a solar/electric power plant will require
the movement of men, materials, and equipment, Adequate highway and rail access is
essential. The general criterion for transportation access can therefore be stated:

® Access to the candidate site by paved highway or railroad should be
possible with a minirhum of secondary road improvement or spur
construction. ‘

{8) Electric Transmisgsion -- The site selection process should congider to some extent
the availability of existing transmission facilities, However, the usefulness of existing
transmission lines is largely dependent upon their capacity, and the size of the proposed
solar/electric power plant may seriously limit their usefulness, In the absence of
existing or adequate transmission lines, the site selection criteria must recognize the
need to construct new transmigsion lines leading either to a transmission substation or
to the load center.

The general criterion for electric transmission may be stated:

. The location of a candidate site should minimize construction of new
transmission lines consistent with other giting constraints,

Evaluation Criteria

Final site selection requires evaluation of all candidate sites relative to detailed evalua-
tion criteria. These criteria are derived from the General Selection/Screening Criteria,
but they are more specific. The Evaluation Criteria are divided into three categories:
Engineering Criteria, Environmental Criteria, and Economic Criteria.

(1) Engineering Criteria -- The major engineering factors to consider in evaluating each
candidate sile for a solar/electric power plant are local insolation/meteorology, topo-
graphy, soils/geology, water supply, road and railrcad access, and electric transmis-
gion. Each of these factors has already been discussed to some extent in previous
paragraphs. . For site evaluation they are applied in more detail.




Perhaps the most important engineering criterion is the adequacy of the water supply.
Alternate water supply systems may be evaluated considering the following factors:

[ Quantity of surface waler available
¢ Quantity of ground water available
@ The quality of the supply

@ Present and projected uses of the proposed water supply

Stability of a susiained yield based o a statistical analysis of historical
or simulated low flows and/or pump tests for ground water aquifer
evaluation

@ Cost to import water ag a function of transmission distance

& Pumping requirements

@ Storage capability

L] The effects of ground water pumpage on aquifer drawdown or surface
water withdrawal on low flows

Sites which can satisfy the plant water requirements with water of adequate quality are
strongly preferred.

{2} Environmental Criteria -- The major siting criteria (high insclation and favorable,
metéorological conditions) constrain the location of candidate sites for central solar/
electric plants to areas of relatively low population in the Southwestern United States.
These same siting constraints favor regions of desert biome where generally uniform
ecological characteristics might be anticipated. These conditions are to be contrasted
with those agssociated with siting of conventional fossil or nuclear fuel power planis where
high population densities and diverse ecological aspects can raise difficult environmental
problems. For these reasons, environmental considerations are not expected to estab-
lish significant siting limitations for solar power plants. Nevertheless, the site evalua-
tion analysis must recognize varicus environmental criteria. Some of the more irmportant
criteria are listed below, Considerably more detail is given in Reference 1,

Population -- Two general criteria can be stated as follows:

e Minimize the number of persons that would be displaced ag a consequence
of gite selection
® Minimize the total population within 10 miles from the plant site,
Land Use -- In addition to the specific land use criteria given previously for Selec-
tion/Screening, evaluation of candidate sites should recognize current land ownership and
compatibility with projected land use.

In the favored siting region {Southwestern United States), the majority of the land is owned
by the Federal government. This land is usually under the control of the Bureau of

Indian Affaira, and the National Park Service. The balance of the land is either privately
owned or under state control. Recognizing this ownership pattern, the following criteria

are suggested for gite evaluation:



¢ Private land and Bureau of Land Management land offer the best
potential for candidate sites.

® Military Reservations should be aveided unless specific communication
with the commanding officer reveals a willingness on the part of the
Department of Defense to cooperate.

Evaluation criteria regarding projected land use are as follows:
e Avoid location in areas of logical urban expansion
o Avoid areas suited to future agricultiural development

@  Avoid areas which overlie significant natural resources such as oil
and minerals,

Water Use -~ Water rights in the regions favored for solar/electric power plants are
carefully regulated. The potential for adverse effects resulting from plant water use
ghould be eliminated through the regulatory process necessary to obiain water rights for
the plant.

In the absence of regulatory requirements, the following criteria are suggested:
L Avoid adverse effects upon surface water supplies
e Avoid adverse effects upon ground water supplies

Cultural and Aegthetic Features -- Cultural and aesthetic features include historical
and archaeological sites as well as scenic resources. Aesthetic impacts are principally -
visual in character. A distiaction is, made between voluntary and involuntary visual con-
tact., A solar plant will be of both scientific and general interest to the public, and such
interest may prompt voluntary cbservation of the plant facilities, Involuntary wvisual
impact ig viewed as undesirable, and the following general criterion ghould be followed,

e  Select site locations that will minimize significant casual involuntary
vigual contact with the plant facilities.

In addition to the general avoidance of visual contact, truly scenic locations should be
avoided. The general criterion is as follows:

] Avoid site locations in areas of exceptional seenic value, Application
of thig criterion requires site investigation.

The suggested criterion for historical and archaeological locations is:
&  Avoid significant known historical and archaeological sites. General

application of this criferion is possible; however, specific site analysis
is necessary to confirm application of the criterion.



Ecology -- Impacts upon rare, endangered, andimportantsapecies have becomeanim-
portant siting consideration. In general, the location of such species must be deter-
mined by specific site investigations. The suggested criteria are:

) Avoid areas of habitat known to support rare, erdangered, or important
species, .

e  Avoid destruction of significant wildlife habitat.

(3} Economic Considerations -- The techniques for economic evaluation of golar/electric
power plant sites are no different than those normally used for evaluation of conventional
foasil or nuclear gites. In all cases, minimising costs consistent with the technical
requirements is the controlling criterion, Those items which contribute most significant-
1y to the capital, operating, and maintenance cogts of a site are described here. Costs
should be developed for each candidate site so that differential costs may be calculated
for {inal comparison,

l.and -- Land costs should be minimized consistent with satisfying the technical and
environmental criteria.

Site Preparation -- Site preparation costs include on-site inspection, surveying, soil
boring and testing, excavation, preconstruction, and construction access costs.

Access Roads -- Costs should be determined for development of new roads and/or
improvement of existing roads required for construction, operation, and maintenance.

Water Supply ~- Determination of the total water supply costs requires information
on pumping, pipeline, intake, storage, treatment, and water rights costs.

Transmisaion Lines -- The cost of transmission lines of adequate capacity, assuming
one line out of service, should be determined for delivery of power to the nearest load
center or distribution substation.

SELECTION OF A SPECIFIC SITE

This subsection describes an exercise in the application of the foregoing procedurea
which resulted in the recommendation of a specific site for a 1000 MW(e) solar/electric
power plant,

Plant Requirements

A hypothetical plant with flexible requirements was assumed for this atudy.

Plant Capacity -- Capacity was specified to be in the range 100 to 1000 MWi{e). However,
for purposes of land area, water, and other size-specific requirements, the upper figure
of 1000 MW(e) was agssumed. -

Collector /Concentrator System Configuration -- Both the distributed system and the
central receiver system were considered in order to explore the problems of siting each
concept, However, special site topography for the central receiver system was not
specified.

Heat Transfer and Transport System -- The heat transfer media were specified to be
water/steam. Piping from distributed collectors was-specified to be above ground. .
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Prime Mover -- Stearn turbines in the size range 100 to 1000 MW(e} were specified. For
fhe distributed collector system, a saturated steam cycle operating at 925 'psia/685°F
throttle inlet conditions was specified. For the central receiver a steam cycle operating
at 850 psia/900°F was chosen for this study, ' )

Heat Rejection System -- Wet (evaporative) cooling towers were gpecified.. Make-up
water requirements were estimated at 7000 gallons per minute for a 1000 MW(e) plant,

Energy Storage Requirements -- No gpecific energy storage system was specified.

Land Area Requirements -- Land area of 15 to 20 acres per megawatt (average) of elec-

tric power generation was specified. For a base load plant which generates a daily aver-
age of 1000 MW(e) over a year, approximately 25 square miles is required. This figure

was used to define the area requirement for site selection,

Total Water Requirements -- Typical water requirements for a 1000 MW(e) generating
piant operating at 0, 5 capacity factor are:

Peak  Average

gpm gpm
Evaporative Coeling
Make-up 13, 700 7,000
Feed Water
Make-up 200 100
General Service . 200 100
Totals . 14, 100 7,200

Identification of General Siting Region

No particular utility service area was specified. The general siting region was therefore
chogen to be that area of the United States having the highest, direct solar radiation,
Figure 2 shows igopleths of direct solar radiation superimposed on a map of the continental
United States (Reference 2). The area enclosed by the 250 Langley per day isopleth was
chogen as the General Siting Region.

Selection of Candidate Sites

A map of Arizona, Nevada, and California with scale 1 inch = 8 miles was used to make
an initial selection of acceptable siting areas within the General Siting Region. The
applicable General Selection/Screening Criteria were land area/topography and land use.
These initial selections were then screened against the same two criteria by means of a
cloger inspection on U, 5. G. 5. 15 minute maps. Nine potential candidate sites satisfied
the land area/topography and land use criteria after inspection of the 15 minute maps.
They were:

e Blythe (two alternate sites)

s Danby Lake [topography marginal for 1000 MW(e) distributed system]

11



Figure 2. Isopleths of Mean Daily Direct Solar
Radiation (Langleys)

¢ Inyokern

e Inyokern South
& Manix

e Bearles

e Soda Lake

. Superior Lake

The location of these areas is shown in Figure 3.

Of these nine, five were found to meet all of the General Selection/Screening Criteria in
varying degrees. The candidate sites were:

¢ Bilythe (two alternate sites) - located approximately 15 miles and 25 miles
) west of Blythe, California

e Inyokern South - located approximately 6 miles southwest of Inyokern,
California

e Manix - located approximately 10 miles northwest of Manixz, California

® Searles - located approximately 20 miles due east of China Lake,
California

12
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Evaluation and Comparison of Candidate Sites

To evaluate and compare the candidate sites against the Evaluation Criteria listed pre-
viously, available data were compiled and a description of each site was written.
Because of the importance of make-up cooling water sources in the arid regions of
eastern California, an intensive effort was made to identify these sources for each candi-
date site. In the course of these efforts, several general conclusions were reached:

. For the near term, cooling water for large thermal power planis
located in the desert regions will be obtained by negotiated diversions
from existing agqueducts. Irrigation water may be useful for smaller
plants provided water treatment is available to reduce the high salinity.

¢ For the long term, dry or dry/wet cooling tower technology must be
developed to mitigate anticipated cooling water demands. Alternatively,
plant designg which do not require cooling towers should be developed,
e.g., open-cycle gas turbines.

e  California has implemented leng-range plans for siting power plants
and for the allocation of scarce water resources. If a solar power
plant is to be built in the next decade, steps should be taken immediately
to include it in the planning. y

Engineering and Envirommental Evaluation -- A summary of the data gathered for evaelua-
tion and comparison of the candidate sites is given in Table I. The amount of data and
the degree of detail shown in Table I were limited by the scope and the time allotted to
this particular exercise in gite selection.

Current land usage at each site was left blank in Table I, but was determined by later
on-gite inspection.

Inspection of Table I shows that Inyokern South is the highest ranked site.

Economic Tvaluation -- Economic evaluation and comparison of the candidate sites were
made orn a differential cost basis, The costs of land and site preparation were assumed
equal for all sites, The cost of conatruction of plant access roads and railroad spurs
were made on the basis of $74, 000 per mile for roads and $200, 000 per mile for rail-
road.

The cost of transporting water was based on piping and pump costs of $264, 000 per mile.
The cost of constructing additional transmission lines for various size plants was based

on the figures given in Reference 1, A substation which would be required at Searles
was esiimated to cost $380, 00,
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Takle 1,

Engineering and Environmental Comparison of Sites

Inyokern

Blythe North {

Searles Manix _Blythe South
South 4 _ - (BN/BS)
1. . Peak Insolation _
{Direct and Diffuse) B1% 319 750 700
Langleys
2. . Mean Sky Cover 0.35 0. 35 0.35 0.20
3. Topography ~-NW _ . 7-8 (BS
(Ft/Mile - Direction of Rise) 150 _gg 15-8 9-8 '135-NE]§N))
4, Transmission Distance to
Nearest Major Load Center 100 120 150 150 (BN)
(Miles) 160 {BS)
5,  Water Supply
{For Cooling Tower)
A. Ground Water Inadequate | Inadequate [nadequate- | [nadeguate
‘Potentially | Potentially Potentially
B. Surface Water Adequate Adequate | Inadequate | ‘»g0quate
C, Distance to Surface :
Water (Miles) 5 45 72 25 {BN)
15 (BS)
6. Plant Access
A, Distance to Nearest
Railroad (Miles) 4 0 ] 20
B. Distance to Paved
Road (Miles) 0 0 3 i(FBNS))
7. Land Use* - - - -
8. Land Ownership BLM+ BLM BLM BLM
9, Population Density
0-5 Miles 0 qQ 0 &)
5-10 Miles a 10, 000 50 12, 000
10-50 Miles 35, 000 30, 000 55, 000 27,000
#* Current Land Usage is Presently Undetermined for Specific Site Areas
'+ BLM = Bureau of Land Management, Specific Site Areas May Contain Some

Private Land
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The economic comparison of the four candidate sites is given in Table II. Inyokern South
is the most economic site,

Final Site Selection -- In the particular exerci

date sites were selected by a rating scheme wh

gky cover, and water supply.

each site for each of nine different criteria are s
the previous engineering,
the fop rated site.

A topograp

All other factors were given equal weight,

environmental, and economic evaluation.

hic map of the site is shown in Figure 4.

Table II. Economic Comparison of Sites

se under discussion, the top three candi-
ich gave the heaviest weight to insolation,

The ratings of

hown in Table III, as determined from
Inyokern South is

‘Differential Costs I%%iﬁrﬂ Searles Manix Blythe
Transmission
250 MW(e)- - Base $2,225,000 | § 3,415,000 | $ 1,470,000
500 MW(e} Base Base g, 300, 009 9, 300, 000
1,000 MW{e) Base Base 14,400,000 | 14,400,000
Water Supply
[1, 000 MW(e}] Base 10, 500, 000 17, 700, 000 5, 300, 000
Plant Access $148, 000 Base 1, 400, 000 2986, 000
Cooling Cost Base Base Base Base
Site Preparation Base Base Base Basge
Table III. Rating of Alternate Sites
Item Ingg\liggn Seales ' | Manix Blythe F‘).‘;ecitgolf
1. Insolation 1 1 2 3 0.25
2, Bky Cover 2 2 2 1 0.25
3. Topography 4 3 1 2 0.05
4. Transmission 1 2 4 3 0. 05
5. lWater Supply 1 3 4 2 Q.25
6. Plant Access 2 1 4 3 0.05
7. Land Use 3 2 1 4 0. 05
8. Land Ownership - - - - -
9. Population Density 1 3 2 4 0,05
Weighted Average 1.55 2,05 2.60 4 2,30
Rating 1 4 3
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A gpecial site inspection trip was made for the purpose of aerial and ground inspection
of the Inyokern South site and the Blythe sites (Reference 3), Aerial reconnaissance of
Searles Lake and of the Manix site was also accomplished.

The primary observations and conclusions were as follows:

Inyokern South was confirmed as the prime site.

Searles Lake was rejected as s candidate site because of industrial
development, stack plumes, occurrence of inversion layers, and blowing
alkali dust.

The Blythe North site was rejected as a candidate hecause of loose,
unconsolidated fine sand which occurs on a portion of the area, and
severe drainage washes on the slope which comprises the northern half
of the site.

The Blythe South site was judged adequate. It would require less site
development than Inyckern South, but soil conditions were not ag good.
Blowing sand could be a potential problem.

The Manix site was judged adequate from aerial reconnaigsance.
However, water supply is inadequate for wet cooling towers at thig site.

Selection of Prime Site -- Inyokern South is the prime site, based on office engineering

analysis and on-site inspection. Figure 5 gshows two aerial views of the site. Blythe
South is the second ranked site. -
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b) View shows two lines of Los Angeles Aqueduct

Figure 5. Aerial Views of Inyokern South Site
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SECTION TV
CANDIDATE SYSTEM SELECTION AND EVALUATION

Thig section describes the selection and evaluation of candidate systems in terms of
various performance parameters and under a variety of conditions,

SYSTEM SELECTION AND EVALUATION METHODOLOGY

This program was to consider the complete spectrum of system possibilities (in contrast
to other current studies of a "'point” design within that spectrum) and to do so with finite
effort and within a 10-month time span. Figure 6 presents scme of the pogsibilities of
thig spectrum. The approach decided upon involved (1) selecting a "representative'' set
of systems (ultimately eleven), (2) analyzing these to determine the best existing system,
and (3) theorizing from these results how an improved system could be synthesized,
Figure 7 illustrates a partial basis for the selection methodology. These curves repre-
sent the performance of different kinds of collectors and, furthermore, they represent,
to a high degree of approximation, the best practically achievable performance for the
three basic types of collectors, i.e., no concentration, a single axis of concentration,
and two axes of concentration. Thus, these curves divide the collecter possibilities into
distinct output temperature categories, Different design details of the various types of
collectors may be handled as a perturbation of these curves.

The operational regime of conventional turbomachinery is shown in Figure 8. An attempt
was made {0 match the fluid ountlet temperature of the collectors with compatible prime
movers to make maximum use of the available turbomachinery. Thus, flat plate collectors
are matched with the organic Rankine cycle turbines, The single-axis collectors may be
matched with saturated steam turbines. The two-axis collector appears consistent with
superheated steam. WNot shown on the efficiency versus temperature curves is the tempera-
ture available for the central receiver concept. Initial synthesis work matched the central
receiver with its intrinsic high temperature with a gas turbine cyele.

The interplant energy transport considerations are also important. Various organie
fluids, both saturated steam and pregsurized hot water, sodium and/or other fluids
suitable for high-temperature operation, and the various gases such as helium were
studied a8 candidates. These elements were all considered in the initial synthesgis work,

Heat rejection methods reviewed included both wet and dry cooling towers, Early system
considerations were performed without storage considerations with the belief that
storage could be folded into a system design down stream from the initial effort, This
has proved satisfactory.

The following subseciions describe 11 different systems which were defined and analyzed.

CANDIDATE SYSTEMS
The major systems of a solar power concepi are identified in the block diagram of Fig-

ure 9, Each candidate system is covered independently of the others, and each system
is accompanied by a schematic drawing,
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Figure 7. A Comparison of Collector Performance Curves

Energy storage is not included in the discussion because it is common to all the concepts,
In addition, all of the heat rejection systems are wet cooling towers. Dry cooling towers
are an option; however, for purposes of evaluation and comparison, wet towers are
assumed for each candidate system.

Flat Plate Collector

The relatively low temperature available at the collector {~300°F maximum) restricts
the choice of a working fluid in the turbine. At the low temperature available, water is
not a good choice. The prime mover fluid should have a relatively low vapor pressure,
a large enthalpy change in expansion into a dry region, and a low cost, Following an
extensive search, R~11 was chosen as the working fluid in the turbine {prime mover),

In the candidate system, pressurized water. is heated from 210°F to 260°F by a series of
10 flat plate collectors (Figure 10), The hot water is used to generate saturated R-11
vapor at a temperature of 208°F (113 psia)., Exhaust R-11 from the condenser returns to
the vapor generator at a temperature of 100°F, Condenser cooling is provided by a
mechanical draft, wet cooling tower.
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Parabolic Trough Collector

Parabolic Trough Collector With Heat Pipe and Steam Generator -- In this candidate
sysiem, saturagécr steam 15 generated at each Individual collector at a temperature of
550°F (1045 psia), a8 shown in Figure 11. The steam is transported in a distributed
piping network to a moisture separator before entering the turbine, Dry, saturated
steam enters the high-pressure turbine at a temperature of 543°F (985 psia)., This

" turbine is typical of the 1800 rpm saturated steam turbines used with boiling water
reactors and is commercially available, Water is exhausted from the condenser at a
temperature of 120°F (dependent on ambient conditions). Condenser cooling is provided
by a mechanical draft, wet cooling tower,

Regenérative heaters are used to raise the temperature of the water returning to the
collector field to 420°F, Water is supplied to the individual steam generators by the
distributed piping system.

Parabolic Trough Collector With Flow-Through Absorber -~ The parabolic trough
collector system with Ilow-through absorber Eas both a primary heat transport loop and

a secondary steam generation loop (Figure 12). Pressurized water at 2100 peia is pumped
through one or more collectors to raise the temperature from 547 °F to 626°F. Preasure
losses through the distributed piping network are approximately 100 pai.

The hot water is used to generate steam in a secondary loop. Steam from the steam
generator is slightly superheated (50°F) with a temperature of 585°F and a pressure of
925 psia. Expansion through the turbine leaves the condensed water at a temperature of
120°F (dependent on ambient conditions}, The turbine used in this system is typical of
the 1800 rpm turbines used with the pressurized water reactors and is commercially
available. Condenser cooling is provided by a mechanical draft, wet cooling tower.

Regenerative heaters are used to raise the teinperature of the water returning to the
steam generator to 453°F at a pressure of 975 psia. ’

Paraboleoid of Revolution (Dish) Collector

Dish Collector - Liguid Metal Coolant -- This system utilizes a liquid metal as the
primary loop coolant (Figure 13 ). The molten metal is circulated through the dish
collectors, raising its temperature from 600°F to 1000°F, Pressure losses through the
distributed piping network are approximately 100 psi. An analysis of the heat transport
properties coupled with economic considerations led to the choice of godium as the heat
transport fluid, '

After the molten sodium has passed through the collector field, it is sent to a "hockey-
stick'' steam generator, This steam generator ig a single-tube, modular design sodium/
steam generator which has been proposed for the LMFBR demonstration glant. In the
steam generator, superheated steam is produced at a temperature of 950°F and a pres-
sure of 1465 psia. A 1450/950 turbine is commercially available for use in this cycle,
Water from the condenser at 120°F {dependent on amhient conditions) is returned to the
steam generator.

Regenerative heaters are used to raise the temperature of the water returning to the
steam generator to 415°F, and a boiler feed pump raises the pressure to 1480 psia.
Condenser cooling is provided by a mechanical draft, wet cooling tower.

Dish Collector - Saturated Steam -- This candidate system is equivalent to the parabolic
frough collector with heat pipe. The only significant change is in the use of a dish
collector in place of the trough callector. However, due to the physical arrangement of
the dish collector, the heat pipe must be replaced with a circulating pump. Because of
the added complexity and expense of the pumps, this system was not considered as a
viable candidate,
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Figure 13. Candidate System Concept Dish Collector with
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Dish Collector - Pressurized Water -- This candidate system is equivalent to the parabolic
trough collector with flow-through absorber. The only significant change is in the use of

a dish collector in place of the trough collector. Figure 14 illustrates this candidate
system. .

Digh Collector - Superheated Steam -- The generation of superheated steam in the field
uging a dish collector is a ditficult design problem, Because of the desirability of
isolating the collectors that boil the water from the collectors that superheat the steam,
a series of collectors is required. A preliminary analysis indicated that three "boiling
collectors” would be needed prior to one "superheating collector, "

Superheated steam at a temperature of 1000°F and a pressure of 2400 psia enters the high-
pressure turbine, A 2400/1000 turbine is commercially available for use in this cycle.
Water from the condenser at 120°F (dependent on ambient conditions) ig returned to the
collector field via the regenerative feedwater heater,

Regenerative heaters are used to raise the temperature of the water returning to the
collector field to 475°F, and a boiler feed pump raises the pressure to 2500 psia.
Condenser cooling is provided by a mechanical draft, wet cooling tower, Figure 15
shows a schematic of this candidate system.
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Central Receiver

The central receiver concept differs from the method of collecting heat with flat plate
collectors or concentrating mirrors. In this concept, sunlight is redirected to an
clevated central heat'receiver where it i absorbed, The 'redirecting mirrors," or
heliostats, are capable of being aimed at 2 predetermined point on the surface of the
central receiver, :

Central Receiver - Closed Brayton Cycle -- Several gases were considered for use in

the Brayton cycle.” Beécause of its superior heat transport and thermodynamic properties,
noncorrosivenegss, and cost, helium was selected for this candidate system. Hot helium
leaves the central receiver at a temperature of 1060°F and a pressure of 1000 psia and
passes to a noncombustion gas turbine (Figure 18). The exhausted helium from the gas
turbine (790°F, 575 psia) gives up a portion of its heat in a regenerative heater and is
then further cooled by circulating water from a mechanical draft, wet cooling tower,

Helium enters the gas compressor at a temperature of 86°F and a pressure of 555 psia
(dependent on ambient conditions)., In the compressor the helium pressure is boosted to
1110 psia. It is then heated in the regenerative heater prior to being returned to the
central receiver to continue the cycle,

o GENERATOR
RECEIVER y
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12 ——— WATER
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TOWER ®
PRECOOLER
RECUPERATOR — — A
r WA
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- !
|
|
|
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Figure 16. Candidate System Concept Central Receiver -
Closed Brayton Cycle
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Central Receiver - Combined Brayton and Rankine Cycles -~ One disadvantage to the
simple, closed, Brayton cycle is the high temperature of the helium exhausted from the
gas turbine. Even after giving up part of its heat in the regenerative heater, the helium
temperature is nearly 350°F. This heat is rejected to the atmosphere via the cooling
tower, However, if the high-temperature turbine exhagst heat can be utilized, the overall
cycle efficiency can be improved.

A combined Brayton and Rankine cycle system meets the above reguirements. In this
candidate system helium from the turbine exhaust is used to generate superheated steam
in a conventional steam generator (Figure 17). The helium then goes to a gas compressor
where the pressure is increased to 1110 psia.
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o e HELIUM
m— GATER{STEAH

Figure 17. Candidate System Concept Central Receiver -
Combined Brayton and Rankine Cycles

Superheated steam at a temperature of 750°F and a pressure of 400 psia enters the high-
pressure turbine. A 400/750 turbine is commercially available for use in this cycle,
Condensed water at 120°F (dependent on the ambient conditions} is returned to the steam
generator, Regenerative heaters are used to raise the temperature of the water returning
to the steam generator to 355°F, and a boiler feed pump raises the pressure to 450 psia.
Condenser cooling is provided by a mechanical draft, wet cooling tower.

Central Receiver - Liguid Metal Coolant -- The central receiver system with a liquid
metal coolant is similar to the dish collector, liguid metal coolant. A molten metal is
circulated through the central receiver. Several metals were considered, but sodium
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was selected based on its relative cost, heat transport and thermodynamic properties, and
the experience gained on the Liquid-Metal-Fast-Breeder-Reactor Program (LMFBR).

The design of the key components such as a "hockey~stick” steam generator and sodium
pumps has been developed during the LMFBR program..

Superheated steam is generated in the steam generator at a temperature of 850°F and a
pressure of 1465 paia (Figure 18). A 1450/850 turbine is commercially available for use
in this cycle, Condenser cooling is accomplished using water sent through a mechanical
draft, wet cooling tower.

Condensged water from the condenger hotwell is returned to the steam generator,
Regenerative heaters are used to raise the temperature of the feedwater from 12 0°F
{dependent on ambient conditions) to 475°F, and a boiler feed pump raises the pressure
to 1480 psia.

Central Receiver - Water/Steam Cycle -- The final candidate system analyzed in this
study is a central receiver with superheated steam generated directly in the receiver,
Water at a temperature of 411°F is introduced into the central receiver, and steam at a
temperature of 900°F and a pressure of 915 psia leaves the tower {Figure 19).

Generation of superheated steam directly in the central receiver is a more complicated
procedure than generating saturated steam, The design of the receiver will include two
separate heat transfer mechanisms, boiling and superheating, Approximately 75 percent
of the energy will be used to boil the water and 25 percent for superheat,

Superheated steam enters the turbine, is condensed after expansion, and is preheated in
the regenerative feedwater heaters prior to returning to the central receiver. Condenser
cooling is provided by a mechanical draft wet cooling tower.

EVALUATION OF CANDIDATE SYSTEMS

Each of the 11 candidate systems presented in the previous subsection were evaluated and
compared on the basis of performance and costs. This evaluation is presented.in the
following paragraphs, Two recommended candidates emerged for further detailed study
and design analysis.

Flat Plate Collector System

Introduction -- The concept under consideration in this analysis uses simple flat plate
collectors to absorb the solar heat and pressurized water to transport this heat from the
solar collectors to a vapor generator, Vapor from the generator is expanded through a
condensing turbine to generate electricity, Figure 10 is a schematic of the system
concept.

The approach used in this analysis is to determine the number of solar collectors required
to generate a given amount of electricity as a function of the temperature of the water

both to and from the collector field. Based on these results, it can be shown that the flat
plate collector concept is marginal.

With the low temperatures and corresponding low pressures available in the flat plate
gystem {maximum temperature of 300°F), vapor cycles are relatively inefficient for
generating power, Both steam and fluorocarbons were considered for use as the working
fiuid in the turbine. The most desirable fluorocarbon was R-11. 'The thermal cycle
efficiency using R-11 as the working fluid was approximately the same as that for a steam
cycle under the same temperatare conditions, R-11 was selected for this analysis because
of its low specific volume which should result in lower overall costs due to a reduction in
the size of the turbine.
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Another advantage of using R-11 as the working fluid in the turbine is that it expands into

a dry region, i,e,, there is no wetness loss, The wetness loss in steam is generally taken
as 1 percent loss of stage efficiency for every 1 percent of water present. Since the
terminal wetness ig about 12 percent, the average wetness and the associated reduction

of output is 6 percent.

Both radial flow (centrifugal) and axial flow turbines can be used with R-11. The turbine
design is simple (fewer stages) compared to a steam turbine., Also, higher furbine
efficiencies are expected due to the simple design and absence of wetness loss.

System Efficiency -- Two separate efficiencies must be considered in order to determine
the overall efficiency of the flat plate collector system. The first of these is the efficiency
of the solar collectors. In order to determine the efficiency of the collectors, a thermal
performance analysis was done by Honeywell, This computer analysis calculated the
thermal performance of a series of 10 flat plate collectors. The collection fluid was
assumed to flow in series through the collectors, each unit adding an incremental amount
of energy to the fluid, The thermal efficiency was obtained as a function of the tempera-
ture of the fluid leaving the last collector, which was varied by altering the flow rate of
the heat transport fluid, The pertinent geometrical and environmental conditions are
listed in Table %1V . Figure 20 shows the details of a typical flat plaie solar collector.

An extension of the thermal performance analysis was made to include various values of
the temperature of the fluid returning to the first collector. In all cases it was assumed
that the incident radiation was 980 watts/meter2. Results are shown in Figure 21 .

The second factor to be considered is the thermal efficiency of the R-11 turbine cycle. Assum-
ing that there is no heat logs in the vapor generator, the inlet and outlet temperatures of the
water are not completely independent, For any given values of Tl and 'I'z, the uge of 2

15°F pinch-point determines the saturation temperature of the R-11 (Figure 32 ), The
pinch-point temperature difference is the driving force for boiling. In all cases it is
assumed that 1‘1 100°F, which specifies the inlet cooling water temperature to be 70°F

or lower,

The thermal cycle efficiency is presented as a function of 'I'1 and T in Figure 23 . A

turbine efficiency of 80 percent a pump efficiency of 80 percent, and a generator efficiency
of 97 percent were used in calculating the cycle efficiency.

Number of Collectors Required -- The number of flat plate collectors required is a func-
tion of the combined efficiency of the collectors and the thermal cycle. The overall system
efficiency of the flat plate collector systern is shown in Figure 24 ag a function of the
temperature of the fluid both to and from the collector field. Using the overall system
efficiencies, the number of collectors required to generate 100, 000 kW(e) is shown as a
function of ’I‘1 and T2 in Figure 25. This set of curves was generated using the following

equationt

100, 000 kWi{e)
[0. 98 kW{t) /M%7 (0. 3048 M/ )2 (16 12/ collector) [n overall kW(e)/kW(t))

N =
c

N - 88,847
¢ noverall

One point that should be noted is that as T, decreases to 150°F, the number of required
collectors increases.
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Table IV . Geometrical and Environmental Conditions Used in the
Evaluation of Collector Efficiency

Collector

Length

Width

Material

Thickness

Tubes

Coating

Covers

Insulation

Fluid

Inlet fluid temperature

Collector tilt angle with horizontal

Ambient

Temperature
Pressure

Wind velocity

4 feet

4 feet

Aluminum

0.060 inch

12 on 4-inch centers
Selective, @ = 0,90, ¢ = 0.08

One, glass, 0. 150 inch
Fiberglass, 3.0 inches

Ethylene - glycol and water, 50/50
120°F

33 degrees

#70°F
1 atmosphere

10 miles per hour

=i

Figure 20,
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pressure Limitations -~ One additional restraint must be applied to the previous set of
Turves. & casual examination of the curves indicates that it would be desirable to set
T2 = 190°F and let T1 = 200°F, However, this small AT across the collector field would

require an extremely large mass flow rate and, thus, a large pressure drap, Due to the
design of the flat plate collectors, it is unrealistic to allow more than a 30 psi drop across
the collector string. This restriction limits the value of T2 to 160°F for the case when

T, = 200°F. The cross-hatched areas in Figures 24 and 25 have a pressure drop greater

than 30 psi and are therefore unacceptable.

Rased on the pressure limitation of 30 psi across the collector string, the minimum
number of flat plate collectors required to generate 100, 000 kW(e} is 2. 03 x 108, This
minimum humber of collectors was achieved for the case of the exit fluid temperature
(T,} at 260°F, and the inlet fluid temperature (T,) at 210°F,

Conclusions -- The previous discussion has shown that the optimum efficiency of the flat
plate collector system is about 3.5 percent. It is important to note that the maximum
system efficiency did not occur with the maximum fluid exit temperature. This shows that
the decreasing efficiency of the flat plate collector overrides the increasing thermal cycle
efficiency as the fluid temperature increases. Therefore, increasing the surface
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temperature of the collectors used in this study would not be beneficial to the overall
system efficiency, An increase in the system efficiency can occur only if the collector
efficiency can be increased at the higher surface temperature.

A1} of the results presented in this analysis were based on the following optimistic
agsumptions:

1. 980 watts/square meter incident radiation

2. 15°F pinch-point temperature

3. T, = 100°F (assumes 70°F cooling water)

4; No heat loss anywhere in the system

5. Fluorocarbon turbine efficiency of 90 percent (this is as yet an undesigned
piece of equipment)

Whenever any of these assumptions cannot be met, the number of solar collectors
required will be increased.

Parabolic Trough Collector Systems

The two types of parabolic collector systems previously selected for evaluation were;

. Heat pipe with pool boiling
L Flow-through receiver with pressurized water

For both systems the collector operating temperature was chosen to be approximately
600°F. FEvaluating these system concepts was a part of the overall distributed system
concepts evaluation and comparing the parabolic trough with the flat plate and parabolic
dish eollector fields was included. ’ .

As a part of the parabolic trough collector system evaluation, the trough collector was
examined in three different orientations: :

[ East-West, with the tracking/rotating axis aligned East-West
North-~South, with this axis zligned North-South

. Equatorial or polar mount, with the axis aligned North-South but tipped up
out of the horizontal by an angle equal to the local latitude., This orients
the axis along the earth's spin axis, hence the usage of the term ''polar
mount'

For each of the trough orientations, the fabrication of the collector ig the same. The
support differs for the polar-mounted trough collector simply because of the added
material required to install the collector at an angle equal to the latitude angle., In terms
of cost, this additional support requirement should be negligible and the orientation choice
can be made on the basis of performance alone. Sections V and VII contain the collector
and collector field performance results which show that the polar trough orientation is-
best.

Using the polar mount trough collector orientation, the merits of the pool boiling system

~ were compared to thoge of a pressurized water system. For corresponding temperatures,
the pool boiling concept can operate at lower pressures, thus avoiding the heavier equip-
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ment required for the pregsurized water energy transport system. As discussed in
Section VII, this advantage allows less expensive piping to be used so that, if all other
things are equal, the energy costs are lower for the pool boiling system than for the
pressurized water system, IHowever, the pool boiling system must have a heat pipe and
steam generator for every collector in the system. This is more expensive than the flow
through receiver pipe and will increase the pool boiling system energy cost to a point
where there is some uncertainty as to the best of the two trough systems,

The pool boiling steam generators produce steam at a temperature governed by the local
pressure, To maintain an acceptable steam temperature at the turbine inlet, knowledge
and control of the pressure at each collector is required, Because the collectors are
distributed in a large array, the pressure at each collector differs; the further away the
collector is from the pump, the lower the pressure is due to friction losses. In addition,
the variable nature of the solar energy input causes different flow rates to be used at
different times of operation. This will create variable friction losses and consequent
pressure changes at each collector during the day. Control of this system thus involvés
a feedback control at individual or small groups of collectors everywhere in the field plus
a liquid level control at the steam generator and a control at the pumping station.

In comparison, the pressurized water system requires that a temperature-regulated valve
controls the flow at individual or small groups of collectors, The pressure may vary over
the field as long as it is above the saturation pressure everywhere, The turbine inlet
temperature can be controlled by adjusting the heat exchanger mass flow ratio.

For either the pool boiling or pressurized water systems, it is currently judged that
thermal storage is desirable for system stability. The order of one-half hour of storage
to avoid shutdown during temporary or scattered cloud cover is favored. As discussed in
Section VII, thermal storage with the pressurized water system is less expensive than with
the pool boiling system.

As a result of the cost of control and storage, a preference for the pressurized water
system was developed. A comparison with the flat plate system showed that approximately
40 times more flat plate area than trough aperture area would be required; the flat plate
system was eliminated from further comsideration. The polar-mount parabolic trough
sgystem using pressurized water was then compared to the paraboloid of revolution dish
collector system using pressurized water. The economic comparison results are shown
in Section VII. If the fabrication and assembly costs of the dish and trough are equal,
their respective economic optimums are approximately equal. In choosing a reference
for the distribution systems, the dish collector was selected because of the subjective
judgment for a potential cost reduction of this collector. Section VI presents the prelim-
inary dish design and the reference system design,

Parabolic Dish Collector Systems

Each of the four candidate dish collector systems was evaluated on the basis of cost and
performance, The evaluations are given in the following paragraphs,

Liquid Metal Coolant -~ The dish collector with a liguid metal {Na} as the primary loop
coolant was designed to generate steam at 800°F and 1465 psia. This necessitates that
the heat transport fluid reach the steam generator at a temperature of 950°F (see Fig-
ure 13), Taking into account the heat losses as the fluid travels from the solar collectors
to the s:,ltgg,érg generator, it is required that the operating temperature of the solar collec-
tor he F.
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The first analysis of this concept led to the use of molien sodium as the heat transport
fluid. Because of the corrosive nature of sodium, stainless steel type 316H (ASTM-376)
is required for piping. This material is approximately 10 times as expensive as com-=
parable carbon steel pipe. The total length of pipe required for a 100 Mw(e) peak electric
generating station which uses sodium as a heat transfer medium is 308, 000 feet, assuming
a square array. This length is made up of approximately 31, 000 feet of 10 inch (average)
and 275, 000 feet of 3 inch (average) lateral piping. The total, installed cost of this length
of carbon steel pipe is approximately $16, 000, 000 less than for the stainless steel pipe,
This appears to be too great a cost penalty to pay for the use of sodium. Yet, it seems
desirable to retain the super heated steam cycle and its high efficiency.

One method of reducing the price of this gystem and making the concept more attractive
is to use an alternate heat transport fluid which does not require stainless steel piping.
Molten metals, moiten saits, and gases are among the feasible alternates.

Alternate molten metals which were considered were NaK, K, Bi, Pb, and tin, NaK and
K are just as corrosive as Na, so no advantage is realized., Bt, Pb, and tih all have
melting points that are too high. In addition, Hg was considered but the expense and
poisonous vapors of this metal eliminate it from serious consideration,

One other possibility in this area is a low melting alloy, probably of bismuth and lead,
Cerrcbase (55 percent Bi - 45 percent Pb) melis at 255°F. However, due to the high cost
of bismuth ($7/1b), Cerrobase costs are in the range of $3-4/1b, This can be compared
to $0.17/1b for sodium.

Molten salts which were studied included Therminol-88, O5- 124, Dowtherm A, and Hi-~tec.
None of these except Hi-tec is capable of reaching the desired temperatures. Hi-tec
undergoes a slow thermal decomposition according to the following reaction:

5 Na NO "3NaN03+NazO+N2

2

In the range of 830 - 1000°F this reaction is very slow, but at 1500°F the reaction is so
rapid that the salt appears to boil, Some questicn remains as to the rate of reaction
between 1000 - 1500°F.

in addition to the decomposition of Hi-tec, it appears that Hi-tec i8 not compatible with
carbon steels. Corrosive attacks on low chromium steels are 0.010 inch per year in a
quiescent pool of Hi-tec.

A preliminary search of the available phase diagrams indicates one additional possibility
in the molten salt category. A eutectic of KC1 (33 percent) and AICl, (67 percent) has a

melting point of 262°F. This is higher than desired, but still accept?éble. A calculation
of the equilibrium concentration indicates that the salt should be compatible with carbon

steel pipe.

It is not certain that molten salt technology is sufficiently developed to provide large
amounts of KCl—AlCl3 salt, Also the corrosive eifects of this material on carbon steel
have not been experimentally determined. The technology of pumps, valves, etc., would
have to be developed before this material could seriously be considered.

Several gases appear to be feasible alternates for use as a heat transport fluid, These
include nitrogen, helium, and carbon dioxide, all of which are inert chemically with
respect to carbon steel. The main disadvantage of using a vapor as a heat transport
fiuid is that transferring heat into a vapor requires large surface areas compared to that
required for a liquid. ‘ . )

A good heat transgport fluid should have a large value for the heat transfer coefficient.
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In order to compare the heat transport characteristics of the fluids previously discussed,
the heat transfer coefficients were calculated for Na, a molten salt, and several gasges at
" varying pressures, The values for the heat transfer coefficients h are given in Table V.
Also shown is the heat transfer surface area required to transfer a given amount of heat,
Values of the area required are ratioed to the area required using sodium as the heat
transport fluid, .

1Table V. Values for Heat Transfer Coefficients h

B

H A\ !
Fluid b 3 —
{Btu/hr /[#7 T} (£t7) !
Sodium 8344 1
KC1-A1CL* ~ 850 10
Nitrogen: 1000 psia-1000°F 136 61 .
1500  -1000 189 44
2000 ~1000 242 34
Carbon Dioxide:
1000-1000 188 44
1500-100 264 32
2000-100 339 25
Helium: 1000-1000 . 162 52
1500-1000 2186 39
2000-1000 265 31

L . !
Based on pseudo-values for the properties.
Of the gases, carbon-dioxide and helium require the least heat transfer surface area.

The collector area available for receiving solar energy in the paraboloid collector system

is 420 ftz. Using a concentration ratio of 400, the surface area of the receiver is 420/400 =
2

1.05 ft~,

To determine whether 1 ft2 is sufficient to transfer the required heat to either carbon
dioxide or helium requires gome detailed design calculations for the receiver, In par-
ticular, the receiver configuration, (e.g., tube geometry), fluid flow rates, temperature
rige in the fluid, and surface temperature must be known. Preliminary calculations

indicate that about 5 ft2 may be required for the gases in question,

In addition to the above problems of selecting a suitable heat transfer fluid the high-

temperature receiver may not be practical because of the difficulties and cost associated

with the energy transport and requisite heat exchanger. Cost estirnates indicated that a

" lower temperature system would be more economically attractive even though the con-
vergion efficiency would be reduced. At a receiver surface temperature of approximately

600°F the heat losses without a protective vacuum jacket are small; consequently, the
cost of the jacket can be eliminated in a reduced temperature system. The use of stain-
legs steel pipe and a high~cost steam generator is also elimminated with the lower tempera-
ture system. '

The general conclusion reached was thus to abandon the dish system with molten metal,
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molten salt or gases with a high-temperature receiver. In its place, systems with water
or steam as the heat transport fluid and receiver temperatures of approximately 600°F

were designed,

Saturated Steam -- This system is identical to the parabolic trough system with pool
boiling, the trough collectors simply replaced by the dish eollector. In the dish collector
no heat pipe is present and a circulating pump must be used in its place. Because of the
added complexity and expense of the pumps, the dish pool boiling system was not con-
sidered a practical candidate. Further, for the same reasons as discussed earlier in
this section, the pressurized water system is preferred over the pool boiling system.

Pressurized Water -- The dish coilector system using pressurized water as described in
this section is evaluated in terms of performance in Sections V and VI and energy cost in
Section VII. This concept was the most economically attractive of the distributed systems
and was selected for a distributed system reference design as presented in Section X.

Superheated Steam -- The generation of superheated steam in the field, while technically
feasible, is a difficult design problem. It appears less economically attractive than the
pressurized water system because the increased cycle efficiency does not pay for the
added cost of circulating pumps piping and insulation.

Central Receiver Heat Transfer/Prime Mover Cycle

Four different cycles were chosen for evaluation in a ceniral receiver generating plant.
They are: .
. Closed Helinm Brayton Cycle (Figure 18)

. Combined Helium Brayton/Steam Rankine Cycle (Figure 17)

. Liquid Sodium/Steam Rankine Cycle (Figure 18)

., Conventional Steam Rankine Cycle (Figure 1.9)

B w oo

All four of thege cycles are feasible in that electrical power could be generated in a
central receiver plant utilizing any one of these cycles. A comparison of these cycles
was, therefore, based on the cost of generating this electrical power. This comparison
included calculations of both the plant efficiency and the plant capital cost,

As will be discussed subsequently, the tube-type receiver is the most advantageous. The
analyses of these four cycles were all based on a central receiver in which the fluid flowed
through a number of tubes in parallel.

Closed Helium Brayton Cycle -~ For a central receiver plant, using a closed helium
Brayton cycle, the cycle efliciency i strongly dependent on the helium turbine throttle
temperature and the helium presgurs drop in the riser, recelver, and downcomer, This
i shown in Figure'28. This temperature and pressure drop depend on the incident flux,
tube dimensions, and heliom velocity. A computer preogram was written to analyze the
heat transfer and fluid dynamics of helium in irradiated tubes, The variation of tube skin
temperature with helium outlet temperature for various fluxes and velocities is shown in
Figure 27. The pressure drop through the receiver for these fluxes and velocities is
shown in Figure 24§, ’

The most suitable tube material is Inconel 525, which can be operated with a skin tem-
perature of about 1600°F at the required pressures. No tube material was found which
would permit a higher operating temperature, The pressure drop in the tower includes
the drops in the riser, the receiver, and the downcomer, An engineering decision was
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Figure 26, Optimum Brayton Cycle Efficiency as a Function of the
Turbine Inlet Helium Temperature and the Pressure Drop
across the Receiver with Wet Cooling Towers and 75°F Air
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made to limit the pressure drop in the riser, receiver, and downcomer to 100 psi and the
pressure drop in the receiver to 50 psi. A detailed calculation of the pressure drops in

the riser and downcomer is not possible because the design of the components must be

based on plant economics which requires prior knowledge of cycle efficiency land the.

overall cost of power. The use of a 50 psi drop in the riser and downcomer is considered

a good estimate,

With the above limitation in skin temperature and receiver pressure drop, an analysis of
Figures 26, 27, and 28 shows that the highest obtainable Sycle efficiency iz about 23 percent
with 2 helium temperature of 1060°F, a flux of 500 kw/m*“, and a velocnty. o'f about 300 feet/
second, It should be noted that use of a dry cooling tower reduces the efficiency to 18 percent,
) i
Two methods of obtaining higher helium outlet temperatures have been considered, the
use of rifled tubes and the use of internally-finned tubes, Both of these tube types are
commercially available in a wide range of materials and sizes,

The rifled tube has the advantage of creating a high degree of turbulence inside the tube.
This leads to higher convective coefficients and smaller temperature drops between the
tube wall and the bulk fluid. However, because of the high helium velocities being used,
200 to 300 feet per second, the flow is already highly turbulent, It is not anticipated that
any significant advantage would result from the use of rifled tubes.

An internally-finned tube provides a larger surface area for heat transfer. This reduces
the temperature drop across the fluid boundary layer and reduces the tube skin tempera-
ture. However, the added surface area also increases preggure drop per unit length of
tubing. . In the Brayton cycle this pressure drop has a far more significant effect on cycle
efficiency thanin conventional Rankine cycie boiler design. A preliminary analysis has
indicated that the use of internally-finned tubes does not lead to a cycle eificiency which
approaches that cycle efficiency which can be obtained from a conventional superheated
gteam cycle,

Since the capital costs associated with a helium Brayton cycle are greater than the costs
for a conventional cycle, the helium Brayton cycle was rejected.

Combined Helium Brayton/Steam Rankine Cycle -- This combined cycle is superior to the
Brayton cycle when the high helium exhaust temperature justifies the cost of a heat
exchanger and of the Rankine cycle eguipment. With maximum helium temperature of
only 1060°F, as calculated previously, these costs are not justified, Therefore, this
combined cycle was rejected, :

Liguid Sodjurn/Steam Rankine Cycle -- Because liquid sodium has a corrosive effect on
{ube maierials and because this effect is accelerated at elevated temperatures, a limiting
design criterion is the sodium-tube interface temperature. With type 316 stainless steel
as the tube material, this interface temperature can be about 1200°F. No tube material
was found which permitted a higher interface temperature. A computer program was
written to analyze the heat transfer and fluid dynamics of liguid sodium flowing in irra-
diated tubes. The variation of tube skin temperature with maximum Sodium temperature
for various fluxes and velocities is shown in Figure 29 ., The pressure drop through the
receiver for these fluxes and velocities is shown in Figure 30 . Examination of these two
figures shows that the interface temperature is the limiting criterion,

Based on the heai exchanger technology developed in the LMFBR program, the highest temp-,
erature steam which can be economically generated from 1200°F sodium is about 950°F at
1450 psig. The capital cost associated with this sodium/steam cycle will be larger than that
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" for a 'conventional steam cycle because of the high cost of the sodinum/steam generator,
sodium pump, and stainless steel riser and downcomer, * Therefore, the liquid metal/
steam cycle was rejected.

Conventional Stearm Rankine Cycle -~ Four steam cycles were considered for use in a
central receiver generating plant. They are:

1, 400 psig/750°F
2, 600/825

3. 850/900

4. 1250/9850

The 1250/950 cycle was rejected because the higher pressure requires thicker receiver
tubes which lead to a tube skin temperature in excess of design limitations.

The 400/750 cycle was rejected because of the lack of availability of prime movers in
the 60 to 200 MW range,

The 850/900 cycle was selected over the 600/825 cycle because the cycle efficiency is
greater, :

As will be discussed in Section VI, the best design for a water/steam receiver is the tube
type with a cregcent geometry. A computer program was written to analyze the heat .
transfer and fluid dynamics of water-steam flow through this receiver. The Honeywell
ray-trace code was used to obtain flux maps for this receiver geometry. By iterating the
ray-trace code with this receiver design code, a suitable receiver was designed. The
design parameters are presented in Section X.

Recommended Candidates for Design Studies

The evaluation of candidate system concepts described in the preceding paragraphs leads
to the recommendation of two candidates for detailed design analysis and study:

1. Dish Collector with pressurized water in the primary heat transport loop
and a secondary loop with steam Rankine cycle

2. Central Receiver with water-steam Rankine cycle

The designla-nd cost analysis of the major systems required for each of these recommended
solar/electric generating plant concepts is given in Sections V through IX.

#*For a detailed account of the design and costs of the liguid sodium central receiver,
see Monthly Technical Progress Narrative Nos, 6 and 7, dated 15 March and 15 April
1974, Contract No, NAS3-18014.
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SECTION V
COLLECTOR /CONCENTRATOR PERFORMANCE STUDIES

There are two fundamental characteristics of solar energy collecting systems on or near
the planetary surface: concentration of the solar flux; and tracking of the sun. Therefore,
a number of design options are possible for mechanizing these two characteristics:

Concentration Tracking
low none
medium one axis
high two axes

Several combinations of these six elements have been investigated. Three of these combi~
nations can represent typical collector performance families: :

Flat plate {low concentration and no tracking)
Parabolic trough (medium concentration and single-axig tracking)

Paraboloid of revolution dish and "power tower" (high
concentration and two-axis tracking) -

Designs different from the above three, such as Fresnel mirrors or lenses instead of the’
parabolic trough, have performance penalties, :

The system constraint of the dynamic conversion of solar generated heat to electricity on
the power-plant scale provides for further differentiation of the three families into two
classes:

® Distributed systems (flat plate, parabolic trough and paraboloid
of revolution dish collector)

¢ Central receiver systems (power tower)

DISTRIBUTED SYSTEMS
Methodology

The objective of the analytical work and the associated simulation effort in the study of all
three distributive systems was the formulation of generalized optical-thermal performance
statements.

The work was facilitated by the existing computer codes, which simulated hoth the flat-plate
solar collectors and the parabolic trough systems, These codes have been extensively docu-~
mented previously (References 4 and 5},

The parabolic trough code was evolutionary in this study because it had been developed to
employ Monte Carlo ray trace simulation techniques, while the flat plate collector code had
been written as a closed-form analytical tool. The experience gained in developing the para-
bolic trough code and the ease with which the exercise of this code produced meaningful
physical insights led to the adaption of the ray trace technique for the paraboloid of revolution
dish collector simulation code (HELIAKI IIT},

The system that is mathematically modeled in this code consists of a paraboloid oferevdlutic;ri .
circular mirror mounted on a two-axis, gimbaled tracking system and a fixed hemispherical
receiver.
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This receiver can be optionally contained within a "bell jar'’ glass envelope with vacuum
between the receiver and the inner glass surface (Figure 31).

As required with the Monte Carlo technique, the optical performance of the system was
formulated as an integration problem.

To examine the problem, first consider the perfect optics case, and then generalize the
results for finite quality optics,

The amount of energy carried from any point on the sun's surface to any point on the heat
receiver's surface depends on the exact path of the ray through the optical interfaces on
the collector. The mirror reflectance and glass envelope transmittance are functions of
both the wavelength of the light in the ray and the incident angle of the ray on the glass or
mirror surface. The receiver surface can be given a flat 90-percent absorptance at all
wavelength and incidence angles.

The angle any ray makes with respect to each optical interface is a function only of the
angular position on the solar disk whence the ray came {two dimensional} and the impact
point on the collector aperture plane (two dimensional), Thus, for any wavelength and
perfect optics, the energy carried from the sun to the receiver surface can be found by
specifying the four coordinates of the ray, no matter how many optical elements there are
in the optics train.

If the angular position coordinate on the sun disk are 81 and 82 and the impact point coordi-
nates on the test plane are X1 and X2, then the total thermal power absorbed at wavelength
interval dh is

Epn =J [ [ Br E(X;,X,,0,,8,,) dX,dX, 46,d5, (1y
X1 X 0 O

The function E{X,, Xg, 61, 83, M) is a complex ray trace subroutine that performs ail
vector algebra necessary to trace the ray defined by (X1, Xg, 04, 02) through the opticat
surfaces up to the receiver. The units of E are thermal power absorbed per unit angular
area on the sun's disk, per unif spacial area on the aperture disk, and per unit wavelength
at the wavelength interval, dA. This math model simulates the AIR MASS II spectrum, as
published by Cambridge Research Institute. To get the energy from the entire spectrum
we must integrate over all wavelengths to yield

aperture sun disk
—— e e,
E =[ [ [ | [ E®X{Xg 0, 6.) d¥X1dXydd;dbsd ' (2)

p
A Xy X 5 i
1 22 p)

Total spectrum

The wavelength integral is indefinite. That is, the limits are from 0 to positive infinity.
In practice, this integral is performed by partitioning the spectrum into 20 equal energy
bands.

Introducing finite guality optics into the model shows that the uncertainty in tracking accuracy
and mirror quality will be known only statistically.

There are four such statistically uncertain optical parameters, The first two parameters
are uncertainties in the angular position of the two-gimbaled tracking drives (81, 82). The
second two parameters are the angular uncertainties in the mirror surface normal at any
point on the mirror surface (¢1, ¢s). Each of these four parameters is statistically inde-~
pendent of each other, or any other design parameter. For example, a given error in the
mirror normal is as likely anywhere on the mirror surface. The mirror is not modeled as
a continuous surface with smooth waves or ripples, but rather as a probability distribution
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Figure 31.

Dish Collector (Two~Axis Tracking
Paraboloid-of-Revolution)



t

of mirror normals perturbed from the mathematically correct shape by an assumed prob-
ability distribution. For each statistically known variable, the distribution is understood
to be a ''normal" or "standard error' distribution.

Now, consider a random variable, Z, defined by the normalized probability distribution
P(Z). If we wished to calculate the mean value of Z(=Z) or its expected value, we would
form the integral of the product of P(Z) times Z over all allowed values of Z, e.e.,

Z = [ P(z) zdz, ' (3)

—oo

To simulate a specific error set (91, By, @1, ¢>2), one would have to evaluate the integral:
B0y 0010090 = [ [ [ [ [ m(x,, %5, 00,050, 04,09.01,95)d%, dXpd0; ddydh
R_X]_ X9 51 52 (4)

If this is the thermal power absorbed for a given error set, then the expected value of the
thermal power absorbed (Ep) is given by

81 6291 % (5)

because each digiribution is statistically independent.” Substituting Ej by the right-hand
gide of Equation (4} results in:

E, =] [.] ] Po Po, Py, By, [ [ ] E d0, ddy dX, dX, d\dgy dg, d6, o,
0, 6, ¢, ¢ M\, Xq Xg 6y 09
17271 72 7 1 1
' e total Sun
tracking mirror Spectru disk : (8)
errors imperfections pecirum ! :
collector
aperture

The Monte Carlo ray trace code evaluates this nine integral for the parabolic of revolution
collector. 'The core of the analysis routine is a subroutine that evaluates the parameter E:

E =EX, X, 6,6, .\, 8

1 % by, B10 93) (0

1°

This subroutine performs the necessary vector algebra to find all the losses at each optical
interface and to return the parameter E. (A detailed description of the vector algebra is
given in Appendix B.)

COLLECTOR PERFORMANCE

Flat Plate Collectors ,

The thermal performance of a series of 10 flat plate_collectors was calculated using the
Honeywell Flat- Plate Collector Computer Program (Reference 4), The collection fluid
was assumed to flow in series through the collectors, each unit adding an incremental

. amount of energy to the fluid, The thermal efficiency was obtained as a function of the
temperature of the fluid leaving the last collector. The fluid exit temperature was varied
by changing the flow rate of collection fluid. The pertinent geometrical and environmental
conditions are listed in Table VI, '
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Table VI, Geometrical and Environmental Conditions

Collector

Length: 4 feet

Width: 4 feet

Material: Aluminum

Thickness: 0.080 inch

Tubes: 12 on 4-inch centers

Coating: Selective, @ =0.30, ¢=0.06

Covers: One, glass, 0.150 inch

Ingulation: Fiberglass, 3.0 inches

Fluid: Ethylene - glycol and water, 50/50

Inlet fluid temperature: 120 degrees Fahrenheit
Collector tilt angle with horizontal: 23 degrees

Ambient_

Temperature: 70 degrees Fahrenheit
Pressure: 1.013 bar
Wind velocity: 10 miles per hour

Results of the caleulations are presented in Figure 32 , The thermal efficiency was defined

as:

rate of heat transport Lo slorage

solar flux incident on the collector

Efficiency varied from 66 percent at a fluid exit temperature of 125°F to zero at 325°F,
The nonlinear behavior is due to the fact that the external heat loss by radiation is non-
linear,

Parabolic Trough Collectors

In previous work the optimal concentration ratio for a trough collector operating at 572°F
(300°C) was found., To assess performance of this collector over a range of operating
temperatures, recall that the absorbed thermal power iz not a function of the receiver
temperature. Therefore, cne can use the absorbed thermal power at the optimal concen-
tration ratio and assume a thermal power loss rate appropriate to any value of interest
over a wide range of temperatures.
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For the trough collector, the collection efficiency versus operating temperature is plotted
in Figure 33. The numerator of the efficiency ratio is absorbed thermal power at the
concentration ratio for 300°C minus lost thermal power appropriate to that concentration

- ratio and the receiver temperature on the ordinate. The denominator of the efficiency ratio

is the direct normal power flux through the aperture plane.

The vertical line marked "selective coating limit" in Figure 33 indicates a current
estimate of the upper temperature limit at which the AMA selective coating can be used
for 20 years without degradation. If a flat black coating (¢ = 0. 9) were used with the low
concentration ratios avajlable with the trough, the collection efficiency would roll off
drastically before the upper limit on the selective coating was reached. Obtainable con-
centration ratios are much higher for the dish collector system than for the trough col-
lector (approximately the square of the trough collector concentration ratio).

If 2 selective coating material could he found to operate at high temperatures, it would not
raise the performance of the trough system by more than 5 to 10 percent. Moat losses
that affect the efficiency are combined effects of the reflectance of the mirror (nominally
0. 85), transmittance of the glass envelope (nominally 0. 9), and absorptance of the receiver
surface {0.90), which, combined, yield 0.69,

Further work resulted in calculating the optimal concentration ratic at each temperature
(Figures 34 and 35 ). These curves were in turn used to calculate the truly optimal
efficiency at each temperature. Results are shown in Figures 36 and 37. The denomi-

_ nator of the efficiency ratio is the direct normal flux of thermal power through the aperture
plane., The optimal curve, Selective Coating, in Figure 36, is tangent to the curve in
Figure 33 at the 300°C point because both plots represent the optimal design at 300°C. The
new curve has somewhat higher efficiency at higher and lower temperatures.

The important point here is that the optimal curves show that a collector with a flat black
receiver coating has much better efficiency at high temperatures than would have been
concluded from the previous suboptimal results. Another important point is that the trough
concept with a good mirror and a high-temperature selective coating (not now in existence)
could be used with a 1000°F receiver temperature at 50 percent absorption efficiency.

The lower temperature end of the curve is also of interest. Note that even the 1/2° rms
slope uncertainty with a flat black receiver has a collection efficiency of over 60 percent
at 300°F. The 1/2° rms slope mirror is a very poor mirror,

In previous work (Reference 35) results were presented of a set of ray trace runs for the
trough collector at one-hour intervals for one day (daylight hours} each month, around
the year, Thege results were daily variations of collected thermal power (Figures 38
through 45) and daily total collected energy versus time of year (Figure 46). This time-
varying presentation of the information has considerable appeal. However, the power
industry uses another format which is quite useful, the load duration curves,

Examples of this type of curve are shown in Figures 47 and 48, The dashed line across
the bottom of each figure represents the thermal power lost when the receiver is at its
design point temperature, The total thermal energy collected in one year is the integral
of the difference between the absorbed energy curve and the losg line. Also presented on
each curve is the thermal power absorbed per unit aperture area and per unit mirror
surface area.

The data presented in both figures are for unshadowed collectors with the solar energy
flux from the Cambridge Research Center clear air (no elouds) model,

The total integrated thermal energy collected for each configuration is shown in Table VII.
This is the area between the loss line and the absorbed power curve.
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Table VII. Net Energy/Trough Collector for One Year

Temperature ]E:;;;)r Orientation DiimehrSrgy
300°C 0.25 E-W 70311
300°C ‘ 0.25 N-S 81456
300°C 0.25 .Polar 94374
300°C 0.5 E-W 59583
300°C 0.5 N-5 74679
300°C 0.5 Polar 85284

These load duration curves were for a nominal collector field layout which gave no shadows
from 8:00 a.m, to 4:00 p.m. on 12/15, The field layout is shown in Figures 49 and 50.

These figures represent a ground cover ratio of 0,25 for the east-west and 0, 097 for the north-
south and equatorial (polar mount) configurations. The effect of spacing can be effectively
studied by scaling the center~to-center spacing of these basic design layouts equally in all
directions, and calculating the collector performance at each resultant ground cover ratio.

For each collector system, the control collector is the collector onto which the shadows
from the adjacent collectors are projected. The adjacent collectors are shown in the field
layouts, all others being ignored. In each case, the ray trace codes can accommodate
any number and location of adjacent collectors (subject to time and memory limits). The
program which plots out the output duration curves is not a ray trace code but only a curve
fit of the ray trace data, and a simple hack correction to the ray trace data for shadow
losses. Figure 51 shows the thermal power output duration curve for a trough collector
in an east-west orientation with 1/4 degree rms tracking and mirror slope uncertainty, a
vacuum jacket, a selective coating with (@/e) of nominally 10, which is operating at 300°C
(572°F) receiver temperature. There are eight computer-drawn curves on these graphs

at eight different ground cover ratios. These curves represent the thermal power collected
per meter square of aperture area plotted versus hours of duration of the power level per
year, The center-to-center spacings (AEW, ANS) associated with each of these ground
cover ratios are shown in Table VIIL. : -

The dashed line along the bottom of each curve {labeled @ LOSS) represents the magnitude
of the thermal power lost {divided by the collector aperture area) by reradiation and con-
vection from the receiver and glass vacuum envelope. The net thermal power collected
over an entire year is the integral of the difference between the loss line and the absorbed
power curve, the units of the integral being thermal-kilowatt-hour-per-meter squared of
aperture,

Note that the loas line is higher and the absorhed power lower for the 0.50 degree mirror
(Figure 52 ) case than for the 0.25 degree case (Figure 51 ). This is because an optimal
design with a poorer optiecs quality always absorbs less power in the first place and also
requires a larger receiver (which loses more power),

The results for the north-south orientation are shown in Figures 53 and 54 , while the
“load duration curves for the polar mount are plotted in Figures 55 and 58.

Paraboloid of Revolution Dish Collectors

The two-axis paraboloid of revolution collector simulation code was exercised for a dish
collector mounted at 33 degrees north latitude, with an aperture area of 420 square feet
(39 square meters), The chosen aperture area was the same as the aperture area of the
trough collector, for which performance summaries have been published (Reference 6 ).
All runs were made for 6/15 at 10 a.m. The direct normal solar flux at that time was
taken to be 270 Btu/(hr/ft2), or 33 thermal kilowatts of power, Adjacent collectors were
sufficiently spaced to yield no shadows from 8 a.m. to 4 p.m. on 12/15,
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Table VIIL. Center-to-Center Trough Collector Spacings

Collector Ground |AEW AEW ANS ANS

Type Ratio (feet) (metera) | (feet) {meters)
Trough 1, 0000 40,0 12,192 10,5 | 3.20¢0
East-West 0.7918 42.1 12,832 12. 6 3. 840
0. 6464 44, 2 13,472 14,7 4, 481
G, 5400. 46, 3 14,112 16, 8 5,121
0. 4591 48. 4 14,752 18.9 5.761
0. 3960 50.5 15, 392 21,0 6. 401
0. 3457 52.6 16,032 23,1 7.041
0, 2870 55,75 16,993 26.25 8. 00t
Trough 1. 0000 10, 50 3. 200 40,0 12,192
North-South 0. 6667 15, 75 4, 801 40,0 12. 192
and 0, 5000 21. 00 '8, 401 40,0 12,192
Equatorial 0. 3683 25,20 7.681 45,25 13. 792
0.2829 20. 40 8.961 50,5 15,392
0, 2242 33. 6 10.241 55, 75 16.993
0. 1822 37. 8 11,521 61.0. 18,593
0. 1509 42,0 12, 802 66. 25 20.193

The collector was assumed to have a 6-inch-wide slot from the rim to the center of the
dish fo accommodate the heat receiver mounting. This stot also accommodated the shadow
of the receiver support structure. In all casés, the receiver surface was assumed to have
a flat grey surface with an emittance of 0. 90 at all wavelengths. The first gimbal -mounted
axis was assumed to be vertical, which implies that the second gimbaled axis remained
horizontal as it rotated above the first one. The receiver was earth-fixed and no ‘rotating
heat transfer joint was assumed or implied. ‘

The offset of the receiver from the mirror focus was simulated as zero in all runs. The
offset of the mirror focus from the crossing point of the tracking axis was also set at zero
for all runs. T

It has been shown that the optimal rim angle is the rim angle at which a weighted aver-
age factor ig proportional to the aperture area as a function of the distance from the
focus. The predicted value for the trough collector was 115 degrees and the ray trace
results agreed to within 2 degrees, The predicted optimal value for the dish callector
was 109 degrees.

The simulation code was exercised for a series of concentration ratios at a receiver tem-
perature of 1000°F (537.8°C) with a 109-degree rim angle and a range of mirror and tracking
accuracies. Resulis are shown in Figure 51 ., The case labeled perfect opiics has mathe-
matically perfect tracking and mirror shape. The 1/4-degree curve is for a 1/4-degree
rms uncertainty in the angular position of the mirror normal at any point. The curve
labeled 1/2 degree represents a system with a 1/2-degree rms uncertainty in mirror normal
angular position at each point, but the tracking uncertainty was left at 1/4-degree rma. In
all eases, the distribution of angular errors had a mean of zero and a nermal.proba-

bility distribution. However, the 1/4 degree case represents a relatively high quality
system that is also practical to expect from a mass-manufactured system.

The best concentration ratio is 400 for the 1/4-degree curve and 180 for the 1/2-degree
curve. In either case, if more concentration than the optimal is attempted, heat losses
reduced by & smaller receiver area are overcome by reducing absorbed energy received
due to the smaller sized receiver target. The higher the quality of the optics, the higher

T3



the optimal concentration ratio. Even the perfect-optics case appears to have a weak
optimal at a concentration of 800. In the perfect optics case,the only limit to the con-
centration ratio is the finite angular extent of the sun, ifself.

A dish collector with a receiver at 1500°F (815°C) was also simulated (Figure 58 ). In
this case, the optimal concentration for each optics quality shifts to higher values., Opti-
mal thermal power at higher temperatures is lower. The optimization can only minimize
the extra heat losses at the higher temperatures, but does not eliminate them altogether.
The optimal concentration is 1500 to 2000 for perfect optics, 500 for the 1/4-degree case
and 300 for the 1/2-degree case.

To test the prediction, the optimal rim angle wag 105 degrees. A get of runs was made at
a concentration ratio of 400 for the 1/4-degree mirror, and 185 for the 1/2-degree mirror
for a wide range of rim angles. The results are plotied as thermal power absorbed (kilo-
watts) versus rim angle in Figure 59, This is absorhed power only and the thermal power
losses have not been subtracted.

The prediction was based on results of the parabolic trough simulation code, which showed
that the optimum rim angle was independent of the optimum concentration ratio and equal,
within our uncertainty limits, to 110 degrees. This ig also the rim angle at which the
trough collector is mass~balanced at its focus, The discrepancy between the dish simu-
lation results and the prediction of our hypothesis reinforces the intuitive statement that
there is a fundamental generic difference between the trough and the paraboloid of
revolution collectors.

Heat Losses--The heat receiver for the paraboloid of revolution collector was modeled as

a coated heat pipe in a glass vacuurn envelope. The geometry assumed for the heat balance
equations is shown below.

GLASS ENVELOPE
VACUUM GAP
RECEIVER
+ <
L
v Dl —,
_ . “m - ;

The cap was considered a hemisphere, such that surface areas are given by

A, = 0.5mD? + nD,L.
i i i
The computer code used to determine heat losses from the cylindrical heat pipe (Reference
6) wag modified for this configuration. The radiation from the glass envelope to ambient
was included:

Ql‘3a = eAgO’(T34 -T 4

a)’

T4
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where

'Qr3a = heat radiated to the sky

€ = emissivity of the glags surface
o = Stefan-Boltzmann constant

Ta = ajr temperature

The code was exercised to determine sensitivity of the model to the variation of L and D
at a fixed concentration ratic. It was found that the difference in the heat loss {Qloss}_for
varying L/ wasg trivial.

The formula for Q19 is different for glass assumed specular as opposed to diffuse. The
program was exercised under both conditions and little difference was noted.

The variation of heat lost to the environment as a function of the receiver area is shown in
Figure 60 . The variation of heat lost to the environment as a function of receiver surface
temperature is shown in Figure 81 .

The parabolic trough heat loss results sugpested an equation of the form

QIOSS C(AI} (Tl) & (8)

to fit the data. To establish this relation, the heat-loss-versus-receiver temperature was
plotted on log-log paper in Figure 62 , By taking the slope of the curves {(they appear
parallel), we find @ = 2.7. Alsgo note that for T1 5 300°C the errors in the Qlogg equation
may be high in perceniage, but the losses are so small as to be insignificant.

For the range of concentration ratios 100 to 1000 and receiver temperatures 300°C to
1000°C, the following equation can he applied:

_ -7 2.7 '
Qogs = 3-5x 107 (A))(T,) {(9)

where T3 has units of degrees centigrade, Al is in m? and Qloss has units of KW,

The results of the exercise of the paraboloid of revolution simulation code were combined
with those of the heat balance to provide a curve of efficiency versus receiver temperature
(Figure 63 ).

Furthermore, the heat balance code was exercised to establish the optimal concentration
ratio as a function of the receiver temperature. Repgults are shown in Figures 64 and 85
for the 1/4 and 1/2 mirror slope errors.

The optimal concentration ratio at 1500°F for the 1/4 degree error is about 595, and for the
1/4 degree error it is approximately 325. These values are far below a concentration
value of 1000. Note that even though high temperatures can be produced, it is not practical
to use these because of material breakdown and heat transfer problems.

Efficiency at the optimal-concentration-ratio-versus-receiver temperature was algo calcu-
lated (Figures 66 and 67 ). At 1500° the 1/2-degree error mirror has an efficiency of
about 50 percent, while the 1/4 degree error mirror has an efficiency of over 55 percent.

Furthermore, a computer plotting program was written to take the ray trace code results
and put them in a format which is apparently standard practice for the power industry.

The format consists of a plot on the abscissa of the number of hours in a year for which
power output is at, or above the value read from the ordinate. The industry name for these
plots is "load duration curves.”
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This plotting program was run for the dish collector on ray trace results, for which the
collectors were so spaced so as to not shade each other, The output of these runs for the
1000°F and 1500°F dish collectors is shown in Figures 68 and 69 .

The optimal concentration ratio for the 1/4 degree mirror slope uncertainty was 328 and
the 11}; degree mirror was 181 at 1000°F. The optimal concentration at 1500°F was 594
and 325 for the 1/4 and 1/2 degree mirror respectively.

The dashed line along the boitom of each curve {labeled @ L.OSS) represents the magnitude
of the thermal power lost {(divided by the collector aperture area) by reradiation and con-
vection from the receiver and glass vacuum envelope., The net thermal energy collected
over an entire year is the integral of the difference between the loss line and the absorbed
power curve. Also presented on the curves is the thermal power absorbed per unit aperture
area and per unit mirror surface area. The integral for each dish collector configuration
iz shown in Table IX. ‘

Table IX. Net Energy/Dish Collector for One Year

Error . . Net Energy
Temperature {Deg) Orientation
1000°F 0.25 - 77232
1500°F 0.25 -=- 69299
1000°F 0.5 =~ 70787
1500°F 0.5 --- 60208

The concurrent piping system design work indicated that, at temperatures above 600°F,
the cost of piping would become prohibitive in the distributed systems. For this reason,
the digh system was redesigned to operate at 630°F gsurface temperature to produce
saturated steam or pressurized water at about 585°F (assuming a 45°F temperature drop
from the receiver surface to the trangport fluid). The preliminary study of the heat
transfer for this system indicated that the heat flux should be limited to less than 300 kilo-
wattg-per-meter squared of receiver surface. This limit resulted in a 20-centimeter
‘diameter {spherical) receiver for a 40-meter square aperture area. This receiver also -
had no vacuum jacket and a "flat" 0,85 absorptance and a 0. 85 emittance coating.

The absorption efficiency {not counting re-radiation) for such a design is plotted against
receiver diameter in Figure 70 .

Clearly, for all optics qualities from 0.05° rms slope and tracking uncertainty out to 0.50°
rmg, the 10-centimeter design attains the maximum efficiency possible consistent with the
reflectivity of the mirror surface and the abgorptance of the receiver surface. This design
results in a relatively uniform flux distribution over the receiver surface because the energy
is re-directed from a deep dish (110° rim angle) mirror which, in essence, "wraps around
the receiver. This "wrap around" tends to bring in the flux over a larger solid angle so

that a simple spherical receiver can intercept it and better use its surface area.

The data of Figure 70 are presented in Figure 71 in dimensional form, This plot shows the

" net thermal power absorbed (including re-radiation and convection losses) versus receiver
radius. If the heat flux were not an issue, the optimal design based on collection efficiency
would have a receiver diameter of 8 or 9 centimeters, This design is gaid to be heat-flux-
limited in concentration ratio, rather than optics-limited, as is the case of the trough '
collector.

The plotting program was run to give load-duration curves for the new dish design for
several ground-cover ratias.
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The general layout of the dish collectors on the field is shown in Figure 72 . This is a
basic "hexagon, close-packed' array. The center-to-center distance (AEW, ANS) for the
dish layout thermal power output duration curves (Table X) were run out for all eight-
ground-cover ratios, with 1/4 and 1/2 degree optics at a receiver temperature of 630°F.
Results are shown in Figure 73. The lowest curve shown has the control collector just
touching all six of the adjacent collectors.

Table X. Center-to-Center Dish Collector Spacings

%m“nd - AEW AEW ANS ANS 1/2 ANS | 1/2 ANS

over

Rati (feet) (meters) {feet) {meters) {feet) {meters)

10 N DE—————
0.9068 20. 03 6.105 | 23.125 7.049 11.586 3.525
0. 6297 24.04 7.327 | 27.750 8.458 13. 88 4.231
0.4627 28.05 8.550 | 32.375 9. 868 16.10 4.935
0.3542 32.05 9.769 | 37.000 11.278 18.51 5. 642
0.2799 36.06 10.991 | 41.625 12.687 20. 82 6.346
0.2267 40. 07 12.231 | 46.250 14.097 23.13 7.05
0.1874 44. 07 13.433 | 50.875 15. 507 25. 45 7.757
0. 1451 50.08 15.264 | 57.812 17.621 28. 02 8. 815
ONE

COLLECTOR

" WIDTH AEW‘.I

ANS

CONTROL COLLECTOR
RADIUS = 11,56 FT

1/2 AN e

%: ,/—'—'<.>_ , .\
/ . ANS
(Vo)

O-7E

Figure 72. Dish Collector in Hexagonal Closed Pack
Spacing onh the Field .
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CENTRAL RECEIVER-

The central receiver {power tower) was taken to be a tower with an absorbing top
encircled by an array of flat mirrors which redirect the incident solar flux onto the
absorbing top,

The following assumptions were made initially:
®  The mirror array was rectangular, with a uniform spacing in each direction.
. The field and the mirrors were circular.

. The absorbing top (receiver) consisted of any combination of a sphere or
part of a sphere, with or without cylindrical support, The configuration
also involved the option of a vacuum gap around the receiver and contained
by a glass envelope,

The assumptions were later modified to allow for square mirrors, square field, non-
uniform spacing and three other receiver configurations: an inverted truncated cone,

a cruciform and a crescent (gsee Section VI of this report), The coupling of the central
receiver to a heat transfer and electrical power generation system is shown schematically
in Figure 74,

Methodology

The Monte Carlo ray-trace technigue was used to perform Aumerical experiments to
define the integrated thermal performance of the system in the collection and net absorp-
tion of the solar flux. The formal definition of the problem can begin with the simplified
case of a single mirror (hehostat) tracking the sun and redirecting the solar flux onto
the receiver,

Given a position of the heliosiat relative to the receiver, the amount of energy carried
from any point on the sun's surface monochromatically at any given instant depends on
the exact path of the ray through the optical interfaces of the system,

These interfaces are the mirrorn (heliostat), the opticnal glass envelope and the actual
surface of the receiver. The mirror reflectance and the glass envelope transmittance
are non-gray functions of the incident energy as well as of the incidence angle of the ray
on the glass and mirror surface,

The receiver surface is held constant. An absorptance of 85 percent for all wavelengths
and incidence angles can also be specified, The angle made by any ray with respect to
each optical interface is a function only of the angular pomtlon on the solar disk whence
the ray came and the impact point on the particular mirror.

Thus, for any wavelength and perfect optics, the energy carried from the sun to the
receiver surface can be found by spec1fy1ng the four coordinates of the ray, independent
of the number of optical elements in the optics train,

If the sun's disk coordinates are 61 and 52 and the impact peint coordinates are X1 and

XZ’ then the total thermal power absorbed in a wavelength interval dx is

IIIIE(X,X 61, 2,?\)dX dX dﬁ dﬁ (10)
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where Xl and X2 are bounded by the actual surface extent of the mirror., To obtain the

energy from the entire solar spectrum, integration over all wavelengths is required.
This yields

mirror sun
surface disk

s

Ep~ f f f E(X|, X, 8y, 8y, M) dX; dX, d0, do, dn (11)
XXy Xy 0y 8

total spectrum

Introducing finite quality optics into the model means that the uncertainty in tracking
accuracy and mirror quality will be known only statistically.

There are four uncertain optical parameters that are known only statistically. The first
two parameters are uncertainties in the angular position of the two gimbaled tracking
drives (61, 92). The second two parameters are the angular uncertainties in the mirror

gurface normal at any point on the mirror surface (cbl, ¢2). We asgsume that each of these

four parameters is statistically independent of each other, or any other design parameter,
For example, a given error in the mirror normal is equally likely anywhere on the mirror
surface. The mirror is not known as a continuous surface with smooth waves or ripples
but rather as a probability distribution of mirror normals perturbed from the mathemati~
cally correct ghape by an assumed probability distribution. For each statistically known
variable, the distribution is understood to be a "normal" or "standard error' distribution.

Now consider a random variable, 7, defined by the normalized probability distribution,

P{Z)., If we wished to calculate the mean value of Z{=Z} or its expected value, we would
‘form the integral of the product of P(Z) times Z over all allowed values of Z, 1. e.,

[-+3

Z:f P(Z) ZaZ (12)

-

To simulate a specific error set (91, 62,‘ Dqs @2), one would have to evaluate the integral:

Xy X2 61 52

“Then the expected value of the thermal power absorbed (Ep) is given by

Ep:ffff P91(91)P92(92) P¢1(¢1)P¢2(¢2) E,(61. 6y, 8, 85)d0,d0,d8,d0,  (14)
81 03 ¢1 &

91



because each distribution is statistically independent. The above expression is:

E, - f j f fpe Py P, Py f f j j jEdézdéldxzdxldxdmzdra1d32d91.
1727172 5 X %, 6, 6 '
1 S1 "2 1 72
Mt et Nyt

B, &, @
2 “1 °2 {15)
tracking mirror total sun digk '
errors imperfections spectrum

mirroer

area

Ta caleulate the total thermal power redirected from the field of heliostats onto the

3 o o - -
regeiver, ong Sums SVer the total number of heliostais

number of mirrors
Ep = Z Epi . (16)
i=1

Furthermore, integration over the total number of hours of sunlight during any given
time period results in the expression

WT = ET dt . (17}

- time period
The stochastic nature of four of the independent variables in the ten-integral of
Equation (17) and the prime abjective of performing a paramet ric study of the perfor-
mance of the system indicated that the experimental Monte Carlo approach was more
suitable.
A computer code was written to caleulate experimentally the right-hand side of
Equations (16) and (17). The basic premise was that the ratic of the thermal power
incident on the receiver over the direct normal solar flux on the heliostat field can be
obtained from the convergent ratio of randomly drawn rays which reached the receiver
over the total number of rays drawn uniformly over the heliostat field, the value of each
successful ray being scaled down approximately for reflectance and absorptance losses.

The ray trace followed the physics of each interaction of individual rays through the
optics train. The execution flow is shown in Figure {75 ).

The user of the code has the option to vary at will any or all of the following input
parameters:

e Option: integrate Equation {16) and/or (17}

e Time of day and/or date (if only equation (16)]
e Latitude

s Circular or square mirrors

e Circular or square field

e TUniform or nen-uniform mirror spacing
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Field radius/side length

Mirror optical quality

Mirror tracking accuracy

Single or multiple focusing points
Tower height

Reoeivér type

Receiver dimensions

Radius of the cylindrical support and extent of that support vertically
below the center of the receiver

The output is a set of dimensional and non-dimensional performance parameters.
the integral of Equation (16) is to be evaluated, then the nondimensional output is:

The

94

M

T2
ns

M1z
13
N14

= Fraction of field flux that hits mirrors

= Fraction of field flux that was lost because of mirror shadows

= Fraction of field flux that was lost because of mirror obscuration
= Fraction of field flux that hits tower (receiver and support)

= Fraction of field area covered by mirrors

= Fraction of field area related to shadows on mirrors

= Fraction of field area related to back obscurations on mirrors

= Fraction of field flux that got to the receiver on the tower

= Fraction of field flux that got to the cylindrieal support of the receiver
on the tower

= Ratio of obscuration flux losses over mirror flux

= Ratio of shadow flux logses over mirror flux

= Ratio of tower flux {receiver and support) over mirror flux
= Ratio of receiver flux over mirror flux

= Ratio of cylindrical support flux over mirror flux

dimensional output is:

Flux

= Total flux on mirrors in Kw

1
Flux2 = Flux losses due to shadows on mirrors in Kw
Flux, = Flux losses due to mirror back obscurations in Kw
Flux, = Total flux on tower {receiver and support) in Kw
Flux5 = Flux on tower receiver in Kw

It only



]Ei‘lux6 = Flux on cylindrical support of receiver in Kw
Area1 = Total mirror area in f 8q
A:t-ea2 = Shadowed mirror area in ft sq
Area3 = Back obscured mirror area in ff sq
Map, = Map{s} of the flux on the surface(s} of the receiver in Mw/rn2
Map2 = Map of t}? ﬂuxr on the surface of the cylindrical support of the receiver
in Mw/m
. . . 2
Map3 = Map of the field in terms of redirected flux that hits the receiver in Kw/m

¥f integration over time is performed [equation (17}], the code outpuis a corresponding
set of parameters except that the dimensional output is then in energy units, where
appropriate.

In this case, the code can also design the whole system including the heat transport/
exchange and electric power generation subsystems and give a complete inveniory and
cost summary.

Details of the vector algebra involved in the mathematical modeling of the system are
in Appendix C.

The first runs performed simulated a round field with uniform mirror spacing and round
mirrors. :

The field radius was defined as 0, 9 Km (2957 ft). The ground coverage factor was 0, 456,
The optical mirror guality and tracking accuracy were set as recommended by the University
of Houston at 0. 05 degree. The specification that the spherical receiver be seen by the most
distant mirror on the field by 0, 5 degree is equivalent to a receiver radius of 10,56 m

{34, 68 ft), given that the mirror radius was set to 3,52 m (11,56 ft). The tower itself was
placed 243 m (797, 5 ft) due south of the center of the field.

A clear~day model and aluminum mirrors with a flat grey coating on the spherical
receiver and the cylindrical support were used. The radius of the support was set at
1.52 m (5 f1) and extended two spherical receiver radii vertically down from the junction.

A parametric sweep was performed of tower displacements and tower heights for 12/15,
3/15, and 6/15 from 8:00 p, m. to 12:00 noon for five different tower heights: 1800, 1500,
1200, 200, and 800 feet (450, 365,5274.2, and 182. 8 m}, The results are shown in
Figures 76 through 78. Integration over time showed that the tower height of 450 m (1500
feet) appeared cloge to optimal (Figure 79).

Flux Densities on the Central Receiver ~~ The ray trace code mapped the flux on the surface
of a spherical receiver and its cylindrical support. The spherical receiver was zoned out
in latitudes and each latitude was sectioned out in longitudes. (The maps consiat of the

flux on each one of these "geographical” sectors.) A similar geography was provided

for the cylindrical support. . .

A typical flux density map is shown in Figure 80 for noon at June 15, The latitude ig

set to zero degrees at the top of the sphere and 180 degrees at the bottom, while longitude
starts at 0 degree at due north and goes clockwise N-E-S-W-N. This map in isopleths of
Mw/{m* is also shown ih Figure 81, The results indicate %nacceptable power densities

on the spherical receiver in the region of 2,0 - 2,5 Mw/m#®. This necessitated
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modifying the code to include the simulation of other receiver configurations, the most
promising being the cruciform and half-cylinder {cresent) receivers, Both of these
concepts consisted of hung fubes aciing as flow-through boilers which take in water at
the bottom and deliver superheated sieam out the top.

Further investigation of the power density distributions showed that even though the
dengities had been lowered to the range of 1.4-1.7 Mw/m2, further refinement was
necessary. The obvious candidate was the heliostat aiming gtrategy which, up fo that
time, involved a straight shooting for the center of the receiver. A new strategy was
devised and proved successful.

The rationale assumed that the individual tube could be thought of as having three sec-
tions: the water heater, which takes the feedwater from nominally 425°F (218°C) up to
the boiling point of water which is nominally 550°F (288°C) at typical working pressures,
in the boiler and the superheater. The water heater and boiler sections can both with-
stand high-incident solar flux for different reasons. Iirst, the water heater section has
a relatively good heat transfer coefficient and the fluid temperature is low go that the
high-temperature drops associated with high flux do not produce excessive tube skin
_ temnperatures (the tube skin temperature limit imposed by stress creep limits is nominal-
1y 1200°F {648°C). The boiler region can withstand high fluxes (1000 Kw/m2) because
of the excellent heat transfer associated with nucleate boiling. The superheater section
cannot withstand such high fluxes (the limit is 400 Kw/m?2) because of the relatively lower
heat transfer coefficient for a gas-metal interface. Tor the steam cycle under con-
sideration, 75 percent of the energy absorbed is used in pre-heating and boilin the water,
and the remaining 25 percent is needed to superheat the steam. At 1000 Kw/m2 of flux.
on the boiler and water heater sections and 400 Kw/ m?2 on the superheater, the preheating
and boiling section is 55 perceut of the tube length and the superheat gection is 45 per-
cent. With these numbers and the total power flux on the brightest day of the year, the
length and width of the receiver can be calculated.

In the search for an aim point strategy which would achieve the desired flux distribution,
the vertical location of the aim point on the tower's receiver wasg defined as a simple
function of radial position of the aimed heliostat from the tower base. Ignoring for now
the variation in the re-directed power from various locations in the field, the rate of
increase in power from a narrow anulus of radius (R) from the tower base is proportional

to R itseld.

The integrated total power flux from the field area between two radial posgitions Rl and
Rz, therefore, goes as the difference of the squares of Rl and R2. To achieve a uniform

flux over the receiver surface, the integrated power absorbed between vertical positions
Xl and X2 on the receiver surface must be proportional to the difference X1"X2' This

means that the vertical position of the aim peint of a heliostat should be proporticnal to
the square of the radial distance irom the tower base out to that heliostat.

The other factor that influences the flux digtribution on the receiver is the overlap of the
light beams from the various heliostats in the field.

Clearly, the close-in heliostats must be aimed at the receiver center or the beam will
miss the receiver off the top and bottom. Rays lost over the {op would not be serious,
but any significant flux on the tower near the receiver base conld damage the tower itsell,

This leads to an aim strategy whereby the nearest heliostats aim at the receiver center.
The heliostats which aim at the boiler have aim points which move down from the receiver
center with R2. At the radial position where 75 percent of the redirected power is
encircled, the aim point jumps up to the superheater. This boundary occurs at approxi-
mately 87 percent of the field radius. The superheat aim point moves up the receiver as
the heliostat distance increasesas shown in Figure 82,
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After the incorporation of the aim strategy, the code was used to simulate the crescent
receiver. The results for noon 6/15 are plotted in terms of isopleths of Mw/m2 in
Figures 83 and 84, The meaning of these results becomes more explicit when one
examines the variation of the thermodynamic variables along the height of one tube, as
ghown in Figure 85, The design is within engineering limits, even for this one worst
case of high flux, .

The code was also exercised for the eruciform receiver %ption and the results for noon
6/15 are shown in Figures 86 through 89. Again, the design was shown to be within
engineering limits.

It should be noted that in both the crescent and cruciform designs presented, the safely
margin is minimal.

Another issue which affects aim strategy is the choice between once-through and drum type
boilers, Our baseline design is onhce-through, but the drum design was a gerious candidate.
The mass flow into the drum is controlled by a liquid level sensor in the drum. As water
is hoiled off and passes into the superheater section of the receiver, the liguid level sensor
activates a control valve to introduce water into the drum as needed. The rate of steam
flow to the superheater is controlled entirely by the net heat flux on the boiler., The super-
heater raises the steam temperature by an amount proportional to the heat flux on the
superheater and inversely proportional to the mass flow through it,

Clearly, any drum-type receiver will be designed to operate with the correct ratio og
boiler heat flux to superheater flux so that the desired outlet superheater temperatur

will be maintained. Unfortunately, the daily and yearly variations of the sun's position
will cause continuous deviations in solar flux on the receiver, which will result in imbal-
ances between the boiler and superheater. Some kind of continuous feedback conirol gys-
tem will be needed to monitor the output temperature and make appropriate corrections.

With the once-through boiler design, an over or under temperature condition is corrected
by increasing or decreasing the mass flow. With the drum-type system, solar flux must
be diverted to change the mass flow. For example, an over temperature would require

a transfer of flux from the superheater to the boiler, and the reverse for under tempera-
ture. This requires that the aim point of at least some of the heliostats be a variable,
subject to continuous feedback control. The simplicity of the once-through design and the
ease of heat balance control were strong factors in the choice of the once-through, as
opposed to drum-type receivers as the basgeline design.

RECEIVER/TOWER DESIGN

Tower Configuration

The tower design parameters for a central receiver generating plant cannot be calculated
independently of the heliostat field parameters. Sufficient calculations were performed
though to ensure that the methodology was understood and to obtain a pood estimate of the
tower height as a function of plant generating capacity, The resulis for two plant sizes
are shown below:

Plant Size Tower Height

60 Mw 750 feet

215 Mw 1500 feet
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Preliminary design requirements for the tower are that it should:

a Be capable of gupporting the mass of the receiver with maximum sway of
18 inches under steady wind velocities of 120 miles per hour at the top
and 75 miles per hour at ground level

¢ Provide stability for the receiver in a Seismic Zone, I, 11, or III

. Provide‘a supporting structure for the riser and downcomer piping which
cifeculates the heat transfer fluid between the base and the top of the
tower

L] Provide personnel aecess to the top of the tower for receiver
maintenance ‘

e Provide a design lifetime of at least 30 years

Three structural concepts were considered for their ability to meet the above require-
ments: reinforced concrete (slip form construction), free standing welded steel con-
atruction, and guyed steel construction, Our experience indicates that the guyed tower
would be unsatisfactory for this application. Although it is less expensgive than the other
two candidates, the drift (sway) and buckling problems caused by the combination of a
heavy mass at the top and wind gust or seismic loading would require that extensive design
-~ studies be made to prove feasibility., Furthermore, the reliability of guyed towers is

not as great as the other iwo candidates, Failure of these towers is not uncommon and
recent episodes have been recorded in Texas, lowa, and Florida. Therefore, the choice
of design was limited to reinforced concrete and welded steel construction,

If aesthetics is not an issue, the costs of reinforced concrete and welded steel construc-
tion are about the same, There are, however, advantages to the reinforced concrete
construction which have led us to select this concept. These advantages are:

e Simpler to design
e Costing experience immediately available from wide industry practice
e Enclosed tower acts as thermal insulation for downcomers and risers

@ Provides enclosed space for maintenance of receiver, risers and
downcomers

Reinforced conerete structures, using the slip form process, have been built up to
heights of 1500 feet without difficulty. The CN tower in Toronto, Canada, which is
nearing completion, is a good example of a tall (1500 feet) reinforced concrete tower,

The detailed design parameters for the reference central receiver system tower are
iisted in Section A.

The tower costs were calculated on the basis of a 40-foot outside diameter at the top and

a load-carrying capacity of 500 tons, The M, W. Kellogg Company, which has extensive

experience in the construction of tall chimneys, supplied the following costs for a tower
height of 750 feet,

Seismic Zone Cost - §
I 2,000,000
II 2, 000, 000
I 2,200, 000
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The costs for towers of different heights were calculated from these costs by applying

the industry-wide relationship of cost being proportional to the square of the tower height.
The results of these calculations are shown in Figure 90. Thesge costs include the tower,
base, access elevator, and aircraft warning light system,

Receiver Design

In the design of the receiver for the selected steam cycle, (850 psig/900°F) the following
choices were made:

Tube Type versus Other -- Conventional steam generators are constructed of tube sheets,
No other geomelry was Tound which provided any advantages over a tube-type receiver,

In addition, tube sheets are easily fabricated and commercially available in many sizes
and materials, :

Fully-Exposed versus Half-Exposed Tubes -- When a plane or curvilinear sheet of elastic
material, such as a fube sheet, Is irradiated on one side only, the differential thermal
expansion across the panel causes it to alter shape. If this alteration of shape is gtruc-
turally opposed, stresses will result; if there is no restraint, translations and rotations
of portions of the sheet will result. In the present case, these motions would cause
difficulties with the large number of connections between the individual tubes and any
headers or drums. Therefore, only fully-irradiated tube de signs were considered. This
also has the advantage of reducing the required tube length and receiver weight by a
factor of two.

Drum-Type versus Once-Through -- A tube-type receiver which produces superheated
steam can be one of two fypes, In a drum-type receiver, the feedwater is heated until
some boiling has occured, This water-steam mixture then enters a drum (steam
separator) where the steam is removed and fed into a superheater. Ina once-through
receiver, the feedwater travels through a single tube (one of many) until it has reached
the desired degree of superheat. A schematic of these two receiver types is shown in
Figure 91. .

The drum-type recciver has a higher capital cost. In addition to the cost of the large,
heavy drum, there is the added cost of the supporting structure for the drum. Since
only part of the boiler-region throughput is converted to steam, the excess water must
be returned from the drum to the feedwater cycle. This involves additional pumps,
piping, and controls.

Since the drum-type receiver has no advantages for a solar plant, the once-through
receiver is superior,

Receiver Geometry Options -- The desipn geometries of a once-through, fully irradiated,
tube-type receiver are limited. Standard boiler practice has demonstrated the superiority
of tube-wall sheets, as shown in Figure 52 supported from above with freedom to expand
downward. The two available alternatives are the crossed-sheet type, shown in Figure

93 and curvilinear-sheet type, shown in Figure 94. :

The goal of receiver design is to determine a geometry which,' when coupled with an
optimized heliostat field and aiming philosophy, will have the following results:

. The flux will be the same on both sides of the tube sheet for any
point on the sheet. The magnitude of the flux may, of course, vary
from point to peint on the gheet,

¢  The flux distribution aleng a single tube will be the same for all
tubes for any specific time and day of the year.

The disadvantage of the crossed-sheet receiver is that these two goals cannot be zatisfied
without a heliostat aiming philosophy which is a function of both time of day and day of
the year. This would add a new order of magnitude to both the cost and complexity of
analysis of the heliostat control gystem.
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POWER;TOWEﬁ CONSTRUCTION SPECIFICATIONS

@ CYL INDRICAL SHELL, REINFORCED CONCRETE CONSTRUCTION
@ DESIGNED FOR WIND GUSTS OF 120 MPH MAX)MuM

- @ TAPER 4-5.5 FT/100 FT. DEPENDING ON HEIGHT
® APPROXIMATELY 30,000 CU. YDS. OF CONCRETE IN 1500 FT. TOWER
® TOWER CONTAINS A 3-MAN. ELEVATOR.AND STAIRS

® LIGHTING: STROBE-LIGHTING FOR AIRCRAFT WARNING
INTERIOR LIGHTING FOR MAINTENANCE
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Figure 90, Tower Specifications and Construction Costs
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Figure 91, Schematic of Drum and Once~Through Boilers
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Figure 92, Single Tube Sheet Wall
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Figure 93, Crossed Tube Figure 94. Curvilinear
Panel Receiver - Tube Sheet
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The curvilinear-sheet receiver, however, will gatigfy both of these requirements. Preli-
minary analysis indicated that a reasonable first choice of geometry was a right circular
cylinder with an angle of enclosure of 180 degrees (Figure 95), This receiver geomeiry,
the Crescent, was analyzed with the Honeywell Ray-trace Code and the results were as
follows, for a tower located in the center of a circular field: : '

1) For any given time of day and day of the year, the flux variation among
tubes was small, almost always less than 20 percent. This was true even though
the heliostat aiming philosophy was not varied with time.

2} The total flux on the two sides of the sheet was closely balanced, as
shown below.

Power Power .
Day Time {North} {(South)?
6/15 9:00 239 Mwf(th) 303 Mw(th)
. 6/15 10:30 266 331
6715 12:00 273 319
12/15 12:00 258 259

3) The flux along a single tube was different for the north and south sides
of that tube. This was caused by the aim point being the same for north
and south heliostats.

The agsumptions used to arrive at a point design were as follows:

® The heliostats were of constant size and gpacing and were in a
circular field

The tower was in the center of the field

All the heliostats were aimed at the same point in a horizontal
plane. Different areas of the field were aimed at different .
~vertical points in order to obtain vertical flux dispersion

The results of this point design are presented in Seetion X.

In calculating the receiver cost, the weights of the receiver tubes and structural supports
were determined. From these weights, the costs of the individual tubes and supports were
calculated. The cost of the receiver tubes was based on $2. 50 per pound for stainless steel
hoiler tubes. The asgembled selling costs were estimated as four times the material costs;
the factor of four being a commonly used factor in the boiler construction industry, The -
erection costs were calculated at 10 percent of the assembled receiver cost. This factor
of 10 percent was based on a detailed estimate of the time, manpower, and equipment
required for erection, :
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ENERGY PERFORMANCE COMPARISON . ‘\

The integrated yearly energy absorbed by the dish and trough collectors can be calculated -
from the load-duration curves. Results are plotted in Figures 96 and 97 interms of '
thermal energy absorbed per square meter of aperture versus ground-cover ratic. For
comparison, the corresponding curve has been plotted for a central receiver with a 450~
tneter tower, a square field with a uniform heliostat spacing, and a field length of 2000
meters. The receiver was a hemisphere and the heliostats cireular,

In both figures, the 1/4 and 1/2 degree error labels apply only to the trough collector.
The power tower was taken to have a 0. 05 degree rms slope uncertainty in each tracking
axis and on the mirror surface, The dish results apply to all optic qualities from 0, 05
to 0. 50 rms as these designs are heat-flux-limited rather than opticg-limited, The.
ordinate, labeled kwh/m< aperture, is the integrated thermal energy divided by the aper-
ture area for the dish and trough, and the mijirror aperture area for the power tower.
Note that all three mirrors had an apertiire area equal to 420 square feet (the heliostat
aperture area is e¢qual to-its surface area).

The trough system can be run at a ground-cover ratio of up to 1, 0 for the east-west and
north-south configuration, and higher than 1. 0 for the polar mount. The polar mount
collectors can overlap on the ends, as seen from above, because they are pitched up out
of the ground plane. That is, the low end of the north adjacent collector can be under the
high end of the control collector without becoming entangled if the end support structure
is designed to allow it.

The yearly integrated thermal power absorbed per square meter of the collector field
versus the ground-cover ratio is shown in Figures 98 and 99, This performance measure
expresses the relative ability of the various systems to collect the maximum amount of
energy possible with the suitable land available in the United States.

The final integrated performance measure is the net thermal energy collected per square
meter of mirror surface plotied versus ground-cover ratio (Figures 100 and 101),
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SECTION VI
COLLECTOR/CONCENTRATOR DESIGN STUDIES

Mechanical configuration design studies were carried out for the parabolic trough,
paraboloid of revolution and heliostats,

PARABOLIC TROUGH

The parabolic trough collector consists of the four major subassemblies of the fixed
support frame, the rotatable parabeolic mirror, the vacuum envelope and coated steel heat
tube, and the mechanical drive and tracking system. A drawing of the trough collector
desgcribed is shown in Figure102.

The results of the ray trace code exercise indicated that this collector is in the best attitude
for energy collection when on an equatorial axis about the focus of the parabola (polar mount).
The collector tracks the sun in a single axis mode. The mirror rotates about a fixed vac-
uum envelope surrounding a carbon steel pipe receiver and can turn a full 360 degrees,
permitting it to protect the envelope and mirror surfaces at night and in inclement weather. .
The collector is designed to use off-the-shelf equipment as far as practical, to be easily
serviced and to withstand high wind loads (120 mph).

Support Frame

Each collector is supported by an "I" beam and channel-type steel frame., As shown in
Figure 102 three poured concrete bases with appropriate mounting pads support angled
support legs to steel rails which form cradles for the mirror structure. The side rails
are mounted in a north-south direction at the equatorial angle. At each end of the cradle,
the frame structure ties together the rails and also provides mountings for the mirror,

the heat receiver, and the drive mechanism, The frarne structures may be guyed with
steel rods and turnbuckels to provide both stiffness and a small degree of adjuatment. The
structures are also equipped with locating points to permit attachment to their neighboring
mirror frames for mutual support.

The frames are factory welded and agsembled in position on the prepoured concrete bases.

They are finished in a resistant paint. Table XI gives a detailed list of the required frame
and foundation materials, their weight and cost.

Rotatable Parabolic Mirror

The mirror assembly consists of 11 ribs made of aluminum machined to form the required
parabola. The ribs are welded to lightweight "T" sections and spaced 4 feet apari. A large
aluminum fube forms a backbone and is also arranged to permit twisting the mirror for axis
alignment. Special frames for each end support the mirror and also attach to cast steel
rotation rings. These rings surround the heat absorber tube and ride on sealed ball bearings
permitting rotation of the mirror about its focus. The reflecting surfaces of the mirror con-
sist of 4-foot-wide pieces of 0.020 inch aluminum surfaced with Alzak. The reflectance of
Alzak is approximately 0. 85 and will permit collection of over 50 percent of the sun's energy.

The aluminum sheets are compressively end-loaded by adjustable beams mounted on the
long edge of the mirror. The aluminum sheets are forced intc contact with the paraboli-
cally shaped ribs and fastened at intervals to the ribs. The compression is maintained by
spring loading to compensate for temperature variations, ete.

This scheme permits easy replacement of the mirror surface and requires only that the
support ribs carry the accurate contours. These ribs may be batch machined by a numer-
ically controlled milling machine to assure aceurate shape. Table XH gives the material,
weight, and cost estimates for the mirror assembly.
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Tzble XI. Parabolie Trough Frame and Foundation

. . Weight Material Fabrication Total
Quantity Description {Lb.) Cost (§) Cost {§) Cost
= — e e
Steel I Beam, 6 x 2-1/2 inches, :
2 94 feet 504 - 101 50 151
2 Steel T Beam, 6 x 2-1/2 inches % 24 17 8 25
5/16 inches, 4 feet
2 Steel U Beam, 4 inches x 1-5/8 594 119 59 178
inches x 5/16 inches, 41 feet
4 Steel U Beam, 4 inches x 1-5/8 232 48 23 69
: inches x 5/16 inches, 8 feet
2 Concrete Base, 4 x 4 x 3 feet - 27 27 54
2 Concrete Base, 10 x 3 x 3 feet - 50 50 100
4 Steel U Beam, 4 x 1-5/8 inches x 116 23 13 36
5/16 inches, 4 feet
Total 1532 383 230 613
MNotes:

1. Material cost of steel taken as $0.20/1b (May 1974},

2, Fabrication cost of $0.10/1b (includes assembly preparation).
3. Concrete costed at $15/yd. poured, assumed half material, half labor cost.
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Table XII. Parabolic Trough Mirror Surface and Supports

. e s Weight Material Fabrication Total
Quantity Description (Lb. ) Cost (8) Cost ($) Cost .
<] Aluminum Rib, 1/4 x 2 inches x 108 81 135 218
14 feet
2 Aluminum End Brace (w/mt. 120 o0 45 135
flange)
10 Aluminum (Alzak) reflecting
sheets, 4 x 14 feet x 0. 02 inches 400 300 400 700
1 Aluminum Torque Tube, 5 inches 280 210 105 315
O, 0.375 inches th, 40 feet
2 Aluminum T Beam, 1-1/2 x 64 48 24 72
1-1/2 x 1/4 inches, 40 feet
2 Aluminum L Beam, 1-1/2 x 64 48 24 72
1-1/2 x i1/4 inches, 40 feet
Total 1036 77 733 1510
Notes:

Alzak costed at $1.25 2
Ribs machined at $15 each

[Tt oV iy

preparation).

Aluminum material costed at $0.75/1b. (May 1974)

Torgue tube, T&L beams fabricated at 0.5 material cost {includes assembly




Vacuum Envelope and Heat Receiver

The receiver temperature is expected to be 630°F. This requires a transparent vacuum
jacket and a coated internal receiver. To avoid the necessity of field vacuum pumps, a
large single glass envelope 40 feet long by 10 inches OD made of borogilicate glass is used.
The upper end is sealed shut and it is supported on a flexible ring in an external support.
The centrally located 2. 5-inch OD steel heat receiver is supported inside the glass cyl-
inder on several tripod type supports. They contact the glass wall through Teflon
buttons to permit axial movement, The metal receiver is gealed to the lower end of the
glass envelope with a special glass-to-metal seal of high vacuum capability. After in-
stallation of the heat receiver, the entire assembly is baked out at temperatures over
300°F, evacuated, and sealed. The unitf is a complete component and does not require
field servicing.

The heat receiver ig a 2. 5-inch OD steel pipe coated with an absorptive coating. The
vacuum envelope permits application of the coating, The receiver has a concentric inner
tube which has a 0.5 inch OD. Water is pumped through the inner tube to the upper end
of the receiver and flows downward as it is heated. Appropriate insulation and connec-
tiong are made to the main piping system at the lower end. A description of the heat
receiver components, their weight and cost is given in Table XIII,

Mechanical Drive and Tracking System

The mirror is supported on each end by a 3-feet-diameter cast steel rofating ring. Each
ring rides on two large sealed ball bearings. Two additional bearings at the lower end
support the thrust load by being properly oriented with respect to the rings. For servicing
of the mirrors and heat receivers, the rings are made in halves, fastened together above
the mirror end frame supports, The mirror is fastened {o the lower half of the rings

only. Thus, the mirror can be removed without disturbing the heat receiver and envelope,
and vice-versa.

A split chain sprocket is fastened to each rotating ring. A tracking drive, located on the
main frame below the mirror, is connected to the rotating rings through tensioned chains.
Both ends of the mirror are driven to reduce problems due to mirror torques.

The chain drive gserves to keep the enfire system held against the bearings and must also
support the mirror against wind loads. The design permits complete rotation of the mirror.
In bad weather and at night, the mirror may be turned face down for protection. The
mechanical drive system components, their cost and weight, are given in Table XIV.

The total estimated cost of this parabolic trough design is #5140 in 1974 dellars, The de-

sign aperture area is 420 square feet. A cost summary for the design is given in Table XV,
The design details for the parabolic dish and low profile heliostat are given in Section X,
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Table XIII. Parahbolic Trough Heat Receiver

. s Weight Material| Fabrication Total
Quantity Description (Lb.) Cost ($) Cost (8) Cost
Borosilicate Glass Housing,
1 10 inches OD, 9 inches ID, 733 587 398 895
42 feet
1 Heat Tube, 2-1/2 inches Outer 350 72 58 130
and 1/2 inch inner SCH 80 Pipe
Heat Tube Supports 10 2 18 20
Steel End Supports 50 10 8 b ¥:]
Absorptive Coating --- --- 100 100
Glass/Metal Vacuum Seal 21 --- 50 50
Total 1165 681 532 1213
Notes:

1. Glass envelope costed at $1.22/1hb.

material cost,

total, assumes fabrication cost 0.5 x
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Table XIV, Parabkolic Trough Mechanical Drive

- s Weight Material Fabrication Total
Quantity Desgcription (Lb.) Cost (§) Cost () Cost
2 Boston Gear, 120A80 (1-1/2 inch L L
pitch) pd 38.207 inches 100 480
2 Boston Gear, 120B13 (1-1/2 inch 5 -—- ~-- 100
pitch) pd 6.268 inches
] Norma Hoffman LS17 Sealed 12 --- --- 180
ball bearing, 2-1/2 inches bore
2 | Counter Shaft Bearing 25 ——- -=- 100
2 Chain and Take-up 50 ‘ -—- == 100
1 Sensor (single axis tracking) 1 --- --- 100
1 Drive Motor 50 --- --- 100
2 Rotating Ring Assembly, 36 inches 880 176 a8 264
OD, 30 inches ID, Steel
1 Drive Shaft, 2 inches Diameter, 441 - --- 137
41 feet
Total 13089 176 88 1561

Notes: 1. Material costed at $0.20/1b for steel



Table XV, Parabolic Collector Cost Summary ¥

Parabolic
Trough

Frame and
Foundation $1.53
Mirror Surface 3.78
and Support .
Mechanical
Drive 3.90
Heat Receiver 3.03
Total Cost
Per It 12.24
Total Cost
Per Pound 0.97

“Shipping and Assembly Costs not included.

PARABOLOID OF REVOLUTION DISH COLLECTOR
The dish collector is a paraboloid of revolution mirror surface which tracks the solar

image to maintain heat flux on a spheriecal receiver., The receiver will use pressurized
water at approximately 2000 psi and, due to the available concentration ratio, it will not
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require a protective vacuum envelope or special absorptive coating. The mirrors will be
mounted on an equatorial mount suitable for the latitude of the power plant. The mirrors
degigned are approximately 16 feet in diameter and will be able to rotate a full 360 degrees.

This will permit the polished surface to face downward at night and in inclement weather,
The frame structure will be designed as an integral unit to be fastened to concrete pads,
will withstand 120-mph wind loads, and will be readily serviceable. Standard compo-
nents will be used to the greatest extent possible,

The collector consists of four major subassemblies; the equatorially oriented support
gtructure, the reflective parabolic mirrors, the spherically shaped heat recelver, and
the mechanical drive and dual-axis tracking system. The total dish collector assembly
is shown in Figure 103.

Support Structure

The main structure consists of 'T' heam section steel beams. The horizontal base
consists of three beams forming a triangle. The ends of the triangles are bolted to
three concrete pads, previously poured. At the southern apex, a steel housing, welded
to the beams, forms the support for the heat receiver and also for the lower main
support gimbal bearing, The cylindrical receiver housing passes through the center of
the bearing; both are bolted to a ateel cradle. The outer bearing sleeve is bolted to the
mirror frame flange and the drive sprocket. The bearing at the northern apex is
mounted on a flange supported by two "'I" beams bolted to the northern corners of the
triangular horizontal frame. The bearings permit the cradle to turn 360° at the equa-

torial position.

The dual-axis tracking requirement means the mirror must be supported on the cradle
on a tiltable mount. Bearings on a line through the focus of the mirror support the
mirror on the cradle and since the center line of the north-south bearings is also on the
focus of the mirror, dual-axis tracking about the central heat receiver is possible.

The entire assembly may be shop fabricated and installed as a unit. The mirror can be

easily removed for servieing without disturbing the receiver by removing the yoke above
the mirror slit and the bearing assemblies from the tiltable cradles.

Paraholoid of Revolution Mirror

The mirror is designed to rotate completely around the eguatorially mounted spherical
heat receiver. Since the annual angular solar excursion is 47.0 degrees, the mirror
must be tiltable plus and minus 23.5 degrees from its normal equatorial position. With
z fixed column supporting the spherical receiver, a notched or slotted mirror is neces-
sary io provide the required geometric functions. The mirror consists of 2 large bowl-
1ike structure with radial ribs terminating at a hub-like center and at the outer extrem-
ities in a circular ring.

The aluminum ribs are assembled and welded to the inner ring and outer ring. Second
and third support rings are used to reinforce the ribs and also form attachment points
for the two mirror supports. After assembly, a numerically controlled, single-point
tool will be used to generate a very accurate parabola of revolution on the inside edges

of the ribs. Special provisions will be made in the ribbing structure for the slot required
for the heat receiver support.

The reflective surfaces will be made of 0.020 inch aluminum (Alzak), Pre-shaped pieces
will be sheared and then stretch formed to produce the needed parabolic shape. These
sections will be Iaid into the mirror on the ribs and forced into place by an adjustable
outer rim. The reflective surfaces will be easily removed for servicing.
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Figure 103, Paraboloid of Revolution Dish Solar Collector



Heat Receiver

The heat receiver will congist of a fixed, water-cooled steel sphere, Two insulated water
lines from the field system are brought up through the cylindrical housing, The receiver
is designed with proper interior baifling to provide vniform cooling, The sysiem is
designed to operate at approximately 2000 psi. The mounting system passes through the
lower mirror support bearing, The heat receiver is basically supporied on a cantilever
from the lower support housing, '

Mechanical Drive and Tracking System

The drive sprocket is driven by a chain from a geared down small sprocket on a counter
ghaft, The daily drive for solar tracking is accomplished by a sensor controlled motor
drive of the main north-south axis. On the cross gimbal, a small motor and chain or
toothed belt drive controls the seasonal angle, This drive need operate only to move
specific intervals. This adjustment will be made only when the mirror is "parked" for
the night,

Cost

A list of each of the subassembly components; their description and cost, is given in
Tables XVI through XIX. The summary of total costs and the cost per unit aperature area
are given in Table XX, Note that these prices do not represent a final installed price,
Note also that this design is based on a 16-foot diameter aperture while the reference
systern dish has been selected to be a 23 foot diameter ape rture, The 23-foot diameter
dish was used to reduce the number of comections from the branch header piping to the
collectors, Also, preliminary cost estimates show that the 23-foot dish may be fabri-
cated for less dollars per square foot than a 16-foot dish,

An approximate price of $12 per square foot for an installed 23-foot aperture diameter
dish was accepted for the initial cost estimates of the reference system design.

Table XVI, Paraboloid of Revolution Dish Frame and Foundation

Weight Material |Fabrication | Total

Quantity Degcription {Lbs. ) Cost ($?} Cost ($) Cost
1 Steol U Beam Frame, 4 inches x 387 77 39 116
1-5/8 inches x 0. 247 inch,
61 feet
2 Steel I Beam, 5 inches x 1-3/4 | 198 40 20 60
inches x 0.325 inches, 11 feet
i Steel Lop Flange 75 15 8 23
1 Steel Housing 200 40 20 60
3 Concrete Base, 4 feet x -—— a7 107 214

4 feet x 4 feet

Total 860 1bs, $279 $194 $473

Notes: 1. Material cost of steel $0,20/1b. (May 1974),
2. Concrete cost $15/yd, material labor,
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Table XVII, Paraboloid of Revolution Dish Mechanical Drive

g [ e
1 Top Bearings 10 50
1 Bottom Bearings 50 100
2 Mirror Bearings 20 50
2 Drive Motor 100 200
1 Sensor 1 100
2 Chain and Take-up 30 65
1 Boston Gear, sprocket 120A 80 50 65

{1-1/2 inch pitch) pd 38,207 inches
2 Boston Gear, sprocket 120B13 i0 60
(1-1/2 inch pitch) pd 6,268 inches
1 Boston Gear, sprocket 120A40 25 100
(1-1/2 inch pitch) pd 19,119 inches ’
Total 296 lbs. | $965

Noles:
1. Costs are for purchased parts,

Table XVIII, Paraholoid of Revolution Dish Heat Receiver

Weight | Material | Fabrication |Total

Quantity Description (Lbs.) | Cost($) Cost ($) Cost

1 Heat Receiver T2 36 36 72

1 Pipe 6 inch diameter, 200 4¢ 20 60
5/16 wall 10 feet

2 Pipe 10 x 1. 3 inch diameter 34 11 ] C17

Insulation 20 5 10 | 15

Total 326 1bs,| $092 $72 $164
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Table XIX, Paraboloid of Revolution Dish Mirror Surface and Frame

T

Quantit Weight | Material ) Fabrication | Total
1y {Lbs.) | Cost ($) Cost {($) ! Cost
15 Aluminum Rib, 287 215 107 322
¢ inches x 3/8 inches x 10 feet
2 Aluminum Rib (Slot edge) 35 25 13 38
9 inches x 3/8 inch x 9 feet
1 Aluminum Edge Ring, 64 48 24 72
16 foot diameter x 8 inches x
1/8 inch
1 Aluminum Slot Support Bridge 10 8 4 12
1 Aluminum Frame Ring 8 foot 32 24 12 36
diameter x 9 inches % 1/8 inch
1 Aluminum Frame Ring 12 foot 48 38 18 54
diameter x 9 inches x 1/8 inch
1 ' Aluminum Frame Ring 1.5 foot ] 4 2 &
diameter x 9 inches x 1/8 inch
1 Alzak Surface 0,020 inch 200 150 200 350
| Total 682 1bs.! $510 $350 $890
Notes:

1, Material cost of aluminum $0, 75/ft, (May 1974).
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Table XX. Paraboloid of Revolution Dish Costing Summary

Mechanical drive

Heat Recetver

Total

Aperture area

Frame and foundation

Mirror surface and frame

Aperture diameter 16 it

Cost per unit area

(4, 8 Meters)
201 (sq ft} (19 Meter?)
12,4 $/1t2 (131 $/Meter?)

$ 473

$ 965
$ 164
$ 890

$24902




HORIZONTAL ROTATING HELIOSTAT

A heliostat, which presents a low profile, was designed for the solar central receiver
concept. The basic design involves a square or rectangular frame mounted on a turn-
table and arranged to be turned angularly to track the sun. The reflective surfaces are
supported on axes which permit them to be turned in a vertical mode, The combination
of the angular horizontal function and the vertical angle permits steering the reflected
beam onto the power tower receiver, The heliostat i composed of four subassemblies:
the main support frame,horizontal turntable, the reflector plates, and the tracking
gystem. The total heliostat assembly is shown in Figure 104.

Main Support Frame

The heliostat frame consists of five steel bar joists welded into an open hox strueture,
The siructure consists of three parallel bar joists, with two additional joists welded
across the ends. Flanged steel wheels are fastened to the frame to permit supporting
the entire agsembly on a round track. Pillow block bearings are mounted on the bar
joists at each end and are able to turn between the joists 180°, The frame structure is
epened internally to permit the reflector plates to be turned over through.the frame.

Horizontal Turntable -- The main support for the heliostat consists of a 20 foot-diameter,
poured-concrete ring surmounted by a circular section of light railroad-type rail, The
main frame rides on four flanged, steel, ball-bearing wheels on the rail and also is
guided by the circular track. Heavy lugs inside the wheels do not touch the rail but
prevent the frame from being blown off during high winds., The rail is curved and

welded into a single ring, The upper surface is ground to form a flat plane.

Reflector Plates -- The reflector plates will consist of a lightweight aluminum "egg
crate’ -type structure supported on a hollow 3-inch-diameter, keyed shaft through the
gtructures. All cross webs will be keyed to the shaft to provide a tight coupling between
shaft and reflector, The aluminum webs will be tack-welded together and the spaces
filled with an expanded foam plastic. The reflecting surface will be gilvered glass sheets
cemented to the web and plastic surface, The reverse side of the reflector will consist
of the foamed polyurethane filler. The present design will congist of six 10 foot x 7 foot
panels mounted on three parallel shafts on the main frame, 'The ends of the shafis and
centers will be supporied on ball-bearing-type journals, Between the mirrors on each
shaft will be a 36-inch diameter lightweight "vee' -belt type pulley. The pulleys will be
connected to each other by aircraft cable which can be wrapped around the pulleys
several times and which also can be tensioned to avoid slack., This will allow the reflec-
tors to be driven in the vertical mode in a precise ganged fashion,

Tracking Drive -- This mirror concept requires a dual-axis drive and will use two
separate motors, one for turntable rotation and one for vertical orientations. The furn-
table will be turned by a wire cable wrapped around the fixed circular rail and also
around a small drum driven by a small gear motor controlled by a sensor or ceniral
computer, A separate motor mounted on the frame and coupled to the cable drive system
through a chain, and a single sprocket will drive the centers of the three reflector ghafts.
The concept should minimize twisting and deformations due to wind leoads, )
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The mirror may be stored in a horizontal position, with the mirrored gide down for severe
weather or at night., The low profile should minimize the 120-mph wind load condition

and the mounting should simplify maintenance, The use of chain and tensioned cable
drives should permit low cost and good performance, The system is specifically designed
to avoid highly stressed components, This will reduce problemns such as drifting and
freguent servicing due to misalignment, Lubrication and care of drives should also be
minimized.

The subassemblies component descriptions and costs are given in Tables XXI through XXIII,
The total costs add to $§2921 for the entire heliostat assembly, No shipping or field labor
charges are included. This cost estimate should be regarded as preliminary as no
structural analysis or cost optimization of the design has been completed.

A summary of these costs and the costs-per-unit mirror area are given in Table XXIV.

Table XXI, Low Profile Heliostat Frame and Foundation

. s Weight [Material | Fabrication | Total
uantit D

i ¥ escription (Lbe.) | Cost{}) Cost {$) Coat

3 Steel Bar Joist, 22,5 feet x 843 168 34 202
2 feet x 3-1/2 inchesa

2 Steel Bar Joist, 21, 5% fect x 537 107 22 129
2 feet x 3-1/2 inches

1 Concrete Base, 22,75 foct -~ 58 58 116

diameter x 1 {oot x 1 foot
i Rail, 22. 75 [oot diameter T30 144§ T3 219
Total 2110 1hs. $a79 5187 $668

Table XXII. Low Profile Heliogtat Mechanical Drive

. cras Weight |Material | Fabrication | Total
Quantity Description (Lbs. ) Cost ($) Cost (3) Cost
] Pillow Elock, Boston Gear 113 - --- 270
(6394-12H 2-1,’_4 inches
3 Drive Tube, 2-1/4 inch 273 - --- 81
diameter x 3/16 inch x
22 fact Steal
2 Drive Motor 50 --= -~- 200
2 Motor Mount 20 4 12 16
1 Chain, 18 fect ‘ 80 - .- 108
1 Pitch Motor Drive Sprocket, 5 --- -—- 30
Bogton Gear 120B13 (1-1/2 inch
pitch), pd 6,268
L Rotary Drive Cable, 81 feet 5 --- --- 12
1 Pitch Drive Cable, 58 feet 4 —_—— - 9
1 Rotary Drive Pulley 5 - - 5
3 Spoked Pitch Drive Pulley, 75 15 210 225
4 Wheel, 1 foat diameier x 80 . .- 140
4 inches and bearing
4 Wheeal Mounting 140 28 14 42
4 Safety Bracket 20 4 4 8
Total 8701bs, | %51 $240 $1146
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Table XXIiI. Low Profile Heliostat Mirror Surface and Frame

N Weight | Material | Fabrication | Total
o) o .
Qty Description (b | Cost (§) Cost ($) Cost
36 Mirror Cross Brace 214 160 80 240
{aluminum)
12 Mirror End Brace 51 38 19 57
6 Glass Mirror Surface 730 357 a0 447
nftx 10ftx 1/8 in.
| 150 ft° | Polyurethane Foam 450 315 50 365
Total 1445 870 239 1109

NOTES: 1. Glass mirror 0, 85/ft2
2. Polyurethane $0.70/1b,

Table XXIV. Low Profile Heliostat Costing Summary

Frame and foundation 666
Mechanical drive 1146
Mirror surface and frame 1109

Total 5_9;

Mirror area: 420 ft2 (40 meter?d)
Cost per unit area: $6.95/ft2 ($73/meter?)
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SECTION VII
ENERGY TRANSPORT STUDIES

DISTRIBUTED SYSTEM

The energy transport system for a field of golar collectors (as defined in Section IV) con-
sists of a network of insulated pipes necessary to carry the collected energy to a central
station. The individual collectors generate steam by pool boiling or heating up a fluid which
is later used to generate steam. As the fluid or steam is moved through the piping network,
heat is lost by convection and radiation; friction on the pipe wall dissipates energy. I is
clear that for a given power plant operating condition the size of the pipes and the thickness
of the insulation selected will determine these losses as well as the cost of the energy trans-
port system. The design of the system was thus approached ag a problem of cost optimiza-
tion, involving the cost of the piping network and the cost of the energy losses within the
network.

Heat Loss

Figure 105 shows a cross section of a pipe of length L with constant pipe diameter and in-
sulation thickness along its length.

PIPE
WALL

amb

INSULATION S’ FLUID

Figure 105, Cross Section of Pipe

The inner fluid bulk temperature is Ty and steady-state radial heat transfer can be assumed.
The heat that is conducted to the outer surface is removed by convection and radiation, so
that '

Q +Q ' . (18)

radiation

Q

conduction = “*convection

At the Jow gurface temperatures of the insulated pipe, the radiation heat transfer may be
ignored. It can also be agsumed that no significant resistance toheat flow is offered from
the fluid to the outer pipe wall. The heat transfer equations of concern are:
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Q * i 2rKL (TB - T3) . . 19
conduction in (rsfrz) ' L
= - ' 0
Qconvection @n rSL) ha (TS Tamb) 20
where
K = mean thermal conductiveity of the insulation

conveciion heat transfer coefficient (the convection
is assumed forced}

n

The thermal conductivity, K, of several types of insulation is shown graphically in Appendix
¥ . The data can be curve fit by polynomials of the form:

- =2
K AO+A1T+A2T (21)

where T is the mean temperature of the insulation. To find the mean thermal conductivity,
K, the conduction equation

@ = -2nrLK dT/dr (22)

is integrated with K as a function of T and put into the commonly used form for Qeonduction
given previously (Equation 19}. The mean thermal conductivity is then given by:
Ay ay (1,7 - T,%
3 2

K=A0

The forced convection heat transfer coefficient is found from

K_. :
h, = Licmetp -3 (2 (24)
3

where the constants C and n are given by Kreith and Hilpert (References 7 and 8) as a
function of the Reynolds number of air (Re).

2r3 V . p_, - .
Re = .o @2lr air N . (25}
Pair

and Pr- is the Prandtl number for air.

The fluid temperature drop over a pipe length L can be calculated from the heat bajance
for a given pipe section. The piping network has tee-junctions at given intervals to feed
cold fluid to the solar collectors or to receive hot fluid or steam from the collectors. For
a section of length AX, as shown in Figure 106, the heat balance is:

myCpTy = myC Ty +m C Ty + Qg (26)
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Figure 106, Pipe Section of Length 4X

where the m's are the mass flow rates, Cp ia the specific heat of the fluid and Q4,54 is
the heat lost by conducticon.

The above equation can be solved for the temperature drop across the section. Using the
continuity relation mg = thy - m,, the temperature drop is

QIOSS

AT = T, -T, = 0 e (27)
1 2 (ml mc) Cp

The temperature drop across a section where the fluid ig added to the pipe can be formu-
lated similarly, the only difference being that flow is entering the line at the collector
ourput temperature, Ta.

For the purpose of evaluating the transport loop performance, the temperature of interest

is the fluid bulk temperature at the entrance fo the heat exchanger. To a first approxima-
tion, this temperature is

Q
T = T --——100B

(28)
¢ Mgt
where
Qloop - sum of all return piping heat losses
mtotal - total mass flow rate

Pregsure Loss

Static pressure in the piping falls in the direction of the flow due to the effects of friction.
The friction losses are given by

dp r 9
e F ‘ (29)
ax - D U2 :
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where D is the pipe diameter, p is the trangport fluid density, v ig its velocity and F is the
Moody friction factor found from

1. 1o 2.51 2¢e : ) (30)
= g { + =)
_,(“F 10 ReVF 3.7D

The surface roughness, ¢, is taken to be that of commercial steel pipes.

The effect of the tee-junctions on the static pressure can be evaluated from momentum
considerations. Figure 107 shows a typical tee-junction.

Figure 107, Typical Tee-Junction

Writing the momentum equation in the x-direction
- = - 1
PAy - PyA, = myUy - oyl (31)
where A; is the cross-sectional area of the ith side of the tee.

The pressure difference acrogs the tee is

AP, = P~ Py = (8/AXm Uy - my Uy) (32)

where @ is an empirically determined momentum coefficient and A= A1 = AZ'

In the piping which feeds cold fluid to the collectors, the reduction in velocity due to the
outflow of fluid at the tee ig aceompanied by a pressure rise in the flow direction. The
momemtum coefficient is taken to be 0.3 ag approximated by Benson (Beference 2). In
the piping which collects the heated fluid, the tee junctions add fluid to the mainstream
and the pressure must fall in the flow direction. The momentum coefficient iz faken as
0.9 (Reference 2}.

The equations for the friction and tee pressure losses can be combined for a section length
L to give the total pressure loss, AP, in the pipe section.

The pump work due to the pressure loss is

PW = Pump Work = —2F_ (33)
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where

th = total mass flow rate

p = fluid density

np = efficiency of the pump
mm = efficiency of the motor

For large pumps and electric motors, typical efficiency np is 0. 80 and np, i 0. 95.

CONCEPTUAL SYSTEM DESIGN

Several design configurations are possible for the solar collector field and its associated
piping network. Given the collector spacing basic patterns of Section V, the piping network
is arrayed as shown in Figure 108 for a square collector field. This arrangement was
chosen for its simplicity, although several other piping patterns were considered. None
offered any overwhelming advantages over the simple network.

Hach pipe shown running vertically between the collector columns either supplies or
collects fluid from solar colleciors on either gide, These pipe lines are called branch
headers, The piping, shown running horizontally in Figure 108 either supplies or collects
fluid from branch headers on either side, These pipe lines are referred to as main
headers, .

BRANCH HEADERS'

I

|
/
|

:I—‘—I:J \7
. ) OO+ O HH
SOLAR e Ry pi HOT
COLLECTORS o3 O -, coLp
o S S e Y s & s B
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- — 0 1
CHH O CH
] 34
)
= UhEs | ceurea
j HOUSE

Figure 108. Collector Field Geometry
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The piping network is divided into sections approximately 80 feet long so that an integer
number of collectors is associated with each branch header section. A typical branch
header section and the cost of its various components is detailed in Appendix A, Main
header sections are alsc approximately 80 feet long so that an integer number of branch
headers is agsociated with each main header section,

The depicted reverse-flow branch header design was chosen to keep the piping length
required at a minimum. A parallel-flow branch header arrangement would require
another length of pipe equal to the field width. Furthermore, the parallel-flow arrange-
ment would provide pressure gradients in the same direction for both branch headers.
This would be beneficial in promoting a uniform pressure differential between branch
headers whereas the reverse-flow has opposing pressure gradients, but this advantage
is negligible since either scheme would require flow restriction valves to regulate the
flow through each solar collector.

By proper flow regulation, flow maldistribution problems can be controlled, The larger
pressure drop incurred by reverse-flow branch headers is negated by the additional
pressure loss in the added main line of the parallel-flow method.

Design Methodology

To determine the performance and flow characteristics of the energy transport system,
the governing equations of the system must be solved. Normally, flow distribution
problems are solved with a simultaneous equaiion set involving non-linear pressure loss
equations and the continuity relations. For the energy transport system, the non-linear
heat loss equations must be added. An iteration technique could be used to solve the
equation get, but the simultaneous equations set would be nearly unmanageable because
of the large number of pipes and loops necded in a solar collector field., Therefore, it
is desirable to avoid this solution technique. :

By assuming that the heat losses in the feed water branch header are small, the tem-
perature at the solar collector inlet is sct constant over the entire field. With a fixed
collector outlet temperature and a known amount of power collected, the mass flow
through each collector is

where
Qcoll - power absorbed by the solar collector re ceiver
Al ~ enthalpy change of fluid (hout - hin) as found by known temperatures,

1l

Pl potn b o PR =
14 rate at all PoinGs in the

o]
=

F o I R T oG- a2 Tan Tae) e
(Ie14 aChigli with known Q T13.38

2

FI3irmm o cteem A
Uiven & speci

the
coll”
piping network can be determined, This information allows the heat and pressure loss
equations to be solved directly.

The actual design of pipe size and insulation thickness to be installed in the field is
based on a cogt optimization of the individual pipe sections within the piping networks.,
To evaluate the cost of a section, the cost of the capital {for installed pipes and insula-
tion, etc, ) must be combined with weighted relative values of pumpwork and heat loss,
The design of the individual sections is accomplished by varying pipe diameter and
insulation thickness until a minimal summation of the three relative costs is achieved.
The annual cost of capital, heat loss, and pumping power is the basis for the calculation
of the weighted relative costs;
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A) ACCC = Amnual Cost of Capital Cost ($/yr)
ACCC = CCxFCR

Where
ccC

Capital cost {$)
FCR = Fixed charge rate
The capital cost includes the cost of the following components:

1} Pipe material
2) Insulation material
3) Transportation of the materials
4) Installation of the materials
A fixed charge ratie of 15 percent is used throughout the study, but the

value chosen for FCR will not affect the design of the piping network;
it only changes the net cost per unit energy.

- B) ACHL = Annual cost of heat loss ($/yr)

HL x PE x CCP x FCR

ACHL = 15 % RWHeYR
where
HL = heat loss in 1 year (BTU/yr)
PE = overall plant efficiency
KWHeYR = total plant electric generation (KWHe [yr)
CCP = total capital cost of providing the thermal power (§) -

no storage costs are included
The heat loss in 1 year is determined by the collector fluid inpuf and output
temperature, the pipe and insulation parameters, ambient conditions and
plant operating hours.
C} ACPP = annual cost of pump power ($/yr)

PW x CCP x FCR
KWHeYR

ACPP -

where PW is the pumping power due to pressure losses in 1 year (KWIHe/YR),
The calculation of the pumping power over I year's operation depends on the
fluid temperature, pipe diameter, and mass flow rate.
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The estimated overall cost of the solar plant is composed of the following items:

Collectors Piping and Piping Components
Land Insulation
Turbine-Generator Valves

Heat Rejection Equipment Structures and Facilities

Heat E:;{changer Miscellaneous Plant Equipment

Moisture Separator (when required}
A breakdown of the costs used for cach of the items is presented in Appendix A.

To evaluate all these costs, the yearly performance of the system must be computed in
terms of total energy collected, heat loss, and putnping energy per year. It should be
pointed cut that the mathematical model does not include storage and its cost.

The existing model derives its data from the load-duration curves of Section VI. Figure
109 shows a typical curve for an entire collector field, The loss lines shown along the
abscissa are the loss duration curves due to the three major loss sources, These are:
radiation from the receiver surface, conduction through the energy transport pipe walls,
and pump work associated with the transport network. Each of the loss terms is added
to the loss plotted below it, The pump work is the only time-dependent parameter (heat
losses are functions of temperature only and the temperatures are essentially constant
for all operating conditions),

200 - GROUND COVER RATIO = D463

NUMBER OF COLLECTQRS = 30,000
800

ABSORBED

<«

700 4

DESIGN POINT
600 4 ABSORBED-LOSSES

500

400

THERMAL POWER (MW)

300 1 CONDUCTION HEAT LOSS

RADIATION HEAT LOSS
200

100

HOURS

Figure 109, Load Duration Curve for Paraboloid
of Revolution
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It is not practical to perform a running time integral of pump work over a year for each
candidate design pipe diameter and insulation thickness for each pipe section in the field,
The approximation that pump work varies as the cube of the mass flow rate (see Equa-
tions 9 and 12) can be used to evaluate the yearly pump work at one design condition,

A design point at the cube root of the time integral Of‘Qcolls (called the root mean cube

point) is used to obtain the average pump work over 1 year of operation,

A computer program performs the field desigh using the above methodology, The costs
used in the study are detailed in Appendix A, In practice, a pipe diameter and insulation
thickness is chosen and the heat and pump work losses are calculated along a section,
The annual cost of the pipes and insulation (including transportatmn and installation) is
found for the section and the annual cost of the losses is computed according to the cost
equations, The total cost is gimply the summation of these annual costs, The pipe
diameter and insulation thickness are incremented in discrete sizes and the total costs
are calculated until 2 minimum has been found for each section of piping in the networl,
To cost out the energy losses, the total capital costs of the plant are given an estimated
initial value, the field is designed and the total capital costs are again compuled. An
iteration of the energy transport system design is then performed as before,

RESULTS

The computer program using the design methodology described was exercised to congider
the pipe and insulation layout for the solar collector fields containing parabolic trough
collectors with north-south, east-west, or polar orientations, and for the parabolic dish
collector., Both the pool-boiling and pressurized water concepts were examined, The
cases were run with various collector spacings, through a range of plant capacities and
with various degrees of regenerative heating of the output condensor fluid,

The following parameters, unless otherwise stated, were held fixed throughout the
exercise of the code:

¢ Ambient air temperature 80°F
e Air speed 15 ft/sec
e Insulation type o Calcium Silicate

# Turbine inlet conditions - pool boiling concept

Tinlet 54 3°F

Pinlet 985 psia
e Turbine inlet condition - pressurized water concept

. Tinlet 585°F

Pinlet - 925 psia
e Heat rejection (wet cooling) 120°F water return
# Regenerative heating ratio 0.8
® Heat exchanger Z20°F pinch point

All integrated collector absorbed power data used are for 1/4 degrees rms errors in
opticg and tracking with the clear air insolation model.-
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A range of steam cycle parameters and the heat exchanger conditions are calculated for
various turbine conditions in Appendix B. : :

Ground Cover Ratio Selection

Tor each of the possible collector field systems, the choice of the best ground cover
ratio (GCR) is determined by trading off the cost of pipes, insulation, and land against
the cost of collectors, turbine-generator, and associated equipment. From the stand-
point of collectors only, the best GCR is the one at which no shadowing occurs so that
maximum energy is collected. In this case, individual collectors are spaced relatively
far apart, requiring large land area and a lengthy piping network, Ag the ground cover
ratio ig increased the collectors begin to shadow each other, producing less energy per
collector, but at the same time the land area and piping length are reduced. At some
point the increase in GCR reduces the enerpy collected toa peint where the cost of the
additional collectors needed to supply a given energy outweighs the cost reduction gained
in piping length and land area, At this point the summation of costs per energy delivered
is at a minimum,

The tradeoff criteria are quantitatively shown in Figure 110, The cost of land is minimal
compared to the connecting pipe costs. These latter costs are nearly constant since the
mimber of connections increases while the length per connection decreases with increas-
ing GCR. The increase in balance of plant cost is due to the increasing maximum capa-
city which must be provided as the GCR is increased. As the collectors are spaced
closer together, the load-duration curve becomes more sharply sloped (see Section VI},
and the peak energy must be greater to obiain a constant integrated energy. As shown in
Figure 110, the summation of the plant costs reaches a minimum at a ground cover ratio
of 0. 45 for the pressurized water system with a polar mount trough collector field.

Figures 111 through 113 show the results of other ground cover ratio sweeps. The ordinate

shows mills/Kwhe, without storage costs, in terms of 1974 dollars. The $1500 per
collector pressurized water cases were run with a 550°F turbine inlet temperature,
Comparing the resulis of Figure 111 to 112 shows that the pool-boiling concept is less
costly per Kwhe. However, thege results do not show storage costs nor assume that the
pool boiling steam control i8 more costly than the pressurized water control. Because
of the additional expense associated with internal storage and contrel in the steam case,
it was eliminated from further consideration in working toward a baseline (see Section
XI).

The pressurized water system results at $1500 per collector cost (Figure 111) shows that
the east-west and north-south trough fields can be eliminated from further study since
the polar-trough configuration is less costly overall, assuming that the polar trough can
be manufactured at the same price as east-west of north-south troughs. This seems
reasonable since the only difference is in the added support beams., The optimal GCR's
for the various fields shown are listed below:

M Collector Type Cost/Collector Optimal GCR
Pressurized Water East-West $1500 0. 54
Pressurized Water North-South 1500 0. 50
Pressurized Water Polar ' 1500 0,45
Pressurized Water Dish 1500 0.48
Pressurized Water Folar 5000 0. 33
Pressurized Water Dish 5000 0,40
Pool Boiling Polar 1500 0.40
Pool Boiling Dish 1500 0.45
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In the pressurized water polar trough and two-axis dish cages, increasing the collector
cost from $1500 to $5000 shifted the optimal GCR toward a less-shadowed, lower GCR.
Another cost of $3500 per collector was run for the polar trough collecior and the locus
of optimal ground cover ratios is shown in Figure 114, As the collector cost estimate
is increased, the cost of pipes and insulation becomes a smaller portion of the total
plant cost. Thus, the optimal ground cover ratio decreases as collectors become more
expensive,

Other variables which may affect the selected optimal ground cover ratios include the
plant size, storage costs, turbine conditions, heat rejection, ete. That is, variables
which can change the total plant cost change the annual energy costs and the proportion
‘of costs. For instance, adding storage costs and assuming they are constant for all
GCR's would weight the energy losses higher (pipes and insulation would be more
expensive) so that the optimal GCR would be lower.

Plant Size Selection

Economies, or diseconomies, of scale in a solar plant are governed by the investment
costs in piping, insulation, and turbine/generator/heat rejection systems and by the energy
transport system losses as a function of plant size. The pricing of power plant components
given in Appendix A was generated to study the solar plant economies of scale in a range

of plant sizes from 100 to 1000 Mw¢,y» For study purposes, the average plant capacity was
defined to be the yearly generator output averaged over 4000 hours, That is, the thermal
load~-duration curves of Section VI were used to determine the integrated thermal power
minus heat losses multiplied by an appropriate cycle efficiency. This energy is simply
divided by 4000 hours to give the defined average plant capacity in megawatts, -

The results of the plant size parameter variation are shown in Figures 115 through 11%. "
In each case, the collector types were run at the previously determined optimal ground
cover ratios. These optimals are subject to some change with plant size but such a
change would have a negligible effect {less than 1 mill/Kwh) on the computed energy
costs, The results shown in Figures 115 throngh 117 indicate that the optimal average
plant capacity is below 100 Mw. The dashed curve below 100 Mw is extrapolated since
the pricing data for balance of plant cosis is not valid in this range,

Comparing Figures 115 to 116, shows that the rise in energy cost with increasing plant
size is much sharper for the pressurized water concept than it is for the pool-boiling
concept. The reason for this sharper slope is that the pipe material, welds, and

handling charges increase more rapidly with increasing pipe size for the higher-pressure,
hot water concept than for the lower-pressure, pool-boiling concept, The cost data for
both concepts are given in Appendix A. Since larger plants require arger pipes, the

rise in pipe and ingulation cost with increasing pipe size is not as rapid for the pool-
boiling conecept.

The diseconomy of scale tor solar power plants is mainly due to the increasing invest-
ments in pipe and insulation coupled with decreasing piping network efficiency. A break-
down of the $/kw investment costs is provided in Figures 118 and 119 for the pres-
surized water system concept at $1500 and $5000 per collector. As shown, the pipe and
ingulation costs are the major source of the increasing energy cost with plant size.

A hrief examination of the piping requirements as a function of plant size clearly indi-
cates the reason for the increase. Consider a hypothetical solar plant which hag col-
lectors along a single pipe length with a uniform flow input along the length. To double
this solar plant's power output the number of collectiors must nominally be doubled,
which in turn will require twice the pipe length., This would leave the cost per kilowaitt
unchanged if the average pipe size were unchanged,

However, the added piping sections will be larger than the original piping (see Figure 120)

and will cause the average pipe size to be increased. The end result is an increasge in
cost per foot of piping and the $ /Kw investment in pipes and insulation also rises,
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Actually, the hypothatical case presents somewhat of an oversimplification of the factors
involved in the rizing costs, Since the cost of energy rises with increasing plant size, the
piping network sections will be designed to lose less energy per section than in smaller
plants, But, becausc the larger plants require more of the larger diameter pipes than
the smaller plants, the percentage of power lost in the total piping network will be
increased. This point is sometimes confusing so an example is presented below to help
clarify the point.

Consider a two-axis dish collector costing $5000 in a field with a ground cover ratio of
0.40, The system uses pressurized water as the heat transport fluid. Consider the hot
waler collector branch header designs for a 100 and a 150 Mw average plant capacity.
The pipe diameters designed for each plant, along with the pressure loszes incurred
along each branch header, are shown in Fipure 121, The mass flow rates along each
branch header are identical out to Section 23 where the piping ends for the 100 Mw plant,
The fipure shows that the next largest pipe size was selected as optimal earlier upsiream
along the 150 Mw branch header than along the 100 Mw branch header. Since the cosi of
energy for the 150 Mw plant size is higher than for the 100 Mw plant size, it is expected
that larger pipes would be selected to keep the pressure losses lower in gections having
the same mass flow rate. Thus, along the branch headers, the 150 Mw plant will have

a larger average pipe diameter not including the added pipe sections.” In this case,

the 100 Mw branch header has 23 individual pipe sections and the 150 MW branch header
has 28 sections. The additional 5 sections on the 150 Mw branch header are all 3. 36
inch ID pipes.’ :

Note that the pressure gradieni along these last sections is higher than at any other point
along the branch header, This is because the section pipe coSts increase more than
linearly for pipe diameters over 2-1/2 inches (see Appendix A), Steps up in pipe gize are
delayed longer and loss pradients, dp/dx, dQ/dx, reach higher values as bigger pipes
are designed. The end result is that larger average plant capacities will have larger
percentase enerpy losses. This effect is shown in Figure 122,

The rising § /Kw investment cost (Figures 118 and 119), for collectors can be explanined
by the decrease in piping network efficiency. Again consider doubling the size of a solar
power plant. By doubling the'number of colleciors the absorbed power is doubled but, as
shown in Figure 122, the percentage of power lost is also increased. Slightly less than
twice the average power would, therefore, be available. To obtain the additional power
‘required to double the average plant capacity, more collectors would be necessary and the
¢ /Kw investment for collectors is therefore higher for the larger plant size.
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Degree of Regenerative Heating Selection

In fossil or nuclear fuel power plants the optimal feedwater temperature ratio, FTR, (also
referred to as the regenerative heating ratio) is 0.8. For a solar plant distributed collector
systern the feedwater must be pumped over greater distances and the optimal FTR may be
different than for the conventional systems. At lower feedwater temperature ratics, the
feedwater temperature is lower. The advantages of a lower feedwater temperature for a
distributed system are a reduced heat loss in the feedwater piping and an increased enthalpy
change across the collectors. The increased enthalpy change may allow a lower mass flow
rate to be used, thus pumping power can he reduced. In effect, the lower feedwater tem-
peratures can reduce the investment which must be made for pipes and insulation. The
disadvantage of using less regenerative heating is that the net turbine-generator efficiency
is reduced. This implies that a greater thermal power must be collected at lower FTR
values. (See Appendix B for the efficiency and temperature variations as a function of the
feedwater temperature ratio.) By comparing the net energy costs as a function of the degree
of regenerative heating, the economic optimum value of the final feedwater temperature can
be found.

A sample of the results of exercising the energy transport system computer code for var-
ious degrees of regenerative heating is shown in Figures 123 and 124. For the pressur-
ized water system, the net energy cost for feedwater temperature ratios from 0.5 fo 0.8
is almost constant, An optimal FTR of approximately 0. 65 can be chosen, but the varia-
tion of energy costs with regenerative heating is weak. The same conclusion can be made
for the pool-boiling system results as shown in Figure 124,  In this case, the optimal
feedwater temperature ratio ig around 0. 55. This is slightly less than for the pressur-
ized water system because the collector input temperature is higher than the final feed-
water temperature when a heat exchanger is used, Some of the advantages of reducing
FTR are lost at higher temperatures.

Energy Transport System Performance

Throughout the previous sib sections, the performance of the piping network has been dis-
cussed as it affected the optimization parameters. The performance of a single solar power
plant is discussed below. A pressurized water system is examined at an average plant
capacity of 100 Mw, The 100 Mw plant is chosen as the -optimal within the limits of the
plant sizes being considered.under this contract. The solar plant design conditions are
shown below. ‘

Solar Plant Conditions

Two-axis dish at ground cover ratio: 0.40
Turbine-gen,erator {(wet cooling)
Nameplate generator capacity: 125Mw{e)
Inlet temperature: 585°F
Inlet pressure: 925 psia
Feedwater temperature ratio: 0.8
Efficiency: (.35
Collector outlet temperature: 628°F
Collector inlet temperature: 547F
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From these specifications, the energy transport system computer program designed a field
of 16, 560 collectors, with a piping network having a total of 514, 645 feet of header pipes
and 641, 700 feet of 1/2 inch connecting pipes. The piping is inventoried below by pipe
diameter:

Piping Inventory

Nominal Pipe Diameter Feet Required
1/2 inch 641,700
1-1/2 21,614
2 108,072
2-1/2 86, 458
3 172, 915
3-1/2 108, 072
8 417
10 1,529
12 1,390
14 A 1,668
16 3, 502
18 10,008

The piping and insulation layout is described in detail in Section X.

At this design point, the performance of the energy transport system is summarized below:

Yearly Average Performance Summary*

Thermal Power Collected: 291.19 MW(t)
Thermal Power Lost: 25.79 Mw(t)
Percent Thermal Power Lost: 8.75
Eleetric Power Generated: 1 93.03 Mw(e)
Electric Power used in Pumping: 2.34 Mw(e)
Percent Electric Power Lost: 2.51

e

"Averages are over the total plant operating hours in one year.

The temperature and pressure in the piping network as a function of position in the field

is shown in Figure 125. The figure shows the temperature and pressure along the piping
which extends farthest from the steam generator. The above piping network performance
data are based on a system mass flow rate which approximates the mass flow rate ai the
average annual pumping power level, The instantaneous pump power varies approximately
as the cube of the mass flow rate. In operation, the absorbed power will vary during a
year's or day's operation, causing the gystem's mass flow to vary. This will affect the
system performance. To reasonably approximate the off-design performance, a sim-
plified approach will be used,

The load-duration curve for the dish collector field under consideration is shown in Figure
126, Design point heat, temperature, pressure and pumping power losses were calculated
using the steady-state equations previously presented. Off-design performances are caleu-
lated using the fact that the mass flow is directly proportional to the absorbed power. Thus,
the absorbed power(MW(t} can be used in place of the mass flow rate in the loss eguations.
The off-design performance calculations are approximated as:
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aP = ap* (M2 (35)

| Mw 22
" M 3
PW, cs W oas () (36)
o os Mw*3
= x 37
Qloss Qloss (37
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where the starred (*) superscript indicates the losses at the design point.
The piping network efficiency is defined as:
4
no= 1 - Qoss PWloss (39)
p Mw
Using the off-design approximations,
* £ 2
no= 1 - Q loss Pwloss Mw
P Mw Mw *3 40)

The design-point conditions are given in the previous performance summary table and in
Figures 127 and 128. The load duration curve of Figure 127 is used to obtain off~design
absorbed power values (Mwy). Figure 128 shows the piping network performance param-
eters during the year's operation. The temperature at the heat exchanger entrance drops
off from 629°F at 440 Mwyy) fo 620°F at 120 Mwy;) and 600°F at Mw (4) where the absorbed
power and mass flow are extremely low, The problem agsociated w&h the temperaiure
roli-off is that the turbine inlet conditions are affected. However, the turbine inlet temp-
erature can be held constant by controlling the mass-flow ratio of turbine side to collector
side.

Figure 127 was used to generate a plot showing approximate daily performance of the

network. Figure 128 shows how the performance parameters vary throughout the day
for 3/15. :
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CENTRAL RECEIVER RISER AND DOWNCOMER DESIGN

In a central receiver, superheated steam generating plant, the turbine-generator, con-
denser, and feedwater heating system will be located adjacent to the base of the tower.
The feedwater and steam will be transported up and down the tower in a riser and down-
comer system. In designing this system, the following choices must be made:

1, Single-versus-multiple risers and downcomers
2. DPipe size
3. Method of absorbing thermal expansion

For the anticipated 50-200 Mw plant, both the feedwater and the steam could each be
handled by single, commercially available pipes, A multiple-pipe arrangement would
have a higher capital cost, a higher installation cost, and would require more pump
power. Since multiple pipes have no significant advantages, a single pipe is superior.

The sizing of any pipe requires analyzing the economic tradeoff between the higher capital
cost for a larger pipe, and the higher pressure drop for a smaller pipe, Thus, it is
necessary to know the cost of pump power, which requires knowing both plant cost and
plant annual output. In addition, tower height must be knowh as a function of plant output.
Since this is known only approximately, this analysis for solar generating plants cannot
be performed accurately at this time. An alternative, less accurate method is to

assume a "'reagonable” pressure drop in the pipes and to design the pipes to that require-
meni, This method has been used.

Since these pipes will operate at elevated temperatures, they will experience thermal
expansion. Two methods of absorbing this thermal expansion have heen considered:

1. Expansion loops
2, Bellows-iype expansion joints

A typical expansion loop design is shown as a solid line in Figure 129,  As the tempera-
ture is increased, the pipe expands and assumes the shape indicated by the dashed line,

A iypical expansion joint design is shown in Figure 130,  As the pipe is heated and-expands
the joints absorb the motion with a bellows action.

Although the expansion joint design has a lower capital cost, bellows-type expansion joints
are not commercially available with a pressure-temperature rating above 400 pounds per
square inch/400 degrees Fahrenheit,

The present study uses an expansion loop design.

Since the pressure drop depends on the number of bends and total pipe length, the pipe
size depends on the expansion loop design. The expansion loop design, however, depends
on the pipe size., Therefore, the design of the pipe size and expansion loop parameters
is an iterative process,

The assumed frictional pressure drop was 50 pounds per square inch in the riser and

50 in the downcomer. The opérating temperature ranges were 400 Fahrenheit for the
riger and 900 Fahrenbheit for the downcomer. Black & Veatch has acquired considerable
expertise in calculating and designing pipes subject to thermal expansion. Computer
programs which caleulate expansion loop parameters for a given pipe size were iterated
with pregsure drop calculations until suitable designs were obtained. Resulting pipe
sizes are given below: . :
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Figure 129, Schematic Expansion Loop Design
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Figure 130. Schematic Expansion Joint Design
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Plant Cutput Tower Height Riser Pipe ‘Downcomer Pipe

60 MW 750 ft 6 inch SCH 80 18 inch SCH 80
215 MW ‘ 1506 £t 10 inch SCH 80 24 inch SCH 80

The risers will be A-108 carhon steel and the downcomers will be 1-1/4 percent chrome -
1/2 percent molybdenum grade P-11 alloy steel.

The detailed expansion loop parameters, along with the detailed hanger design, are pre-
sented in Section X. Cost caleulations for the riser and downcomer for the 1500 foot tower
are also presented.

The pipe material, insulation, welding, fitfings and erection costs were obtainefi from ‘
industrial firms with wide experience in pipe fabrication and erection. Hanger installation
costs are based on one dollar per pound of hanger, a figure developed by Black & Veatch

With the tower height, riser design, and downcomer design known, the pump power can be
caleulated, The pump power used to obtain turbine throttle pressure is already included
in the calculations of net plant heat rate and cycle efficiency (see Section [X). The pump
power calculated here is the power associated with the static and dynamic losses in the
tower. Since both the pump power and the plani output are almost exactly proportional

to flow rate, the pump power is calculated as a fraction of plant output. The results,
based on a pump efficiency of 85 percent, are:

Tower Height Rated Capacity Pump Power
{feet) (MWe) (fraction of output)
750 60 0. 0040
1500 - 215 _ 0, 0068
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SECTION VIII

ENERGY STORAGE/TURBINE-GENERATOR AND
HEAT REJECTION STUDIES

ENERGY STORAGE STUDIES

The objective of this iask was to identify and conceptually define the most promising
energy storage system for solar-thermal power generation. The hot water thermal
storage concept was selected for shori-term storage to provide power during brief solar
outages. The basic concept has the following advantages:

Well-developed {echnology

L.ocation independence

Ease of heat transfer

Minimum corrosion difficuities

Practically infinite lifetime

These advantages make the hot water storage an attractive candidate, The design and
analysis of a specific hot water storage system are described below,

BASELINE DESIGN

The energy storage system selected as the design for a sclar~-powered central eleciric
power plant is shown in Figures 131 and 132, This is a mulii-tank hot water strati-
fied system, The tank size of 11 feet cutside diameter x 41 feet outside length was dic-
tated by trangportation ease, allowing fabrication of factory assembled units.

During actual operation, some tanks will have cold return water flowing in from the bottom,
hot supply water out from the top, while others will be idle, either holding "spent'’ return
water or supply water ready to be used. This will minimize mixing losses during partial
discharge operation and will ease conirol problems. Valves on each cylinder will con-
trol tank flow.

Tank Design for Hot Water Storage

The thickness, t, of a cylindrical shell for use ag a pressure vessgel canbe calculated
from:

PR
£ R ¢ S
S5+ 0. 4P
where

t = thickness of shell plate, inches
P = design pressure, psi
Ro = putside radius of sheli, inches
S = maximum allowable stress, psi
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One common metal used to construct pressure vessels for nuclear reactors is SA-533,
Grade B - Class 1. This is a low-alloy steel with the following chemical constituents:

Carbon 0.25 percent, maximum

- Manganese 1.15-1. 50 percent, maximum
Phosphorous 0. 035 percent, maximum
Sulfur 0. 040 percent, maximum
Silicon 0,15-0, 30 percent, maximum
Molybdenum 0.45-0, 60 percent, maximum
Nickel 0.40-0. 70 percent, maximum

For metal temperatures not exceeding 750°F, the maximum allowable stress is 20, 000
psi. Using this value for the design of a 10-foot inside diameter and 40-foot inside length
with hemispherical heads cylindrical vessel, the wall thickness can be calculated as a
function of the desired pressure, In addition, the mass of the metal which acts as a heat
sink can be determined. Thus,

. Shell Metal Internal
Demg‘(‘ gf)ess“re Thickness  Mass Vessel
p {inches) (1bs x 103) Volume

2000 6,38 349, 7 _ 2878

The potential volume efficiency loss problem, caused by high tank mass lowering the
differential enthalpy of the contained water, is resolved by an analysis which is presented
later, .

The tank design and the design parameters are shown in Figure 133 and Table XXV,
respectively., Performance specifications for the system are given in Table XXVI, while
the cost estimateg are shown in Table XXVII, '

Operation

The energy from the distributed collectors is collected and transported in the field as
pressurized water. When the collected energy is taken directly from the field to drive
the turbine, it goes through a heat exchanger and gteam penerator, When the turbine is
run from stored energy the stored water is run through the same heat exchanger, Slight
temperature drops which oceur in storage are compensated in the heat exchanger so that
the turbine receives identical temperature and pressure steam whether stored energy or
energy direct from the collectors is used. Figure 134 shows how this ig accomplished,
The pinch point can be thought of as a pivot point on the pressurized water lines,

The slope of the water lines is set by the mass flow ratio {ratio of mass flow through the
collectors, or from the storage tanks, over the mass flow through the turbine), To
minimize pump work, this ratio was set as small ag possible. The limit on how low the
mags flow ratio can go is the upper temperature limit for the pressurized water at the
working pressure. After the water has been stored, it suffers a drop in temperature,

To yield the same turbine inlet temperature, the mass flow ratio is increased, reducing
the slope and, hence, reducing the required water temperature. Notice that at higher
mass flow ratios, a given quantity of stored thermal energy {or given mass of water) will
not run the turbine as long a time. The potential electric energy of the water is lost
while its thermal energy is not. The main advantage of collecting energy and storing
energy in the same fluid is that it does not require two heat exchange processes in series,
Furthermore, for pumping economy, the energy is collected at temperatures well above
the minimum necessary to produce steam at design turbine inlet conditions. This meang
that there is a relatively wide temperature margin over which the temperature drop in
storage can be accommeodated, :
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Table XXV. Tank Design Specifications

Type:

Size:

Cylindrical with Spherical End Caps

Volume: 2878 Ft3

Dimensions: 11,06 ft O.D. - 41,06 ft, L.O. A,

Material: SA-533 Grade B Class 1 Steel

Weights:

Empty: 350, 000 Lbs {Without fittings)

Unit Shipping: 350,000 Lbs (includes structure, piping, valving, diffusers)

Installed W/ Water: 480, 000 Lbs

Fittings Required:

(2} Inlet/outlet pipes (12 inches) {2) Diffusers

(1) Gate valve, 12 inches electric (8) Tank support brackets

(2} 18 inches main to 12 inches side tees

Design Limits:

Pressure: 2000 P.S.1.
Temperature: 626°F

Valve Opening Time; <30 sec
Tank Discharge Time: 3,18 min

Sideward Acceleration: 0.6 G (4 x Earthquake Zone 3)

Table XXVI. Specifications

System Design:
Type: Multiple tank sequential discharge (pressurized water)
Arrangement: 8 parallei x 7 time sequential {Total: 56 tanks)
Controls:
" Flow Path: Individual on/off eleétric actuated gate valves
Flow Rate: Variable speed pumps (8 total; I/parallel line)
Systemn Performance:
" Input/output: 0. 99 + (pump losses only)
Storage: 0.99+/Hr
System Rating:

Power Output: 150 Mw, (444 th)

“Time of Run: All tanks (56): 33 min (615°F)
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Table XXVII. Cost Estimate

Tank Costs
Material (320, 000 at 0, 30/1b
Fabrication labor (equals material)
Value Cost
Tee cost (2)
Shop welds {3)
Single Tank
System Cost:
Tanks (56)
T ransport (20 percent tank cost)
Base (concrete, material and installation)
Tank installation (§ 10, 000/tank)
Connecting pipe assembly {2 80 extra welds)
Pumyp cost (8 at $50, 000)
Pump installation (50 percent)
Structure (2 at $ 50, 00OD)
Insulation (0. 72/ft2 at 3 ft)
Insulation installation {200 percent)
Total Capital Cost
Capital cost/kw-hr

I

$ 96, 500
86, 500

11, 000
1,000

280

$§ 204,280

$11,440, 000
2,290, 000
44, 000

560, 000

77, 000

400, 000
200, 000
100, 000
37,000

74, 000
$15,222, 000
$ 203
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SYSTEM PERFORMANCE

. The system performance was calculated to ascertain the expected temperature drop in
storage. It should be pointed out that the basic loss mechanism in the stratified tank
concept is, in fact, not a loss of energy but a degradation of the guality of the energy.
That is, the temperature of the water is reduced when it comes into contact with, and
equilibrates with the cool metal tank walls, After each time the stored energy is used,
the tank is refilled with cooler water, which then cools the tanks again before the next
filiing, The heat loss rate to the environment is low and can be ignored. With this
assumption, the simultaneous equation set for all the equilibrium temperatures in the
systern can be defined.

Basically, the tanks are in one of two equilibrium states when they are charged or dis-
charged. First, each tank is filled with a weight of water (W) at the collection tempera-
ture (Teoll). After the water comes inio equilibrium with the metal walls of the tank

(at temperature Ty}, a quantity of energy (ET) has been transported from the water to the
metal where (Eg) i8 given by )

where H(T;) is the enthalpy of water at temperature (T4{) and pressure equal to the system
operating pressure (2000 psi). In this process, the temperature of the metal walls goes
from the cold-state temperature (T¢) to the hot-state temperature (T}, The amount of
heat added to the metal walls (ET) is given by

E - TC), (42}

T H

= W,C (T
S P .
where Wg is the weight of the steel in the tank walls and Cpg is the specific heat of the
steel, Since the losses to the environment are assumed negligible, the heat gained hy the
metal is equal to the heat lost by the water. Clearly then, we can combine Equations (41)
and (42) to yield: '
WSC,P'S(T -T) = Well(T

- HITy)] (43)

H coll)
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As the tank is discharged from the top, it is filled from the bottom with the same weight
of water (Ww) at the temperature of the returning fluid from the heat exchanger (T pet).
The water initially at {Tret} comes into equilibrium with the metal tank walle which were
initially at (Tg). Thus, when the tank comes to its cold equilibrium state the water gains
an amount of energy (ET) given by

Eq = WW[H(TC) - H(Tret)] . (44)
When the metal walls cool down to (T ), they give up an amount of energy given by

Er = WSCPE(TH - ’I‘c) . {45)
As before, we combine 4 and 5 to yield

WSCpS(TH - T = WylHT ) - H(T 1. (46)

Equations (43} and (46} represent two equations in three unknowns (Ty, Te), Tret). The
additional required equation for (Tret) comes from the heat balance on the heat exchanger,

The energy flow chart for a heat exchanger and steam generator was shown in Figure 134,
To organize the calculation, the schematic diagram (Figure 135) of the system ig broken
into a counter flow heat exchanger and a steam generator., The pinch point constraint is
then clearly visible in the schematic, The thermal power transferred to the boiling steam
is (Pp) where:

PT = myp Hy (47}
and mT is the mass flow through the turbine, Tinlet is the turbine inlet temperature, and
Hvy(Ti) is the heat of vaporization of water at the turbine operating inlet pressure and
temperature. This power is supplied by the temperature change of the following storage
fluid from the inlet to the outlet of the steam generator:

Pr = mg EH(TH) - HAT 10t - ATH], (48)

T
where mg is the mass flow rate from the storage tanks, Clearly, Equations (47) and {48)
can be combined to yield:

mpHy = W lH(T) - H(T o~ ATH . (49)
By the same argument, we can form a heat balance on the counter flow heat exchanger to
vield:

m [H(T, ) = BTyl = m [HIT, N, (50)

intet = AT) - H_(T

ret
where Tpypy is the temperature of the water from the regenerative heaters,

Equations (43}, (46), (49}, and (50} form four nonlinear simultaneous equations in four unknowns
Ti1. Ter Trei» 2nd (mgf/mg). The variables which affect the solution are (Wg/Wyy),

Tinlet 2and TRy, which is a function of the regenerative heat ratio. Notice that only the
ratios of storage to turbine mass flow {mg/my) and metal-wall-weight o stored-water-
weight appear in these equations. This allows a solution of the equations which is inde-
pendent of the scale of the system. We have programmed a solution algerithm which

uses a modified Newton-Raphson iteration scheme, for this equation set. We found sclu-
tions at various thicknesses of tank walls.

The effect of increasing wall thickness is to reduce the temperature of the stored fluid
and require a higher mass flow ratio {mg/my). The higher mass flow means that
effectively the turbine run time which can be obtained from a fixed-volume storage tank
is reduced as the metal wall thickness is increased, The results of the calculation are
shown in Figure 136.
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The thickness is shown to provide a physical insight into the design but the physical
parameter which actually determines the efficiency is the ratio of weight-of-metal-tank-
walls to weight-of-water~stored (Wg/Ww). This ratio can be shown to be proportional
to the ratic of internal tank pressure over design tensile stress in the tank walls, Thus,
the result of an.. 80 percent efficlency to satisfy hoiler code for this size tank actually
holds for any size tank with a 2000-psi internal pressure and the stress limit defined by
the boiler code.

CANDIDATE ENERGY STdRAGE SYSTEMS

Water

Storage of energy as sensible heat in water can be accomplished in a temperature range
of 50°F to 650°F, At the higher temperatures, the vapor pressure is high and the storage”
containment will require heavy equipment. Because of equipment costs, water may be
best suited to the lower temperature range, perhaps 450°F and below.

When a sufficient temperature change is practical for water storage, the storage heat
capacity per unit volume and weight is competitive with the heat of fusion of many salts.
Furthermore, water is a relatively abundant, low-cost material which presents no high
risk to environmental concerns or technology development. The major problem with
implementing many water storage schemes is the cost. Major cost items are the storage
tanks, insulation, piping and any required heat exchangers.
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Aguifer

An aquifer can be used for sensible heat storage by drilling a number of pairs of widely
gspaced wells into an aquifer of suitable depth. Water can then be withdrawn from the
deeper wells and heated by a thermal energy source. The hot water would then be in-
jected into the shallow wells where, according to one-dimengional analysis, "inverted
cones” of hot water{rock are formed. The hot water can be withdrawn when needed and
the cold water returned would be re-injected into the deeper wells.

The major cost items are the drilling, the pumps and transport requirements. The
major problem with the storage scheme is the fact that it is very much site dependent
and could have adverse environmental impacts.

Blast Cavity

The blast cavity is another alternative scheme for sensible heat storage in water. A
deep well is drilled into hard, nonporoug rock (granite), and a large-scale explosive
charge (100 kiloton atomic device) is detonated, fracturing rock ang allowing injection
of heated water which can then be used in the same manner as the hot water tank. A
gecond hole is "slant" drilled (current cil exploration technology) to the "hottom’ of the
cavity allowing cavity water stratification. The major costs are the drilling, transport
and pumping, Further costs are agsociated with operational radiation comtrol and
leaching control from fractured rock. The concept uges the natural insulation and con-
tainment provided by the surrounding rock,but it may have an adverse environment {m-
pact and its application definitely depends on location.

Preliminary cost estimates of the blast cavity approach indicate that it is economically
promising for large-volume storage at suitable locations.

Eutectic Salt

The thermal storage of energy by molten eutectic salts, using phase change, is a
thermodynamically attractive concept since much of the energy is transferred across
relatively small temperature changes, A salt storage using high-temperature steam
as the heat source and saturated steam ag the application is charted in Figure 137,

How much of a temperature drop actually occurs depends on the design geometry and
the thermal conductivity of the materials selected. v

Major cost items are the salt and the containment structure. The primary technical
problems are the corrosion and compound geparation characteristics of most salts.
(Appendix C presents some basic salt mixtures currently being investigated. )

Metal

Metal (aluminum at low pressure) can be contained in a tank in which the heat transport
piping is located, Heated transfer fluid passes through the pipes, melting the metal and
storing the heat. ‘When heat is required, cooler transfer fluid is passed through the pipe
network, extracting the energy. Heat transfer efficiency is high because of the conductive
nature of the molten and solidified aluminum., Major cost items are the aluminum, the
piping network, and the containment vessel and insulation, This system, while it presents
basically the same favorable feafures as eutectic salts, does not have their corrosion
problems, but it does face a probable material resource shortage,

Organic Compound

The organic compound system is the same as the eutectic salt system, except that it
entails less of a corrosion control problem. It seems suited for low-temperature ther-
mal storage. Major cost items are the special wax-plastic material, and the contain-
ment structure and insulation. .

197



CHARGING
PINCH POINT THERMAL SOURCE

.‘/ SAT. STEAM

4— SALT STORAGE MATERIAL

—
‘-\_ WORKING FLUID

SAT. STEAM

< —

TEMPERATURE

ENTHALPY
Figure 137, FEnergy Storage by Molten Eutectic Salts

Salt and Metal

For very high temperature thermal storage, a combination of molten salt and a stratified
tank high-temperature liguid metal siorage is possible.

The energy flow in the combined salt and liquid metal system is shown in Figure 138,

Thermodynamically, this is a good fit, but the liquid metal purnps and heat exchangers
associated with this system are very expensive,

Steam Accumulator

The steam accumulator concept has actually been used as a stearn storage system.
High-pressure steam is mixed with water and allowed to condense in a pressure vessel.
As more steam is added, the mass of water eventually reaches the boiling point at the
charging pressure, To discharge the steam, the pressure is dropped and the water
flashes back to steam, The fraction of the water which can be flashed into steam is
determined by the pressure drop.

Unfortunately, most modern turbo-machinery is sensitive to inlet pressure and temper-
ature variation. To have a large enough pressure drop to flagh a significant amount of
water into steam, the system must be charged with a higher pressure (and, hence,
higher temperature} energy source than the turbine inlet conditions require.

Superheated steam can be used to charge a steam accumulator storage system, at least
in theory, but only saturated steam could then be withdrawn from it.

The complication of heat storage when the energy source is saturated or superheated
steam derives from two sources: the constant temperature heat exchange during phase
change; and the lack of a heat exchanger between the energy supply and the turbine to
compensate for termpeature drops in the storage system,

The temperature drops associated with the phase change are shown in Figure 139.
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Figure 139. Temperature Drops Associated with Phase Change
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Clearly, a hot water gaturated steam storage systern can be built but it will significantly
degrade the energy it stores, with attendant losses in electric energy potential of the
stored thermal energy. 7 :

Liquid Hydrogen

Hydrogen is formed by electroiysis of water and it is stored in tanks to be used by
hydrogen-air fuel cells. Major cost items are the fuel cells, the electrolysis unit, the
hydrogen tank and equipment, and the I/O rectifiers and inverters., The system costs
and potential safety hazard conflict with its natural gas system compatibility and the
availability of the generation-storage technology.

Flywheel

Several flywheel designs appeared as attractive external storage sysiem alternatives, but
the system design required a thermal buffer to the turbine inlet. The possibility of a fly-
wheel utilization in future gystem studies and designs is not to be excluded.

Salt Batiery

Two types of batteries are considered competitive: the sodium-sulfur battery and the
lithium-chloride battery. Both have the necessary malierial avallability. They require
extensive development to increase coperafional lifetime but otherwise they appear tech-
nically acceptable. As with other external storage system concepts, they should be
further investigated.

Superconducting Magnet

The University of Wisconsin design of a magnet with aluminum conductors and epoxy
insulation segments shaped into a single torus with the major structural support provided
by native rock {(granite) was investigated, Cost data were provided by the University of
Wisconsin with appropriate input-output devices included and the cost of this system
appeared high. However, cost reductions seem possible.

Compressed Air

The compressed air system consists of a motor-generator, a turbo-expander and a turbo-
compressor feeding the compressed air into a nafural underground storage site (oil, gas,
or capped water well or other such closed formation), With a favorable site, relatively
low costs are possible; the technology is available, but expected storage efficiency is hard
to determine. An unfavorable site requiring a man-made cavity, tank, or hydraulic
bladder {water pressure from a surface lake) would raise its cosi by a factor of 2 to 3,
The only major cost items for a "natural cavity" systein is the compressor-expander and
motor-generator set,

Pumped Hydro

This external system would appear the most attractive but the associated problems of
water availability and location dependence balance out its advantages.

TURBINE-GENERATOR AND HEAT REJECTION STUDIES
Physically, the turbine-~generator system is separate from the heat rejection system.
However, "due to the nature of the steam cycle, the overall systiem efficiency is based on

a coupling of the two components, For this reason the two systems will be treated
together in this section.
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TURBINE-GENERATOR

Distributed System

The choice of a turbine-generator for the disiributed system is a 925 psia/585°F machine,
This is an 1800 rpm, non reheat turbine currently being manufactured for use with nuclear
reactors. Steam entering the high-pressure turbine possesses 50°F superheat. At the
present time this particular turbine ig not made in ratings smaller than 175, 000 Kw{e),
but the capability exists to produce it in smaller sizes.

The reason for the use of a saturated steam turbine (50°F superheat is almost negligible,
providing only an assurance of dry steam at the turbine throttle} is the difficulty of
generating superheated steam with a dish collector. The maximum temperature availahle
using pressurized water is only 700°F, so no significant amounts of superheat could be
expected under any conditions,

Other turbine cycles besides the one selected are available for use with saturated steam,
However, il no superheat is provided, a moisture separator must be used prior to the
steam entering the turbine. For this reason the turbine cycle with slightly superheated
steam was chosen.

Central Receiver

The turbine-generator selected for use with the central receiver is an 850 psig/900°F
machine. Based on the receiver design presented in Section VI, pressures higher than
1000 psia were eliminated from consideration. Thick-walled tubing suffered the dis-~
advantage of lower temperature steam produced because of the metallurgical limitations
of the wall material.

Turbine cycles with pressureg lower than 850 psig were not used for the central receiver
system because of the lower cycle efficiencies. The 850 psig/500°F turbine is currently
being manufactured for use in small electric generating stations. This turbine is a 3600
rpim, non reheat machine.

HEAT REJECTION SYSTEMS

The initial heat rejection studies included the use of wet cooling towers, dry cocling towers
{air cooled heat exchangers), a cooling lake, and once-through cooling, The choice of
Inyokern, California, as the site of the solar-electrical station eliminated the cooling lake
ag a serious contender because of very high evaporation rates, In addition, once-through
cooling would require a large portion of the volume of water in the Log Angeles Agqueduct
to flow through the electric generating plant. For these reasons cooling towers are the
. preferred method of cooling the condensers.

Dry cooling towers are much more costly than wet towers, and the steam cycle efficiency
is significantly lowered if dry towers are used. However, wet cooling towers reguire an
adequate water supply. Following an investigation of the water resources in the siting
region, the major conclusions drawn from the available information are:

1} For the near term, cooling water for large thermal power planis located
in desert regions will be obtained by negotiated diversions from existing
agueducts. :

2} Tor the long term, dry or wet/dry cooling tower technology must be
developed to mitigate anticipated cooling water demands.

The following subsection contains information relating to both wet and dry cooling towers.
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STEAM CYCLE EFFICIENCIES FOR WET AND DRY COOLING TOWERS

The thermal efficiency of a steam cycle depends on the inlet conditions to the turbine,
condensing temperature, temperature of the feedwater returning to the heat source, and
the mechanical efficiency of the system components, For a given steam cycle it is
important to know the cycle efficiency using both a wet cooling tower and a dry cooling
tower. Only then will a cost comparison between various conceptual systems be
meaningful. .

The condensing temperaiure using a dry cooling tower was taken to be the ambient air
temperature plus 65°F. Using a wet cooling tower the condensing temperature is equal
to the ambient wet bulb temperature plus 48°F. Figure 140 illustrates the rationale
‘behind these condensing temperatures. The returning feedwater temperature was taken
to be 400°F for all cases,

Steam cycle efficiencies were calculated using both a wet cooling tower and a dry cooling
tower for the 925 psia/585°F turbine and the 850 psig/900°F turbine. The results of the
cycle efficiency are presented in Figures 141 and 142, Figure 141 shows the cycle
efficiency as a function of the ambient wet bulb temperature using a wet cooling tower.
The steam cycle efficiency using a dry cooling tower as a function of the ambient air
temperature is shown in Figure 142,

it is difficult to compare the results given in Figures 141 and 142 without a temperature
duration curve. Using the temperature duration curves and wet bulb duration curves for
China Lake, California, an efficiency duration durve was generated. Figures 143 and 144

give the thermal cycle efficiency duration curves for the two steam cycles using both wet
and dry cooling towers.
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SECTION IX
MARGIN ANALYSIS

The pioneering work on solar power plant mission analysis performed by Aerospace
Corporation, El Segunde, California (Reference 8), pointed out the relationship between
energy storage capacity, plant and power grid reliability and reguired hackup plant
capacity. The present effort initially focused on the physical relationships between the -
‘various subsystem elements and the total plant performance. However, since the storage
capacity question had to be addressed in detail, attention had to be paid to grid-wide
issues, such as grid reliability.

On the other hand, margin analysis determines by probabilistic methods the amount of
generating capacity which must be installed on a power grid above and beyond the expected
peak power demand, so that the entire grid will meet its reliability requirements, The
motivation lies with the large capital investment and expenditure associated with the
construction of the additional plants (margin} for reliability.

The power industry specification on grid reliability is one day of cutage in ten years of
operation, This is a much stricter reliability specification for a grid as a whole than
that achievabie by even the most reliable single plant on the grid. The issue becomes
important to solar energy because the solar heat source is inherently less reliable than
conventional heat sources because of the vagaries of weather and the daily and seasonal
variation in solar flux.

Two techniques exist for maintaining the reliability of the grid with a large solar plant on
the line. The solar plant can be "backed up'" with a conventional plant which is presgsed
into service as needed after the available instantaneous solar power has been supplied to
the grid. The second method is to control the delivery of power to the grid so that the
collected energy can be stored when it is available and not needed to meet the grid demand.
This stored energy then becomes available for electricity generation when the demand is
again high and direct solar insolation is not available,

Thus, the output of the plant hecomes independent of the insolation for time periods equal
to the storage capacity in effective electric kWhr(e) divided by solar plant capacity in
kW(e). If these periods can coincide with high-demand times, then the solar plant will
appear to the grid to be as reliable as any conventional plant. At low-demand times, the
"left-over" conventional plants can accommodate the demand with a sufficient safety
margin. This plant-grid interface was studied as a function of the following list of sotar
power plant design issues to attain the cost optimal balance between storage capacity and
backup capacity: ‘

s  Storage capacity
. Number of extra collectors needed to maximize storage capacity utilization

s Importance of early morning collector throughput'rate; this affects collector
number and spacing

s  Nightly discharge of stored energy into the grid versus use of stored energy
only when a golar outage is coincident with a high demand period

o The use of spinning reserve capacity to backup the solar plant at off-peak
demand times without incurring exira capital investient for margin plants
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The basic grid reliability specification of 1 day of outage in 10 years is often quoted. Since
there are many possible meanings which could logically be assigned to this specification,

a more rigorous statement must be established. By definition then this means that the most
likely outcome of a 10-year survey of grid power output is that for 24 hours during that time
the total instantaneous demand would exceed the instantaneous capacity because of outage

of power plant(s). The outages due to distribution failure are not included. More simply
stated, the expectation value of outage duration due to power plant failure is 1 day in 10
years. An outage is defined to be any time the available capacity (spinning reserve included)
is less than the demand by any amount. Thus, a 1000 Mw shortage is taken to count the
same as one of 5000 Mw.

There is no specification on the distribution of cutage duration. The 10-year power output
sample can be considered to be a statistical experiment. If this experiment couid be per-
formed many times with the same demand and the same power plant complement, the out-
come (total hours of outage) would be different for each experiment. The most likely out -
come should be 1 day in 10 years, but longer and shorter durations would occur.

The specification means that the slope of this bell-shaped distribution must be zero {a
maximum) at one day in 10 years. There is no specification on either the magnitude of the
distribution at 1 day in 10 years or the rolloff around it.

The derivation of the probability integral for the expectation value of outage duration must
assume that all relevant terms are continuous and integrable as needed. If the grid ex-
periences an instantaneous risk of outage of PF which remains constant during a small
time interfal dt, then by the definition of failure probability the most likely duration of an
outage during dt is dH where

diH = Pgdt (51)
Thus, if Pp varies over the time interval 0 to T the expectation value of outage over the
interval is H, where

T T
H = [ dH = [ Ppit)dt (52)
0 D

If Pp were a constant, then its value must be chosen such that H, for T = 10 years, is

1

Clearly, P is not a constant but a funcfion of the detailed reliability of each plant on the
grid and thg total demand on the grid.

Caleulation of the backup capability due to the presence of a solar plant on the grid is per-
formed in two steps. The integral of Equation (51) is evaluated for a year's demand as-
suming various levels of margin are available. The value of margin which satisfies the
reliability specification is found by interpolation between calculated points. Then a solar
plant is added to the grid and the process is done again. The increase in margin from the
first to the second calculation is the backup capacity due to the solar plant.
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In the utility industry there is a commonly used algorithm for calculating the risk of failure
{Pp) as a function of demand on any general complement of plants.

put of the algorithm is shown in Figure 145.

An example of the out-
This plot is Ppayy, plotted against demand

{in Mw). The nominal grid rated output (GROP) is 31, 023 Mw. This is also the highest

demand level which the grid is expected to experience.

the curve are:

The apinning reserve is 20 percent of the instantaneous demand whenever

The assumptions used to calculate

the damand is low enough to maintain a sufficiently large margin of installed

capacity.

The plants are brought on the line in the order of largest to smallest as

the demand rises.

The plants are brought off in the reverse order as demand falls.

el 1 MARGI ANALYSIS
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Figure 145, Algorithm Output
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Notice in Figure 148 that the curve breaks into a family of curves at high demands. Each

of these curves represents a different assumed value of installed margin capacity beyond

the minimum capacity needed to meet GROF level demand. Recall that it is this extra
margin capacity which must be traded off against storage capacity. When the curve hreaks
into a family of curves, this represents the reduction in spinning reserve capacity as the
power dispatcher "runs out of plants” to maintain the high (in this case 20 percent) spinning
reserve fraction. Clearly, the lower total installed capacity scenarios have the lower break-
points and incur more risk as the demand approaches GROP. .

The spinning reserve capacity normalized by the instantaneous demand is plofted versus

the demand normalized by the GROP level in Figure 146. This plot represents an analytical
model of the power dispatcher’s method of scheduling spinning reserve. WNote that the in-
stanfaneous spinning reserve capacity is not affected by the installed margin until after

the breakpoint demand level has been passed. The cutput of the solar plant is most impor-
tant to maintain grid reliability when the demand is at or above the breakpoint.

The calculation of the baseline margin requirement for the grid without a solar plant uses
the curve in Figure 145 as the integrand function in Equation (52). The process is a simple
forward time integration of Equation (52) and it can be performed numerically on the com-
puter. At each time step, the demand data are read from a tape provided by Aerospace
Corporation, El Segundo, California. The risk of failure Py is found from a table-look-
up-interpolation routine which confaing the data points from Figure 145.

The summation for the integral in Equation (52) is then incremented using the Py data for
that time step. This process is contained for 24 hours a day all year to yield the year's
expected outage duration.

The simulation of a solar plant on the grid involves the calculation of risk (Pp} as a func-
tion of demand and instantaneous seolar plant output. The method is to select one of the
plants on the grid to simulate the solar plant. It is placed in the list of plants on the grid
with an associated mechanical failure probability similar to a conventicnal plant. A set
of Pp versus demand curves similar to Figure 145 are run out by the "algorithm' method,
assuming various levels of output from the solar plant, A Py versus demand curve was
run out for a range of solar plant outputs from 1000 Mw to 0 in 200 Mw increments {i.e.,
five graphs). For example, Figures 147 and 148 show two of the five curves used in this
study. The solar plant is at 800 Mw output level in Figure 147 and no output is available
in Figure 148. Note that as the amount of power available from the solar plant is reduced,
the breakpoint is incurred at a lower demand level and the risk goes higher at GROT for
each level of margin, Note also that, below the breakpoint demand, the risk of outage is
independent of solar plant output. Below the breakpoint, the solar plant is not needed to
form the complement of conventional spinning reserve plants,

To evaluate the outage integral [ Equation (52) Jover a year of operation, the integral is added
to a solar plant simulation program. At each time point in the integration, the solar inten-
ity and the demand data are read off the data tapes provided by Aerospace Corporation.

The code then uses its maih model of the collector, piping, turbine-generaior, etc. to find
the solar plant output possible at that instant.

If required, the simulation may draw energy from storage or add to it depending on the

plant control scenario being simulated. The control philosophy simulated to obtain the
results presented here is:
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If the demand on the grid is below the breakpoint, all available thermal
power is stored until the storage is full. Once the storage is fully

charged, all collecied thermal power is converted to electricity and

sent out on the grid (subject to turbine capacity limits). When the demand
is above the breakpoint, it becomes egsential to have the solar plant pro-
ducing power for the grid., Thus, when the demand is above the breakpoint,
power is taken from storage as needed to keep the turbine operating at the
specified minimum value {(taken to be 20 percent of turbine capacity};in fact,
power is drawn from storage only when the demand is above the breakpoint
and the grid is incurring outage risk. On those occasions when the col-
lected thermal power is greater than the capacity of the turbine/generator
to convert it to electricity, the excess is stored if storage is not already fuil.

Thus, the instantaneous solar flux available and the status of the storage determine the out-
put of the solar plant. The set of curves of {Pp) as a function of demand and solar plant
output are interrogated for Pp. The H integral [ Equation {52} ]lis then integrated along with
the other differential equations that represent system parameters {such as storage content)
and system performance measures {such ag integrated output energy}. The H integral is
carried out simultaneously for each curve in the margin capacity set. This yields the H
total per year for each value of installed margin in one integration pass through the year's
demand and insolation data, By interpolation between the II values obtained, we can find
the value of margin capacity which satisfies the 1-day-in-10 years criteria on H. Thus,
with each year's simulation the detailed plant performance, the effect of storage capacity,
and the backup capacity which must be installed on the grid to back up the solar plant are
calculated. ‘

The expectation value of outage {H) is integrated 24 hours of the day whether the solar
plant has output or not. This leads to a problem in defining a classification for the plant.
The outage risk {Pp) is integrated over all 24 hours as would be the case for a base load
plant. The runs we have made indicate, however, that plants with low-storage capacity
are cost optimal. A plant with 1/2 hour storage simply follows the daily demand peaks

and the storage supplies energy when needed to keep the failure risk low, Inthis sense

it is a peaking or demand-following plant.

The demand tapes can be loosely characierized as showing a mid-morning peak and an
evening peak which occurs after sunset. The goal of the plant control strategy is to make
the availability of stored energy coincident with this second demand peak.

The curves of Figure 149 represent the results of a year's time integration for a series of
plant designs with a 1000 Mw capacity turbine and various amounts of collector area and

gtorage capacity. The curves are for from 5 to 10 square kilometers of collector aperture
area.

The physical interpretation of the curves is that as the collector aperture area went from

5 to about 7 square kilometery, the extra area above the minimum to run the turbine was
used to charge storage. Above 7 Km2, the extra area wasg not used. It turns out that the

7 Km2 system had enough collector capacity to fully charge the storage te run the turhine
at its minimum rate of output (20 percent of capacity or 200 Mw) all through the night peak
of demand. The 20-percent output limit when the plant is run solely from stored energy
attempted to make the stored energy last as long as possible during high demand times,
More collector area was wasted becanse even though energy could be stored, it could not
be used during relatively short peak demand times at the minimum discharge rate. If the
minimum rate were increased then more energy would be used each night and the additicnal
collector area would have reduced the backup requirement. This minimum rate of operation
during night peak also caused the backup capacity required to remain essentially constant
with storage time beyond 1 hour and more than 8 Km<é of collector area.
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Clearly, the control strategy should be modified to run the system at higher output levels
during the night peak operation times for systems with large storage capacity and collector
area. This was done for a system with 10 Km? of collector area and a range of storage
capacities from 3 to 5 hours.

The dashed curve in Figure 149 represents a system in which the turbine is either fully
on or fully off. Thus, when storage is used for the night peak demand, it is drained as
fast as possible. Thig significantly reduced backup capacity; further reduction is possible
if more collector area was used. The dashed line would also curve downward if the in-
creaging storage capacity of the collector area was increased beyond 10 Km2.

Thig caleulation is essentialiy conservative, i.e., the solar plant is given capacity credit
only for the actual power delivered at any instant. This is clearly correct when integrating
total energy delivered to the grid, but not so clearly correct when integrating expected value
of outage. For example, whenever the turbire is on and spinning, and there is energy in
storage, the plant output could be quickly increased to full capacity to compensate for a
forced outage. Thus, a more liberal interpretation of capacity would have the plant counted
at full capacity whenever it is at any non-zero power output level and there Is any non-zero
energy in storage. This may be too liberal while the position taken to generate Figure 149
may be too conservative. A middle-ground approach is clearly desirable. In this instance,
the simulation of the system should be extended to include increases in solar plant output

to cover forced outages that actually oceur. Then, if full capacity credit is given whenever
storage is full, the worth of the storage system will not be over- or unde r~esfimated. For
the conservative interpretaiion, the storapge is drained whether a forced outage oceurs or
not, Thus, only partial capacily credit is given for too short a time each day. For the
liberal interpretation, the storage is drained perhaps more slowly than could safety be done
if outages occur so that full capacity credit is given for a longer time than is appropriate.
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The data of Figure 149 are the fundamental design data, and these resulis are derived from
first principles. To actually decide on a design, however, we must apply price information
to each paint on the curves of Figure 149 and find the minimum cost system. Introducing
pricing data increases the uncertainty of the results, but it is nevertheless worthwhile.
Space does not permit a detailed explanation of the pricing methodology but the results

are based on cost summation of each piece part of the system. Wherever applicable,

boiler codes and wind load safety factors were applied. This added significantly to the

cogt of piping and storage.

The fundamental dependent variable is mills-per-kilowatt -hour produced and it is plotted
versus collector area and storage capacity in Figure 150, 'The total price of the kilowatt
hours generated includes the price of the collectors, turbine/generator, storage system
and required backup capacity to maintain grid reliability. The prices used are 1.67 x 108
dollars per square kilometer of collector aperture, 30! dollars per kilowatt hour electric
of storage, 116 dollars per kilowatt capacity for turbinefgenerator/heat rejection and
balance of plant, and 120 dollars per kilowatt of back-up capacity. The backup plants

were taken to be oil or gas fired gas turbines. The only items left out of the cost summary
data were the cost of fuel used in the backup plant and the amount of energy produced by

the backup plants.

The most important feature of the curves ig that the minimum energy cost occurs at zero
storage with just enough collector area to run the turbine. This result basically reflects

the very high cost of pressurized hot water storage tanks which meet boiler code specifi-
cations and the relatively low cost of backup gas turbines. Previous work at Aerospace

Inc. used storage and collector costs which were lower relative to the backup cost and hence
the optimal storage capacity was non-zero., If other compatible storage systems can he
developed with lower cost, then these results will also change. There is speculation that
even at these prices (if the cost of fuel (oil or gas) for the backup plants were included in the
total prices) the optimal storage capacity would be non-zero. Accordingly, we have devel-
oped a statistical methodology for calculating the expected value of energy required from

the margin plants on the grid. :

The expected value of energy required from the margin plants is (Ey), where:

E_ = j [D-cC)dt {54)

Time

Where D is the instantaneous demand and C is the most likely capacity of the plants which
are responsible for meeting the demand {not including the margin plants).

The term C can be pre-calculated using the "algorithm” for a range of demand and solar
plant capacity values, as was done for Ppin FEquation 53. The pre-calculated data can
then be loaded into the yearly simulation program and used with suitable table lookup rou-
tined to determine the integrand of Equation 53 at each time step of the year's integration.
A difference between the expected value of energy required from the margin plants (E,) for
a grid with and without a sclar plant on line is an estimate of the extra energy required
from the margin plants, that is needed to backup the solar plant. The fuel cost to produce
this energy can he calculated using the average efficiency and fuel cost for the margin plant
inventory. This cost could then be added to the sum of grid incurred costs due to the pre-
sence of a solar plant on line. The energy produced by the margin plants must also be
added to the total energy generated by the solar plant., In this way, the solar plant and its
backup system is treated as & complete energy producing system and its total output price
is compared with a conventional plant. The calculations and modifications to existing soft-
ware to include this cost have not been accomplished to date.
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The strategy used to control the turbine output level and the input and retrieval of power
from storage has as large an effect on system cost and performance as any other system
design issue.

The high prices associated with pressurized, hot water storage, yield a cost optimal design
with no storage capacity. Storage may nevertheless be necessary for plant stability and
control issues related to high freguency solar transients.

The interpretation of solar plant instantaneous capacity is not fully resolved as it affects
margin calculation methodology. This issue should be decided with input from all con-
cerned parties and a standard interpretation should be sef.

The quantity of fuel consumed and energy produced by the margin plants while they are sub-

stituting for the solar plant can be calculated by methods similat to and compatible with
current analysis methods. This issue should be included in future margin studies.
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SECTION X
REFERENCE SYSTEM BASELINE DESIGNS

Reference systems for both the distributed and central receiver system concepis are
described in this section. Each reference system has been chosen to represent the most
promising design studied although each system is not necessarily optimal with respect to
all the subsystems. Furthermore, the degree to which the two reference systems have
been optimized varies, the distributed system being more developed because of the lead
time in analysis.

In the reference system descriptions, no attempt is made to specify the solar plants
control strategy. This strategy has a significant effect on system cost and performance
but the work done on storage and margin analysis (Section VII), has net yet fully
resolved the issue of optimal strategy. Current judgment is that thermatl storage for
stability (the order of one-half hour for cloud pas sage) is desirable if not a requirement.
The plant reliability would then be maintained by conventional back-up capacity or a
compatible storage scheme, The cost for storage/reliability has not been included in the
reference systems presented.

DISTRIBUTED SYSTEM

This section gives a description, specification, and cost analysis for the first reference
system, the distributed dish collector-pressurized water system utilizing a 925 psia,
585°F steam cycle. The optimum solar collector spacing, piping network, and plant
size was determined by a parametric computer analysis of the overall system (see
Section VIL, '

Overall System Description

The design of the distributed system employs dish collectors to gather the radiant energy
of the gun. For the reference design, a 100 Mw(e) average plant capacity was chosen.
Water under a pressure of 2100 psi is eirculated through the collectors and returned
to a once-through steam generator. The system parameters are given in Table XXVIII.
The oollectors are arranged in a square, quartered field with the steam generator,
turbine-generator, and the balance of the plant {minus the heat rejection system} located
at the center of the quartered field. The overall system is shown in Figure 151, The
major functional elements of the balance of plant are:

e Conventional steam generator (10, 000 tubes)

@ Conventional 825/585 non-reheat turbine generator

e Condenser

[ Condensate pump

@ Deaerator

@ Feedwater heaters

e Boiler feed pump

e Circulating water pumps (primary loop)

s Substation
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Table XXVIIL. Dish Collector Distributed Reference
System Characteristies

Collector Field Geometry
Collector Field Length
Number of Collectors
Collector Aperture Area
Collector Field GCR
Collector Qutput Temperature
Collector Inlet Temperature
Turbine Inlet Steam Conditions
Feedwater Temperature Ratio
Heat Rejection

Peak Powser

Square

2080 feet
16,560

420 ft2

0.40

626 °F

547°F

925 psiaf585°F
0.8

Wet cooling
381.5 MW(th)

143.4 MW{e)
1.25 x 10° MwE(th)
0.39 x 106° MWEH(e)

Annual Energy

The heat rejection is provided by a wet mechanical draft cooling tower system. This
system is located exterior to the collecior field to avoid fogging and to provide close
proximity to the water supply.

Turbine-Generator/Heat Rejection System

Turbine-Generator -~ The turbine-generator is a conventional, 925 psia/585°F, 1800
rpm, non-reheat steam turbine. Turbines applicable for this cycle are listed in the
General Electric Price Book for sizes from 175 MW to 1000 MW and in the Westinghouse
Price Bock from 200 MW fo 1500 MW. Associated with the turbine is a condenser which
maintains a turbine back pressure below 3.5 inches of mercury. Before entering the
steam generator, the feedwater is heated by extraction steam in six feedwater heaters

to a temperature of about 420°F, depending on the ambient temperature. The feedwatler
pressure is provided by a conventional condensate pump and boiler feed pump. Fig-

ure 152 shows a turbine-generator heat balance for a typical 225 psia/585°F steam cycle.

Heat Rejection -~ Heat is rejected from the condenser by a circulating water system
using wet, mechanical draft, cooling towers. These cooling towers are commercially
available in any desired size. The peak circulating water flow for the 100 MW({e) rated
capacity is estimated at 51,000 gallons per minute (gpm), and the peak make-up water
requirement is estimated at 1300 gpm. This makeup water replaces that water lost from
the ecirculating water system as evaporation and blowdown in the cooling towers.

Dish Collector Design

The detailed description of the baseline dish concentrator/collector design is given in
Section VI, ‘
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Piping Specifications

The piping network for the distributed dish-pressurized water reference system was
designed using the methodology described in Secticn VII. The piping used is seamless
carbon-steel pipe to Specification ASTM-A-106, Grade B, Schedule 80 pipes are used
for nominal diameters less than 4 inches and schedule 120 pipeg are used for diameters
larger than 4 inches, according to the requirements of the Power Piping Code - 1373,
The insulation is calciuvm silicate with 0, 016 inch thick aluminum jackets, Appendix A
contains the detailed price and material properties for the pipes and insulation,

For the 100 I\/I‘W(e) average capacity plant, the two-axes dish collector spacing was chosen

at a ground cover ratic of 0, 40. The spacing of the coliectors along a branch header is
shown in Figure 153, Each collector is comnected to the branch header by 1/2 inch
connecting pipes which allow for a flow of water under high pregsure, The mags flow
rate through each collector is governed by an output temperature regulated control valve.
A shutoff valve on each connecting line allows for individual collector maintenance when
necessary, Branch header piping sections are designed to be shipped in 90-foot lengths
with sockolets shopwelded at 15~foot intervals, Expansion loops are field welded between
each of these units,

The computer results for pipe diameters and insulation thicknesses to be installed along
the transport system network are shown in Figures 154 and 155. In the computer study,
the maximum pipe size was restricted to 18-inch pipes because it was felt that the par-
chage of larger pipes would not reduce the dollars per square foot of flow area. Thus,
the resulig shown for the main header piping and insulation sizes are in terms of equiva-
lent sizez above the 18-inch pipe. For instance, two 18-inch pipes were accepted as
roughly the equivalent in cost and and flow area of one 25-inch pipe. At the steam
generator exit there are three 18-inch pipes feeding water to each side of the collector
field, Three 18-inch and one 12-inch pipe carry the hot pressurized water o the steam
generator entrance. In the entire collector field there are 120 hot and cold branch
headers coming off the two main headers. Each branch header has a total of 23 sections
like the one shown in Figure 154, The performance characteristics of the piping network
are described in Section VII,

Plant Costs

Costs for each of the subsystems described earlier in this section were estimated using
the cost methodology described within the sections and in Appendix A, Table XXIX gives
a cost summary for the dish collector reference system,

The header piping and insulation layout was designed using the methodology described in
Section VII with a 420 ft2 collector cost of $5000/collector. Energy storage costs were
omitted in the energy transport design studies. As energy storage cosis are included, or
collector costs are undated, the design of the piping network is subject to change (see
Section VII). The cost of the network specified earlier in this section was computed using
the unit costs of Appendix A. '

For the 100 MW{e) average plani capacity, a turbine-generator with nameplate generating
capacilty of 125 MW{e) is installed to provide the capability to use the greater than average
solar insolation. The cost of the turbine-generator/heat rejection equipment, balance-
of-plant costs and steam generator costs are based on the 125 MW(e} turbine-generator
installation, Cost data are taken directly from Appendix A.

The total solar power plant cost shown in Table XXIX is computed for a 420 square foot
collector costing $5000 (approximately $12 [€t2), Since no structural analysis or cost
optimization of dish collector designs has been completed, this figure is somewhat arbi-
trary. Because of the uncertainty in collector cost the total plant cost is best reportied as
a function of collector cost. The reference system net energy cost is shown in Figure 180,
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Table XXIX, Distributed Dish Collector Reference
System Design Costs

100 MW(e} Average Plant Capacity

Land . 5 0,32 x 10°
Header Piping 13,00
Header Insulation 5, 47
Conne ction Piping and Insulation 3. 81
Valves 2,40
Steam Generator /Pump ' 2.05
Turbine-Generator {Heat Rejection 7.22
Balance-of-Plant 5.24
Subtotal (without collectors) $39,51 x 108
Total Plant Cost at §5000/collector (420 £2) $122, 31 x 10°

The energy cost is found by dividing the annual plant cost by the net electric energy avail-
able to the grid in a year's operation, The annual plant cost is based on a fixed charge

rate of 15 percent,
_ 6 ., cost of
Annual cost = 0.15 ($39.51 x 10" + collectors)

The energy cost numbers are all based on direct {1974} dollars.

CENTRAL RECEIVER

Overall Systern Description

This point design, capacity 215 Mwi(e) peak, employs a Crescent receiver atop a 1500~
foot reinforced concrete tower, The heliostat field ig a circular annulus with an ocutside
radins of 3100 feet and an inside radius of 580 feet. Figure 157 is an artist's perspec-
tive of the plant. The view i8 looking northwest at the Inyokern South site. Figure 158
shows the reference site layout. Tie-in to the existing 230 kv transmission line which
crosses the Inyokern South site is shown for reference purposes. Mechanical draft wet
cooling towers are located exterior to the heliostat field to avoid fogging and deposition
of particulate matter on the heliostats.

Referring to Figure 157, water is transported up the tower in a carbon steel riser to the
cresgcent receiver where it ig converted to 900°F superheated steam. The steam is
transported back down to the base of the tower in an alloy steel downcomer. The bal-
ance of the plant, with the exception of the heat rejection system, is located at the base
of the tower interior to the heliostat field annulus. An architect’s conception of the
balance of the plant is shown in Figure 159, The major functional elements of this part
of the plant are:

Conventional 850/900 non-reheat turbine-generator
Condenser

Condensate pump

> 0 ¢ @

Deaerator
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* Feedwater heaters

@ Boiler feed pump

e Water treatment facility

e Auxiliary power system

e Transformers and electrical switchgear

s  Plant conirol

e  Support facilities
Sufficient design of the reference plant was carried out to show the most important )
details of the physical layout, Plans for the three main floors are shown in Figures 160
through 162, These plans are suitable for a 200 Mw(e) steam generating plant and in-
clude the additional facilities required for solar thermal conversion to electricity.
Particular details of interest include the heliostat control computer adjacent to the con-
trol room in Figure 162; the elevator and stairway access to the riser and downcomer
piping in the receiver tower, Figure 162; the supporting machine shop and maintenance
areas shown in Figure 160; and the visitor center and media room (projection, lecture,

and interview facilities) shown in Figure 164. A cross-section of the main plant building
is shown in Figure 163. /

The Central Receiver Reference System Characteristics are given in Table XXX,
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Table XXX, Central Receiver Reference System Characteristics

Tower Height

Mirror field: outer radius
Mirror field: inner radius
Mirror patiern

Mirror GCR

Total mirror area

Receiver type
Receiver height

Receiver width

1500 feet (457 m)
3100 feet {945 m)
580 feet (177 m)

Uniform Spacing
0,456

1327. 9 x 10% feet?
(123, 36 x 104 m?)
Crescent

100 feet (30,5 m)

70 feet (21, 3 m)

Turbine inlet steam conditions 850 psig/900°F
Feedwater temperature ratio 0.8
Peak (6/15 noon) power 580 MW(t)

215 MW(e)

1.586 x 10° MWH(t)
0.587 x 10° MWH(e)

Annual Energy

Turbine-Generator /[Heat Rejection System

Turbine-Generator: -- The turbine-generator is a conventional, 850 psig/900°F, non-
reheat, superheated steam turbine, Turbines using this cycle are listed in both the
General Electric and Westinghouse Price Books for gizes from 20 MW to 200 MW, The
most popular size is about 60 MW, Associated with the turbine is a condenser which will
be designed to maintain a turbine back pressure below 3,5 inches of mercury. Prior to
entering the central receiver, the feedwater will be heated, by extraction steam, in five
conventional feedwater heaters to a temperature of about 411°F, depending on the ambient
temperature. The feedwater pressure is provided by a conventional condensate pump and
boiler feed pump. Becauge of the static and dynamic pressure losses in the central
receiver tower, the boiler feedpump will be designed to provide a higher pressure than is
normally required for this steam cycle., Because the fourth and fifth feedwater heaters are
downstiream from the boiler feedpump, these two heaters will be designed to withstand
higher feedwater pressures than is normal with this steam cycle. These higher pressure
pumps and heaters are commercially available for use with higher pressure conventional
cycles, for example, 1250 psig/950°F. A turbine-generator heat balance for a iypical
850/900 steam cycle is shown in Figure 164,
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Heat Rejection ~- Heat will be rejected from the condenser by a circulating water system
Using wet, mechanieal draft cooling towers. These cooling towers are commercially
available in any desired size. The peak circulating water flow for the 215 MW(e) rated
capacity is estimated at 110, 000 gallons per minute {(gpm), and the peak make-up water
requirement ig estimated at 2800 gpm. This make-up water replaces that water lost
from the circulating water system ag evaporation and blow-down in the cooling towers,

‘Horizontal Rotating Heliostat Design ‘ '

The detailed description of the design of the horizontal rotating heliostat is given in
Section VI, .

Receiver/Tower Specifications

Tower Specifications -- For the reference system point design, there are three sets
Of tower specifications; one each for seismic zones I, II, and ITI, These specifications
are given tn the following tabulation:

Seismic Zone I I LI
Tower height (ft) 1500 1500 1500
Diameter at top (ft) 40 40. 40
Diameter at base (ft) 96 104 118
Cost (105$) 8.0 8.0 8.8

Riser /Downcomer Specifications -~ For the reference system point design, the riser and
downcomer are each a single pipe. FEach pipe consists of a series of identical expansion
loop modules. A single module is shown for the riser in Figure/ 165 and for the downcomer
in Figure 166, A total of 8 riser modules and 18 downcomer modules are required for a
1500-ft towér. A schematic drawing of the piping arrangement in the tower is shown in
Figure, 167, Detailed drawings of the anchors, guides, and vertical restraints are shown
in Figure 168,
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Figure 168. Detailed Drawings of Anchors, Guides,
and Vertical Restraints
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Receiver Specifications -- For the reference system point design, a Crescent receiver

design is used {Pigure 95 ).

Cylinder height:

Cylinder radius:

Cylinder enclosure angle:
Tube OD:

Tube ID:

Tube material:

Tube spacing:

Number of tubes:

Water inlet velocity:
Water inlet temperature:
Steam outlet temperature:
Maximum tube temperature:
Receiver pressure drop:

Capacity rating:

Total weight {including supports):

Plant Costs

Receiver apecifications are listed below.

100 feet

© 35 feet

180 degrees

2. 375 inches

1. 939 inches

316 Stainless Steel
3. 0 inches

438

0. 95 feet/second
411°F

900°F

< 1200°F

2 psi

215 MW(e)

145 tons

Costs for each of the subsystems were calculated for the point designed described above.
A cost summary for the central receiver reference system is shown in Table

The total cost of riser/downcomer piping was calculated from the cost of the individual

modules shown in Figures 165 and 166.

erection, is:

10-inch Schedule 30 Riser Module

Hangers $ 2,700
Straight-run pipe 2,732
Elbows 1,772
Welds 1,290
Insulation and handling 5, 389

$13, 883

e 24-inch Schedule 80 Downcomer Module

Hangers
Straight-run pipe
Elbows

Welds

Insulation and handling

$ 2,225
12,418
10, 942
53,707

8,071
$85, 363

Breakdown of the module costs, including
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There are eight riser modules and 16 downcomer modules in the 1500-foot tower.
The total cost of piping is, therefore:

8x $13,833 =% 111,064
16 x $85,363 = $1, 365,808
Terminal welds and hangers = 7,900
Total Cost = $1,482,1772
For the central reveiver, a 215 MW({e) capacity rated turbine-generator is installed.

The cost of this subsystem was taken from Appendiz A along with the heat rejection and
balance of plant costs for a 215 MW(e) capacity rating.

As shown in Table XXXI, the heliostate cost is the largest cost item in the reference system
design. Since an undisputed heliostat cost figure is not available, the total plant cost is
best reported as a function of the heliostat cost. The net energy cost of the reference
system is shown in Figure 169 as a function of heliostat cost. The energy cost is based

on a fixed-charge rate of 15 percent, and is based on direct (1974} dollars,

Table XXXI, Central Receiver Reference System Design Costs
147 MW(e} Average Plant Capacity

Land ‘ $0. 554 x 10°
Piping/insulation 1.483
Crescent receiver 3.160
Tower 8. 300
Turbine-generator fheat rejection 12,200
Balanhce of plant 9,245
Subtotal (without heliostats) $35.44 x 108
Total plant cost at $6. 85/ft? for heliostats [$92.435 x 108
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SECTION XI
CONCLUSIONS

A rigorous comparison of 11 candidate system design concepts, including both distri-
buted and central receiver systems, showed the water-superheated steam {850 psig/
900°F) central receiver system to be the preferred concept. This concept was selected
primarily on economic grounds with the prime cost factor, exclusive of storage, being
the mirrors., Flat surface heliostats are significantly less expensive than curved para-
bolic trough or paraboloidal dish collectors. Although the water-steam central receiver
was not optimized with respect to power level in this study, all indications are that the
optimum size will be of the order of 100 Mwle) or less.

Three other central receiver concepis were investigated: (1) a closed Brayton cycle
using helium, (2) a combined Brayton/steam Rankine cycle, and (3) a liquid godium /
gteam Rankine cycle. The water-superheated steam Rankine cycle was rated superior
on the basis of an optimum combination of conversion efficiency, cost of conversion
equipment, and maximum use of available technology.

Distributed system designs using several different type collectors were evaluated and
_compared. In order of decreasing economic desirability they are: paraboloid of revo-
lution digh, polar-mounted parabolic trough, north-south trough, east-west trough, and
flat plate collectors, These distributed systems showed a trend towards optimizafion
at a size below the range of our investigations (i, e., under 100 Mwie)). Itis possible
that these systems could become economically competitive in the low megawatt capacity
range.

The major economic igsue related to the implementation of solar electric gentierating plants
is their high capital cost. The low density of solar energy at the earth's surface requires
that large arrays of solar collectors (heliostats) be used for significant power generation.
These collectors account for approximately 70 percent of the total solar plant costs.
Consequently, design of low-cost, efficient collectors is the prime leverage item for
reducing solar thermal conversion costs to competitive levels, Furthermore, the

number of collectors required can be reduced by the use of higher efficiency conversion
cycles. ‘ b -
The best siting region for central station solar power plants is in the Southweatern
United States where the direct component of insolation is highest. The reference site
for this study is Inyokern South, located approximately 10 miles southwest of Inyokern,
California. Operation at thig site would require a negotiated diversion of water from
the Los Angeles Agqueduct in order to meet the make-up water requirements for evapor-
ative forced draft cooling towers. Water availability seriously limits the number of
potential sites in the Southwest unless advanced solar conversion systems with minimal
water roguirements are developed, The use of dry cooling towers with conventional
steam turbomachinery has a significant negative impact on total plant costs, primarily
through lowered cycle eificiency.

The major environmental impacts of siting solar thermal conversion plants appear at
this time to be:

e Large land area requiremenis and consequent land usage displacement
e Water requirements for systems utilizing conventional steam cycles

. Effect of large-scale construction practices on the desert biome
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For all central receiver and distributed collector concepts, several storage subsystems
were investigated but no satisfactory match-up was clearly identified. We believe that
a minimum half-hour storage capacity must be a system requirement to enable con-
trolled respense to transient inputs, Furthermore, the charge/discharge strategy of
storage utilization was shown to be one of the-critical design parameters affecting the
economic competitive capabilities of the solar thermal gsystems.

For a ceniral receiver system, the receiver subsystem design is among the most impor-
tant issues. A fully exposed, crescent-shaped receiver is the most promising design
for our reference central receiver system. Although a cavity-type receiver is an
attractive alternative, especially from the standpoint of convection and reflection logses,
the crescent receiver simplicity of design, erection, and conirol, the minimal thermal
stregses, and the time invariant heliostat aim strategy which ean be used, lead us to
prefer the crescent receiver at this time.

The flux distribution on the receiver is another critical parameter as it controls the
receiver heat transfer characteristics, Our studies have shown that receiver flux con-
trol, heliostat design and aim strategy are closely coupled. With the crescent receiver
design, a nearly axisymetric flux distribution wasg attained independent of time of day/
year using a time invariant aim strategy. )

A careful development of costs for all materials, components, and subsystems shows
that the cost of electrical energy from the ceniral receiver system is competitive with
conventional peaking power in certain parts of the United States. This compariscn is
strongly sensitive to collector costs,

Based on both technical and economic considerations, we conclude that the dynamic con-
version of solar generated heat to electricity is a feasible and potentially competitive
energy source, No technical barriers to its implementation exist; the major prerequisites
for economic viability are the design and production of low-cost hardware,
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SECTION XII
RECOMMENDATIONS

Based on the results and the experience attained in the course of this study program, we
believe that further work should be undertaken in both the central receiver and the dis-
tributed collector systems, For the water-superheated steam crescent central receiver
we specifically recommend the following:

e Heliostat aim strategy should be refined to attain flux disgtributions that
fully satisfy ilbre design constiraints.

e Thermal siress studies should be undertaken to ensure compatibility
with materials requirements,

e A transient control philosophy for all subsystem interfaces should be
developed. .

¢ Storage concepts should be designed to enable off-design conditions
operation,

s A charge/discharge storage strategy should be developed for economic
optimization,

e Low-coat heliostats should be designed and developed.
e Overzall system scaling and sensitivity studies should be underiaken,

e Conceptual design studies should be extended to alternate configurations
capable of using the high-flux /high-temperature potential of the central
receiver,

In detail, the aim strategy effort should address such issues as the side-to-side flux
balance, receiver size minimization and scale effects. The igsue of flux control prob-
lems with small-scale facilities such as the proposed test facility or the POCE should
be addressed, It is conceivable that systems smaller than those studied in this present
work will require a modification of the aim point strategy. The introduction of focusing
heliostats may also require a modified aim strategy. If thege developments do present
flux control problems, a thorough study should be very important in planning the future
areas of hardware development.

To date, the flux control and system design work has primarily centered around steady-
gtate operation. The next logical concern is transient responge. Under counditions of
broken cloud cover, a flux imbalance from side to side across the tube walls is poasible.
The extent to which this flux imbalance is really a problem and the control strategy
which will ensure the integrity of the system should be identified. At most, they may
require an array of insolation gsensor equipment in the mirror field to detect cloud pas-
sage and to effect a symmetric defocus of the heliostats to balance the flux loss,

Implied in this work is a detailed thermal stress calculation to assess the problem. A
transient control study should also be undertaken for the turbine generator, and heat
storage subsystems. The valving and control system, which bas to ensure steady opera-
tion from storage and direct collection during broken cloud cover operation, may impose
serious design and operating limitations which have not yet been identified, Detailed
storage design studies should be injtiated to examine both the backup capacity digplace-
ment and system transient control functions.
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Storage to date has been examined in terms of compatibility with the turbine inlet condi-
tions for standard modern turbine equipment. This restricted the study to storage gys-
tems which could deliver energy at essentially the same temperature as the energy
delivered directly from the collectors. The possibility of practical "dual-cyele' four-
flow turbines which can accommodate a wide range of inlet temperatures and pressures
greatly extends the range of possible storage concepts. For example, superheated
steam directly from the central receiver could be used during sunshine hours and
saturated steam generated from a lower temperature storage medium such as Therminol
66 could be used in the same four-flow turbine system. Charging of the storage system
could be accomplished from bypass or extraction steam during sunshine hours.

The other important area for further storage system investigation is the charge/dis-
charge storage control strategy, since the extent to which & given storage capacity ean
displace fossil backup equipment capacity is as strongly influenced by the utilization
strategy as it is by any other design parameter. '

The heliostat module is the single most important item in the overall system cost.
Efforts should be directed toward the design and development of low-cost heliostats with
particular attention to the economic optiraization of the heliostat operational functions.

Conceptual central receiver design studies should be undertaken to identify configurations
which can use the high-flux/high-temperature capabilities of the central receiver, In
particular, there are open-cycle gas turbine engines available which can operate up to
1800°F, If a high-temperature and high-performance receiver, using perhaps the latest
developments in ceramics, can be designed, the gas turbine systems will become very
atiractive. They will have high efficiency and low cost, can be mounted at the tower top
because of their low weight, and will require no cooling water for waste heat rejection.
The importance of cooling water scarcity in the Southwest should also motivate further
work on dry and wet/dry cooling tower technology.

The present study was chartered to investigate solar plants in the range from 100 1o

1000 megawatts electric, but the smaller-size plants appear to be attractive. Therefore,
overall system scaling and sensitivity studies, using the Monte Carlo simulation capa-
bilities, should be carried out. This effort should examine focusing heliostats and the
impact they will have on flux control,

In relation to the distributed collector systems, we recommend the following:

e A low-cost paraboloid of revolution dish collector should be designed
and developed.

e Storage concepts fully compatible with the distributed systems should
be identified to achieve economic optimization.

s Total energy systems studies should be carried out,
s Process heat capability utilization studies should be undertaken.
e Overall system scaling and sensitivity studies should be initiated,

We further recommend that an effort be made {o identify and define federal policy in
relation to federal land use for solar power plants in the Southwest,

It is also important that studies be undertaken to identify the environmental, socio-
political, and economic impacts of solar power plants, Associated with the latter effort,
gtudies should be undertaken to extend the geographic limitation of the present study
beyond the Southwest of the Continental United States to other regions of the country,
especially those characterized by median levels of insoclation,
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APPENDIX A
DISTRIBUTED SYSTEM SOLAR POWER PLANT COSTS

The major costs of a distributed solar collecior power plant are for:
® Turbine-generator/heat rejection equipment
® Balance of plant
¢ Steam generator
. Land
¢  Energy transport systém
& BSolar collectors

The cost estimates for each of the above items follows:

TURBINE-GENERATOR/HEAT REJECTION
Capital costs (including erection) of the steam turbine-generator, condenser, and cool-
ing tower as a function of gross electric generating capacity are given in Figure A-1,
These costs were obtained from the experience of Black & Veatch in the purchase and
installation of steam power plant equipment with turbine inlet conditions between 1000
pei/500°F and 1450 pgi/1000°F. The costs were corrected for inflation so that the curve
in Figure A-1 represents 1974 deollars. These are average prices for standard steam
cycles and are unlikely to be in error by more than 10 percent.
The costs in Figure A-1 are only valid if the heat rejection system is a wet cooling tower.
Either wet or dry cooling towers could have been selected, but higher efficiency wet
cooling was chosen for both the distributed system and the central receiver system for
a4 meaningful comparison. The use of dry cooling towers would increase the costs in
Figure A-1.
BALANCE-OF-PLANT
The balance~of-plant includes the:

] Turbine-generator base

. Condenser base

e  Structura) supports and bases for the feedwater heaters and deaerator

o Controls for the turbine-generator, pumps, and valves

° Control room

e  Plant building

. - Electrical substation used to transform the generated power to a state
suitable for transmission
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Figure A-1. Cost {Including Erection) of Steam Turbine-
Generator, Condenser, and Wet Cooling Tower
as a Function of Electric Generating Capacity

While it is beyond the scope of this project to prepare design specifications for this
balance-of-plant equipment, it is possible to estimate its cost.

T5 determine the balance-of-plant costs, five units which Black & Veatch has recently
designed were examined. For each of these plants, a comprehensive price breakdown is
available. The cost of the boiler, fuel handling equipment, pollution control equipment,
and the associated congtruction costs were subtracied from the total plant cost. The
expérience of Black & Veatch is that 80 percent of the general construction and structural
steel costs are associated with the boiler., The remaining costs were escalated at a rate
of 8 percent, compounded annually. The cost of the steam turbine-generator, condenser,
and cooling tower (Figure A-1) was subtracted from these cost figures. This yvielded
costs of $60, $45, $52, $42, and $40 per kilowatt(e) of installed capacity for the five

plants. These costs are shown in Figure A-2 as a function of installed capacity, and are
based on an operational date of 1975. They agree with current estimates of Black &
Veatch project managers. An average value of $42 /Kw(e) for balance-of-plant costs is
valid within the range of 100-700 Mw(e).
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STEAM GENERATOR

Based on steam generators currently in use, a cost of $16/Kw(e) was used in pricing the
golar plant steam generator. The Kw(e) number is the turbine generator nameplate
capacity,

LAND

The land area required for the collectors and sieam turbine generator components was
estimated at $300 per acre.

ENERGY TRANSPORT SYSTEM

Insulation

The type of insulation used depends on the maximum temperature of the pipe, price of
the insulation, and the amount needed. Three insulation materials were investigated in
detail: calcium gilicate; mineral wool; and fiberglass, The distributed system uses
caleium silicate, but the properties and costs of all three are given for completeness,

Calcium Silicate -- Calcium silicate is the standard insulation used in power plant piping.
The type bemg considered ia Therino-12, made by the Johns-Manville Company.
Thermo-12 is a rigid, white, hydrous calcium silicate msulat:.on molded into sectmns

it does not contain asbestos, The temperature limit is 1500°F,

Pipe insulation is a solid, hollow cylinder whose inner and outer radii are ry and ry.
regpectively. The equation for the temperature profile through the insulation is:
o - T, In {ry/r) + Ty In {r /r)
r In (ry/r,}

where T1 and T2‘ are the temperatures af ry and ry. Since the thermal conductivity of

the insulation is a function of temperature, the heat flow per unit length can be deter-
mined by an integration procedure. The thermal conductivity is shown as a function of
temperature in Flgure A-3.

The price for insulation mcludes the cost of the matenal jacket, and installation. Instal-
lation price iz assumed to be equal to the price of the insulation. Aluminum jackets
0. 016~inch thick are recommended. The installed price is given in Table A-1

Mineral Wool
Mineral wool iz made of long-fibered spun material formed in flat units reinforced on one

side with wire mesh. The type that was considered is Pres-Lok, made by the Keene
Corporation. A typical analysis of the wool gives:

SiO2 42 per;:ent
A1203 12 percent
CalO 30 percent
MgQO . 8 percent
FeO 8 percent
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Table A-1. Calcium Silicate Insulation Price (Installed)

Insulation Thickness Prices (/100 feet installed)

Pipe Size | One | 1-1/2 2 2-1/2 3 3-1/2 4
inches inch inches inches inches inches inches inches
1/2 142 217 303 352 409 577 725
1 158 234 328 371 458 614 770
1-1/2 176 | 258 164 409 503 | 851 806
2 188 278 377 423 528 871 827
2-1/2 205 303 405 454 561 700 859
3 221 311 426 491 597 745 917
3-1/2 . | 241 3356 158 | 536 642 781 949
4 266 348 483 573 679 843 1011
5 207 384 540 655 765 912 1131
6 319 401 558 704 822 992 1207
8 409 482 650 807 973 1179 1404
10 462% 586 188 970 1146 1404 1651
12 545% 875 912 1096 1295 1563 1823
14 | e18% 765 498 1221 1428 1675 1944
16 728% 864 1108 1343 1575 1841 2134
18 B11% 950 1206 1460 1716 2011 2305
20 893« | 1029 1322 1580 1838 2154 2473
22 970% | 1075% 1420 1698 1981 2217 2545%
24 1064% | 1142% 1489 1738% 2042% 2370% 2686%

% Based on Owens/Corning Fiberglass Prices,

It does not contain asbestos. The temperature Hmit is 1200°F. 'The thermal conductivity
is presented in Figure A-4. :

Mineral wool is light weight, moisture resistant, and noncombustibie, Itis recommended
for use only on pipes egual to or greater than 4 inches. Smaller pipes should be insulated
with calcium silicate.

The prices listed in Table A-2 for mineral wool include a 0. 016-inch aluminum jacket
and installation. Prices for pipes below 4 inches in diameter are for calcium silicate.
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Table A-2. Mineral Wool Insulation Price (Installed}

[nsulation Thickness Prices ($/100 feet Installed)

Pipe Size One 1-1/2 2 2-1/2 3 3-1/2 4
inches inch inches inches inches inches inches inches

1/2
1
1-1/2
2
2-1/2 Use Prices for Calcium Silicate Insulation
3
3-1/2
4 271 355 494 287 694 863 1036
3 304 393 553 669 783 034 1153
6 325 4409 5B9 719 843 1012 1233
8 417 491 666 821 992 1202 1431
10 # 593 803 988 1168 1438 1689
12 * 623 927 1121 1321 1601 1867
14 * 781 1021 1250 1463 1719 1995
16 * 883 1134 1376 1614 1889 2191
18 * 870 1234 1495 1758 2063 2367
20 * 1067 1353 1619 1885 2210 2639
22 * 1137 1453 1741 2032 2372 2726
24 * 1028 1524 1851 2181 25335 2877

* Prices unavailable.

Fiberglass

Fiberglass pipe insulation is

with a thermosetting resin.

is given in Figure A-3.

The prices listed for the fiberglass in Table A-3 include a 0, 016-inch aluminum jacket

and installation, Where double-layer insulation is required, only one jacket is pur-

chased.
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Table A-3. Fiberglass [nsulation Prices

Insulation Thickness Prices ($/100 feet inatalled)
Pipe Size One [ 1-1/2 2 2-1/2 . 3 3-1/2 4
inches inch inches inches inches inches inches inches

1/2 141 195 247 331 392 515 *

1 150 |- 209 270 343 437 545 *

1-1/2 163 | 227 317 381 473 588 715
2 173 241 326 398 501 622 726
2-1/2 185 269 330 427 515 636 744
3 197 275 364 450 535 668 §01
3-1/2 221 204 392 477 591 728 865
4 240 304 411 499 602 752 887
5 1 265 334 455 558 666 801 1002
6 283 347 480 596 743 903 1059
3 365 424 558 697 930 1031 1221
10 424 524 630 817 1070 1260 1441
12 508 587 777 934 1169 1361 1588
14 585 685 873 1035 1262 1490 1688
16 682 757 949 1136 1384 1615 1850
18 738 | 830 1028 1225 1507 1754 1992
20 807 890 1125 1329 1620 * *

22 876 | 965 1203 * s * *

24 954 * * * * # e

* Prices unavailable.

PIPING

Data in Tables A-4 through A-11 were generated to estimate piping costs of a distributed
collector field piping network, Costs are divided into unit costs for various sections,
and tasks-to-be-performed for pipe installation, A typical branch header unit is shown
in Figure A-5. Transportation of the unit by railroad cars limits the length of the unit
to approximately 80 feet. As much as possible is shop-fabricated with expansion loops.
Connecting pipes are field-installed,
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Table A-4, Expansion Loop Lateral
Distance Specification

Size of Temperature
Branch - B5Q°F 625°F
Header {Concept'No. 2) {Concept No. 3)
1/2 in, 8 ft. 9 ft.
1 9 10
i-1/2 11 12

2 12 13.5
2-1/2 13.5 15

3 15 16.5
3-1/2 15 17.5
4 17 - 18.5
5 18.5 21

6 20,5 22.5
8 23.0 26.0
10 26.0 28.0
12 28.0 31.5
14 29.5 33

16 31.5 35.5
18 33.5 37.5

Table A-5, Pipe Bending Cost

Nominal Bending
Pipe Bize Labor Cost
2 in, and smaller £113
2-1/2 137
3 164
4 208
6 315
B 460
10 584
12 NE:]
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Table A-6. Piping Material Costs
. Pool-Boiling Pressurized Water
(1100 psia) {2000 psia)
Nominal Pipe Material Pipe Material
Pipe Size Schedule Cost Schedule Cuost
1/2 in. 40 $ 0.40 80 $ 0.46
1 0. 55 Q.85
1-1/2 0.75 1.01
2 Q.82 1,17
2-1/2 1.28 1.75
3 1. 60 2.24
3-1/2 1.92 2,70
4 2.20 120 4,14
5] ] 3.08 6.07
6 60 5. 50 7.90
8 7.20 15,02
10 11.36 22,08
12 15, 48 31.04
i4 21.14 37.47
16 26.73 y 47.84
18 33.82 120 59.78
20 40.75 -—-— ---
22 45,00 - -—-
24 v 47.01 - ---
Table A-7. Shop Welding Costs-
Cost/Weld Cost/Weld
- 1100 psia 2000 psia 1100 psia 2000 psia
Size Pipe Pipe Pipe Size Pipe Pipe Pipe
1/2 i5 15 10 66
1 17 17 26 a0
1-1/2 20 20 56 112
2 24 24 i0 69 145
2-1/2 27 31 12 62 221
3 iq 35 14 120 276
3-1/2 33 41 16 150 354
35 53 18 196 434
;
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Table A-8. Support Costs
. Approximate
%f:ngfl ;S:%:S:I% Concrete ' Steel Total
ﬁeaﬁer Supports ' Material Labor Material Labor
inches) (feet) ]
1/2 $7. 00 7,00 31,35 22,80 68. 15
1 T.00 7.00 31.35 ‘ 22, 80 68, 15
1-1/2 9 7.00 7.00 31.85 22.80 68,65
2 10 7. 00 7.00 31. 85 22.80 68, 65
2-1/2 11 7. 00 7.00 32. 30 23.75 70. 05
3 12 7,00 7. 00 32,80 23.75 70.55
3-1/2 13 7.00 - 7,00 32,80 23.75 70, 55
4 14 7. 00 7. 00 33.25 24,70 71,65
5 16 7. 00 7. 00 33.75 24,170 72.45
6 17 7. 00 7. 00 37.05 24.70 75.75
8 19 7. 00 7.00 38. 50 24.70 77.20
10 22 7. 00 7,00 44.85 | 25.65 84, 50
12 23 7.00 7,00 46,75 25. 65 86,40
14 25 7. 00 7.00 50,76 26, 60 91,35
16 26 7.00 . 7.00 52.45 . | 27.55 94, 00
18 28 7.00 7.00 . 70, 30 28. 50 112, 30
20 29 7.00 7,00 | 77.00 | 29.50 | 120.50
22 31 7.00 7.00 85,00 30, 50 129. 50
24 32 7. 00, 7. 00 95. 00 31. 50 140, 50
Table A-9. Handling Costs
Sizé of Cost/ft. Size of Cost/ft.
Pipe to be | System No, 2 | System No, 3 || Pipe to be | System No. 2 | System No, 3
Handled (1100 psia) (2000 psia} Handled {1100 psia) (2000 psia)
1/2 in, $ 6.25(40) $ 6.25(80) 5 $ 7.90(40) $ 8.20{120)
1 B. 50(40) 6. 50(80) 6 8, 10(80) 8. 35(120)
1-1/2 6. 75(40} 7. 00{80) 3 8. 25(60) 8. 60{120)
2 7.00(40) 7. 00(80) 10 8. 50{60) 9.00(120)
2-1/2 7.25(40) 7.40(80) 12 8. 75(60) 9.50(120)
3 7.40(40) 7. 70{80) 14 9. 25{60) 10. 00(120)
3-1/2 7.60(40) 7. 80(80) 16 9. 75(60) 10, 60(120)
4 7. 80(40) 8. 00{120) 18 10, 60(60) 11.50(120)
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Table A-10. Field Weld Cost

Size of Pipe Cost

to be Welded 1100 psia 2000 psia
1/2 in. $ 25.{40) $ 25.(B0)
1 ) 37. (40) 37.(80)
1-1/2 ° 49, (40) 49.(80)
2 57, (40) 57.(80)
2-1/2 34, (40} 35,(80)
3 37.{(40) 41, (80}
3-1/2 41, (40) 46, (80)
4 44, {40) 60.{(120)
5 53.(40) 79.(120)
6 63. (860) 100. (120}
8 75.(60) 143. (120}
10 94, (80) 198.(120)
12 126.(60) 303.(120)
14 169, (B0) 390, (120)
16 223. (60) 4938.(120)
18 275.(60) 612, (120)

Table A-11. 2000 psi Pressurized Water Pipe Costs for an

80 ft. Branch Header

Nominal Straight Expansion Middle Field Handling Pipe Subtotal Teesg or
Pipe Pipe Loop Shop Welds and Supporta Sockolets Total
Diameter | Material Weld {2/line) Testing (6/1ine)

{in.} &2 | ) ($) (5) i$ i) ) ($) (s}

1/2 73.60 243, 20 30.00 100. 00 | 1235.26 1089, 60 2772, 66 238. 80 A011.46
1 104. 00 254, 40 34. 00 148, 00 | 1322.40 779,20 2643. 00 277.82 2820. 62
1-1/2 161. 60 250, 0D 40, 00 196,00 | 1440.46 609.60 2727.66 313,62 3041.28
] 187,20 305,60 48. 00 228. 00 | 1548. 40 548, 80 2866, 00 129. 84 2995, 84
2-1/2 280. 00 39520 62, 00 140,00 | 1RG4, 6O 505, 20 3id0. Bo 129, 84 3310.44
3 358,490 499,20 70. 00 164.00 | 1823.36 470. 40 2385, 36 129. 84 3514, 20
3-1/2 432. 0¢ 582. 60 82.0‘0 184,00 | 1914. 96 433. 60 3638. 58 129. B4 3768. 40
4 G62.40 780, 80 104, &0 240,00 | 1984.60 411,20 418§. 00 129,84 4315, 84
S 871.20 1134. 40 132. 00 316,00 (2146, 76 381.60 5061, 96 129. B4 5121. 80
§ 1264. 00 1510.4¢ 160. 00 400,90 [ 2265.20 356. 80 5957.40 129, p4 G0B7, 24
] 2403. 20 2910, 4¢ 224.00 572.90 |2518.36 324. 80 8250. 76 120, 84 4080. 80
10 3532. 80 4516. 80 230, 00 102,00 [2B04.40 307,20 12243. 20 128, B4 12373. 04
12 4966, 40 6706, 80 442, 0O 1212.00 f3123.60 300.80 16g41, 80 129, 84 16971, 44
14 5885. 20 8480. 00 5562.00 1560. 00 | 3420, 00 281,20 20298.40 129, 84 20428. 24
16 7654. 40 11680. 00 108, 00 1862, 00 ]3B05.40 289, 680 26129.40 129, 84 28259. 24
18 a564. 890 14880. 00 868.00 | 2448 00 [4303.30 321,60 32385.70 129, 84 L32515. 54
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Expansion Loops

An expansion U-bend is used approximately every 80 feet in the piping network., The
expansion loop is shown in Figure A-6,
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Figure A-8, Expansion Loop

The lateral distance 1., required from the branch header, is tabulated in Table A-4 for
two operating temperatures,

The cost of an expansion loop is based on a material charge and a bending charge. The
‘material charge is found by multiplying the required length of piping by the material cost
per foot, The required length of piping is based on the length, L, and a bending radius

of 5 nominal pipe diameters. ‘

Length = 2L+ 10D (W - 1}

The charge for bending the pipe is taken from March 1, 1973 unit price schedules of
Southwest Fabricating and Welding Co. Thesge charges are shown in:Table A-5,

Costs beyond the table range are extrapolated as needed. The material costs per foot
are shown in Table A-6.

Material

The charge for piping material is dependent upon the pipe size and pipe schedule re-.
quired. The pressure-temperature range, pool-boiling and pressurized water systems
were used to determine the pipe schedule required for the cases of Table A-6. These
costs are for seamless carbon steel pipe to specification ASTM A-108, Grade B, as of
January 1, 1974,

Normally, production runs of carbon steel piping are made in roughly 40-foot lengths,
It has been assumed that a shop weld is necessary to bring the length to 80 feet. The
price for shop welding is given in Table A-7, as taken from Southwest Fabricating and
Welding Co. price schedules,
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Pipe Supports

Pipe supports are installed so that branch headers are raised approximately 2 feet abave
the ground. Since the hot and cold branch headers run next to each other, each support
stand can hold both pipe lines (Figure A-T).

U-CLAMP
l G BOLT
BRANCH
HEADERS ' U-CRADLE
3% PIPE SUPPORT
GRADE

'|' A S
I
" 18" ¢ CONCRETE

]
]
i
i
*T’ o (3'- 6" DEEP)

Figure A-7. Pipe Support Concept

The labor and material costs of the supports, along with the spacing between supports,
. are given in Table A-8 as a function of the size of branch header.

Handling

Handling costs are charged for the labor to move the piping into position and to test com-
pleted unit modules, The handling includes the straight pipe and expansion loops lengths.
The costs of handling are given in Table A-9 in dollars per foot. The pipe schedule is
added parenthetically.

“ Welds

The cosat of field welds as a function of pipe gize is given in Table A-10. It is assumed
that straight pipe sections are shipped in approximately 80-foot lengths such that welds
are required at each end of the section connecting with the expansion loop, When the
pipe size changes from one section to the next, an additional weld is charged for the
adaptive contraction or expansion pipe. The welds are sccket welds for pipe sizes
below 2 inches, and butt welds for pipes greater than 2 inches in diameter.

Total Charges Without Connection Pipes

The unit costs of Tables A-4 through A-10 can be used to generate the cost of an 80-foot,
inatalled pipe section. These are shown in Table A-11 for the 2000 psi pressurized-
water system concept. The costs of tees or sockolets i8 added, assuming there are six
collectors per 80-fooi section. For 1/2-inch connecting pipes, tees will be required for
branch headers less than 2 inches, The cost of the tee, shop welded into the branch
header line, is estimated below:
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The cost of sockolets is estimated at $21. 64 each (includes material, weld and drilied

Pipe Diameter

Cost{ Tee

1/2 in.
1
1-1/2

$39,
46.
52.

80
27

27

hole), as taken from Southwest Fabricating Co, price schedules.

Table A-D, Handling Costs

Size Of
Pipe To
Be Handled

1/2"
1
1-1/2
2
2-1/2
3
3-1/2

4
]
6
8
10
12
14

18
18

Cost/ft.
Sysatem No, 2 System No, 3
(1100 psia) {2000 psia)
$ 6.25(40) $ 6.25(80)
6. 50(40) 6. 50(80)
6. 75(40) 7. 00(80)
7. 00(40) 7. 00(80)
7. 25(40) 7.40(80)
7.40(40) 7. 70{80)
7. 60(40) 7.90(80)
7. 80(40) 8.00(120)
7. 90(40) 8.20(120)
8. 10(60) 8.35(120)
8. 25(60) 8. 60(120)
8, 50(60) 2, 00(120)
8, 75(60) 9.50(120)
9. 25(60) 10, DO(120)
9. 75(60) 10. 60(120)
10, 50(60) 11, 50{120)
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Connecting Pipe

The piping which connects the collector to the pranch header must be bent in some cases.
The material costs of the connecting pipe is found by adding the straight pipe material
cost to the cost of bending the pipe, The bending charge is based on a "pudgetary’ esti-
mate obtained by Black & Veatch for bending 1/2-inch carbon steel, schedule-40 pipe.
(See sketch below. )

The cost-per-bend estimate is $26.

The length of connecting pipe and the number of bends required is determined by the col-
lector type, orientation and spacing. The following procedure is used to estimate these

parameiers:

a}) North-south or east-west trough collector:

From a side view, the piping required te connect the collector to branch
header looks like that shown in Figure A-8,

The digtance X is determined by the collecior spacing as,
X = Lef2-20,

where Lec is the length of the spacing rectangle surrounding the collector
(Figure A-9).

Since the vertical distance between the branch header and collector is
uncertain at this time, it has boen estimated at iwo feet, One bend is
needed for each connecting pipe when the connections are over 5 feet
from the branch header. The connection is agsumed to be made to a
shop-fabricated connection joint after the shut-off valve. The connection

joint is assumed to be a part of the collector fabrication.

b} Polar trough collector:

The polar trough collector is assumed to be mounted at a 33-degree
angle to the ground, The piping required connecting pressurized water
is the same as for the east-west or north-south mounted trough for one
ecollector. An additional (40 cos 33°) foot of pipe length is required to
run under the collector south of the branch header. For the water-steam
case, it may be necegsary to connect the elevated end of the collector.
The necessary pipe length is added and supparts and bends are included
as required.
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Figure A-8. Determination of Distance X
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c} Dish collector ?

From a side-view, the assumed piping needed to connect the branch
header to the dish coliector looks like Figure A-10.

SOLAR
COLLECTOR
1/2" SOCKOLET
I CONNECTION .

Fw 1/2" GATE
BRANCH 1/2" CONNECTING VALVE

" WEADERS A PIPES

’

PIPE = w,__ 90° BEND

SUPPORT
! X -

" l GROUWD

Figure A-10, Dish Collector Piping

The distance X is determined by the collector spacing to be,

X = Le/2,
where Le is defined as before. A vertical pipe run of two feet was again
uzed and one bend per connecting pipe is assumed for connections longer
than five feet,
Tor all collectors, the shut-off valves have been costed at $12 for the

1100 psi water-steam concept, and $72, 50 for the 2000 psi pressurized
water concept.

SOLAR COLLECTORS

Collector costs are given in Sections VI and X.
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APPENDIX B
THERMAL CYCLE CALCULATIONS

The trough or dish collector distributed systems candidates use standard steam turbine-
generator power plant equipment. By surveying a number of available units, a method
for obtaining reliable turbine-generator /heat rejection system efficiency was developed,
For pressurized water system concepts, a method for computing the heat exchanger
temperature requirements was formulated. This appendix documents the methods and
gives exampie results for varying turbine inlet conditions and feedwater temperature
ratios.

A thermal cycle has a theoretical net heat rate, calculated as follows. From the turbine
throttle inlet temperature and pressure, the inlet enthalpy (ho) and entropy are obtained,

The steam is then assumed to expand isentropically until the condenser pressure is reached,
From the condenser pressure and the entropy, the enthalpy of the exhaust steam/water
mixfure {hs) is found, The difference between the original enthalpy and this new enthalpy

is the maximum amount of heat which can be extracted in the thermal cycle and theoretically
converted to useful work., The entropy and enthalpy of the feed water leaving the condenser
are quite different from the turbine exhaust conditions. Frorn the actual temperature and
pressure in the condenser, the enthalpy (ha) of the feed water is found. The difference

between the original inlet enthalpy and this feed water enthalpy is the heat which must be
added to the fluid in the cycle. The quotient of the actual heat added divided by the maximum
possible heat exiracted as work is now multiplied by the conversion factor of 3413 Biu/Kwh.
The result is the theoretical heat rate (THR) for the particular thermal cyele,

ho - ha
THR = 341.3'1'1—_-—})—-
o s
Efficiency is simply defined as the inverse of the heat rate divided by 3413,

A number of turbines for which the net heat rates are known were compared with their
theoretical heat rates. The results are shown in Figure B-1. All of the units surveyed
for this figure have a feedwater temperature ratio (FTR) of 0. 8, !

It can be seen that, except for small units, the ratio of net heat rate to theoretical net
heat rate is independent of size. All the points are plotted for valves wide open and a
condenser pressure of 2 inches of mercury.

For solar power plants the final feedwater temperature ratio optimal may not be the same
as for conventional plants, To provide the capability to vary the feedwater temperature
ratio, an analysis of small units which use litile or no regenerative feedwater heating was
performed. A correlation was found between final feedwater temperature and net turbine-
generator heat rate. The feedwater temperature ratio (FTR) is calculated as:

prr - FE - Te
TIN N Tc
where
TFF = final feedv_vater tempe.rature, i.e,, temperature following last
regenerative heater, if any
TC = saturation.temperature at condenser pressure
TIN = saturation temperature at turbine inlet presgsure
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The ratio of net heat rate of theoretical heat rate is plotted versus FTR in Figure B-2,
Figure B-2 was developed for turbine inlet conditions of 1000 psia and 500°F, The num-
bers are probably quite good for any cycle used in the pool boiling or pressurized water
systiem concepts. .

To determine the dependency of heat rate upon load and condenser pressure, a number of
steam cycles were tabulated, It was found that thesge variations were highly consistent.
The average values are shown in Figure B-3, The curves are normalized to valves wide
open and 2 inches of mercury.

It was assumed that the cooling tower would be designed for a 13°F approach at a wet bulb
of 7T6°F. With this assumption, it is possible to calculate the cooling tower approach at
other flows and wet bulbs using performance curves prepared by the Marley Company,
These other approaches are shown in Figure B-4.

It was assumed that the condenser would be designed for a back pressure of 3.5 inches
of mercury at a circulating water temperature of 89°F. With this assumption, the con-
denser pressure at other flows and water temperatures were found using a condenser
analysis program developed by Black & Veatch. These values are shown in Figire B-5.

Since the variation of heat rate with load is known, the throttle flows as a function of load
can be calculated. These values were normalized to valves wide open.

The net heat rate can be calculated as follows:
1. Choose a wet bulb and load condition,
2. ¥From Figure B-4, determine the cooling tower approach,

3. The sum of the wet bulb and the approach is the circulating
water temperature. ’

4., From Figure B~5, determine the condenser pressure,
5. From FigurebB—S, determine a multiplier.
6, Use Figure B-2 to determine another multiplier based on FTR.

7. For the thermal cycle in question, calculate the theoretical net heat
rate as explained in the beginning of this appendix.

8. The desired net heat rate will be the product of the theoretical net heat
rate with both multipliers, :

As an example of the method, the results for efficiency versus turbine inlet temperature
for saturated steam, steam with 50°F superheat, and steam with 350°F superheat are
shown in Figures B-6, B-T7, and B-3, resgectively. The results shown are for valves
wide open, a cooling tower approach of 13°F at a wet bulb of 76°F, and a back pressure,
of 3,5 inches of mercury.

INLET AND OUTLET TEMPERATURES OF THE HEAT EXCHANGER

The heat exchanger required for the pressurized water system was modeled as the three
separate heat exchangers shown in Figure B-92, (For saturated steam at turbine inlet,
the superheater is not used.) An iteration scheme was devised to satisfy the first law of
thermodynamics across each heat exchanger. The first law equations for each unit are
as follows:
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Preheater

_m
B(T, + ATy) - BT ) = B Tnery) - BT )

cold
Boiler
h(Tg} h(T2 + aTz) = o [hv(Tz)j
Superheater
h{T - 2T [yt h(T,))
hOt) - h(TB) = ﬁ'.l.C ( 1) - ( 2 o
where
© 1T ) . .
; = mass flow ratio of turbine fluid to collector fluid
.ome
h(x) = specific enthalpy at x condition
hv(X) = gpecific heat of vaporization at x

The heat exchangers were assumed to have no heat losses. Approach {pinch-point)
temperaiures le and L\.T2 were used ag the driving forces in the superheater and boiler,

respectively. As shown in Figure B-10, A'I‘l minimum was 15°F and minimum AT2 was
20°F.

For a given collector side fluid, turbine side fluid, mass flow ratio, and turbine conditions
(i.e., Tl’ Pl' and FTR), the heat exchanger inlet and outlet temperatures can be found,

Sample results of these calculations are plotted in Figures B-11 through B-13, In each
case, the collector fluid is pressurized water at 2000 psia. The heat exchanger inlet and
outlet temperatures are plotted for various mass flow ratios as a function of turbine inlet
temperatures.

Figure B-11 shows the heat exchanger inlet temperature for a turbine inlet with steam at
50°F superheat, It is noted that the heat exchanger inlet temperature is independent of
the feedwater temperature ratio. However, the heat exchanger outlet temperature varies
with the F TR, Figures B-12 and B-13 show the outlet temperature of the heat exchanger
at feedwater temperature ratios of 0.8 and 0. 0.
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‘ APPENDIX C
POWER TOWER SIMULATION CODE

A power tower simulation code (Heliak IV) was written to simulate the power tower optical/
thermal performance. This is a presentation of the methodology employed within this
code., Basically the premise of the method is that the incident flux on the power tower
receiver over the direct solar flux on the heliostat field is equal to the convergent ratio

of randomly drawn rays which reach the receiver divided by the total number of rays

drawn uniformly over the heliostat field with appropriate scaling of each ray value for
reflectance and absorptance losses, etc,

The ray trace flow chart follows the physics of each interaction of the rays as they en-
counter or miss each surface (see Figure C-1). The first function block in the power
tower code flow chart is the wniformm draw of ray start points over the collector field.
Specifically, points are drawn uniformly over an imaginary surface which covers the

field of heliostats called the test plane. If the mirrors were allowed to assume all possible
rotational attitudes, they could occupy all points within a sphere centered around the helio-
stat center. If all such spheres were bounded by planes tangent to the top and bottom of
each sphere, the test plane would be the upper plane and the lower plane would be the
ground plane, Figure C-2 shows an edge view of this. Once a ray start point is drawn,
the trace of the ray from its start point on the test plane to its terminus on the ground
plane can be found,

The unit vecior UR is a anit vector aleng the ray path fromthe sun’s center to the point
on the earth's surface at which the seolar plant is located., Variations in the direction of
this ray with position on the field are not considered. This amounts to an error of
approximately 1 minute of arc per mile of distance from the tower base. The heliostat
field is assumed to be a flat plane tangent to the surface of the earth at the tower base,
If this were exactly true, there would remain only a very small angular error due to the

change in position of the heliostat relative to the earth's orbit plane {(about 10-6 degrees
per mile from the tower bage),

Figure C-3 shows that only those heliostats which are "close' or "along' the ray trace
from the test plane {0 the ground plane could be involved in redirecting the ray. It is
important to lirnit the number of "hit tests'" (subroutine HITUM) to be numerically per-
formed on each ray to those heliostats which lie along the ray path, Clearly, if all

{nominally 105) heliostats were tested for a hit for each ray drawn (nominally 105) the
run time wouid be prohibitive. A simple algorithm performs the identification of the few

{nominally 101) heliostats which can interact with the ray.
The identification algorithm (subroutine FINDIT) is based on two facts:

e The spheres of influence of the individual heliostats do not overlap
each other.

e The heliostat center locations can be uniquely identified with an
ordered pair of integers.

Consider a top view of the test plane with a {ypical ray path drawn (see Figure C-4). In
this example heliostats {3, 2} and (1, 3) are the only possible units which could redirect
the ray in question, depending on where the tower is relative to this point in the field.

The identification algorithm uses simple integer arithmetic to find the integer identifica-
tion code of the closest heliostat to any point (xp, yp) on the ray path.
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The method used is to first find the closest heliostat to the ray start point. Then the
clogest heliostat to the terminus is found, If the closest heliostat to both ends of the line
is in fact the same heliostat, then it is the only one that the ray could hit, Figure C-b
shows various examples of this. If the indices of the closest collectors to each end differ
by at most one, then there are no collectors between the identified two collectors which
could be involved in the redirection of the ray. Thus, only the two identified heliostats
need be further considered, Several examples of this are shown in Figure C-8.

Finally, we have the case where the closest he liostats to the end points are different by
more than one designation index {as in Figure C-4). In this case, the program simply
divides the line segment from the start point to the terminus into many pointg and then
finds the closest heliostat to each of the points. The spacing of the fest points along the.
line is not critical as long as it ig less than one heliostat radius. When this test sweep

is complete, the code has found a list of one, two or perhaps many different heliostats
which could redirect the ray. The requirement that the heliostats cannot overlap guaran-
tees that there are no other heliostats which could redirect the ray. This list of closest
adjacent heliostats is in fact more heliostats than could physically be invalved with the
ray. In Figure C-4, for example, the routine would find (3, 23, (2, 2), (2, 3), and (1, 3).

It would be possible to further reduce the list of heliostate to be tested by using the dis-
tance formula to rule out any heliostats which are further than one collector radius from
the ray path at its closest point. This was not done in the program because the distance
formuia requires almost as much computation time to execute as does the hit test itself
and would add more complexity to the code.

The next step in the process is to test all the mirrors on the list of possibilities for a
reflection of the ray. The HIT test geometry is shown in Figure C-17 where D is the
heliostat diameter, (x_, yp) are the east and north coordinates of the ray start point,

(I I) are the designation numbers for the heliosiat to be tesied, and UR i3 the unit vector
from the sun center pointing toward the earth at the heliostat field, and UMN i the unit
normal vector to the {I, J) heliostat with (xc, yc, zc} the coordinate triad of its center of

rotation,
X, * I1Ax {C~1}
Yo T JAy (C-2)
z, = DJf2 (C=3)

where Ax is the east-west row spacing and Ay is the north-south gpacing. The vector
from ihe start point to the hit point on the plane of the he liostat (UR) is given by:

VR = UR L (C-4)

where L is an unknown length,

Recall that any line not parallel to a plane must intersect the plane (not necessarily within
the heliostat mirror boundary) at one and only one point. Thus, there will always be

a real value of L, We can also write a vector from the ray start point to the center of
the heliostat {(to be called SC}, which is given by :

3C = UI{E} (XC - xp) + UW (yc - yp) + N ZC (C-5)

where (UE) ig a unit vector along the local east direction (positive east), (UN) is a unit
vector along local north (positive north) and (N} is the unit normal to the earth surface
{(vertical up poditive),
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Thus, substituting Equations (C-1), (C-2), and {C~-3) yields
§C = UE (Tax-x)+ UN (7 83-3 )+ (D/2N (C-8)
Since both SC and UR go from the same peint in spacé to the surface of the plane normal

to UMN, they must have the same projected length along UMN even though they do not enter
the UMN plane at the same point. Thus, we can write the identity

§c. UTN = VR - UMN | (C-T)
and from {C-4) we have

- — - —

gC - UMN = L UR - UMN (C-8)

which is a scalar equation for the unknown length L. Now that we know the vector VR
we can calculate where VR touches the plane relative to the heliostat mirror center,

The vector in the heliostat mirror surface plane from the center of the heliostat out to
the point where the ray hits the plane {RR) is given by

BER = VR - 5C
- - (C-9
L UR - 5C

And sincethe mirrors are circular, the hit test simply involves finding the magnitude of
Rh and comparing it to the heliostat radius. For square or other shapes, a slight modi-
fication to the logic test on RR is necessary. The order of heliostats tested in this way
is from the ray start point to the end point. Thus, the first time a hit is found the ray is
redirected. Succeeding heliostats (if any) are also tested and any hitg are added to the
shadow count. ) :

Notice that FEquations C-7 and C-8 require the unit normal (UMN) to each heliostat (I, J}
tested. The unit normal (UMN).is shown in Figure C-8, where U™ is the unit vector
pointing from the heliostat center inwards the tower receiver center (or aim point
wherever it is), Figure C-9 shows how a normal vector (MN} can be constructed,

Thus,
MN = UT - UR (C-10)
The unit normal is simply
N - - - -
UMN = (UT - UR)/|UT - UR] (C-11)

The vector LT is found from the non~unit vector {T) from the helioatal center (xc, Yor

D/2) to the tower top (0, 0, Th), where Th is the tower height. Thus,

[T - - - .
T = -, UE-chN+(Th-D!2)N+5 {C-12}

where 0 is a perturbation vector which allows placement of the aim point(s) at other than
the tower top receiver center,

.

The unit vector U_’.I' then is ’

uT = T/IT| (C-13)
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To this point,the analysis has not involved the finite size of the sun or the tracking uncer-
tainties of the heliostats. This simply means that the ray has been traced from its uni-
form draw start point to the mirror or the ground, Physically this means that we have
ignored the finite size of the sun and the tracking errors in the shadow analysis, The
finite sun and finite tracking errors tend to "blur' the edges of the mirrors and the edges
of the shadows somewhat when taken on average over the whele field.

If at this point in the flow, one of the heliostats on the list of possibilities has in fact tested
out to have a hit, we proceed to perturb UR and UMN for the finite sun size, the tracking
errors and the mirror surface slope uncertainty. 7To begin the perturbatlon process a
ray start point is drawn over the sun's face. The simplest case of this is the assumption
that the sun ig a "flat" disk of brightness in the sky. The plot of this is shown in Fig-

ure C~-10, The uniform draw over a disk is simply a uniform draw over the polar coor-
dinate (9) and a weighted draw over p (see Figure C-11),

The weighted draw over p comes from the fact that more rays must be drawn in the
annunlus p to p + dp at large values of p than at small values of p. Another way to con~
sider this is to plot the sun's energy from 0 out to p versusp. (See Figure C-12.) The
formula for this curve is simply

E = (p!p 2 (C-14)

max

where ET is the total energy from the sun's disk and pmax.is the maximnum angular

extent of the sun,

Thus, if we want to draw uniformly over the area of the disk, we simply draw uniformly
over the abscissa (energy axis) of Figure C-12 and Equation {C-14} is inverted to find the
ordinate value (p} which we want, Thug, if we draw the random number X, uniformly

from 0 to 1 then the value of g for each x4 is given by the inverse of Equation {C-14) or
® Pmax 7*1 (C-15}

The (8) coordinate is found from another {independent) uniform number xz drawn from 0
to 1 by

g = 2m %q (C-186)

If we arbitrarily define two axes in the sun face {UXl, Uzx, ) then the rotation angles of
UR about these axis (A 8y, ﬂ62) are shown in Figure C-13, which are given by

Ag

1 p sin @ (C-17}

ﬂez pcos g (C-18)

Thus, we can perturb UR into U:.R' with

- (UR - Tande, UX1 - TanAg, UX2)
UR' = — 1 (C-19)
‘\/5+Tan A82+Tan &91

The three-space drawing from which this can be derived is shown in Figure C-14,

Notice that (IfR, Ile, U:.X2} form an orthonormal triad.
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This is all the vector algebra necessary to incorporate the finite sun gize into the analysis,
The computer code includes a limb-darkening option and an option with limb darkening
and scattering outside the geometric sun perimeter,

The process we have outlined here is the same for both of these options except that the
weighted draw of p is weighted in such a way that the draw is again uniform over the new
solar disk energy distribution. This involves plotting brightness versus angular distance
from the sun's center and integrating energy as before, Then, the integrated energy
curve is curve-fit and the fit function is inverted. This inverse function {analogous to
Equation (C-15)] is then the basis for the draw.

The next step in the trace proceseg i5 to perturb the unit mirror normal UMN for the un-
certainties in heliostat tracking. This involves a rotation of (UMIN) about an axis (the
first tracking axis) which is not normal to it. The tracking axes are assumed to be
standard gimbal mounts (Figure C-15)with the first axis (attached to earth) vertical ()
and the second axis perpendicular to (N} and hence parallel to the ground as it rotates with
the heliostat about (N}.

The essential vectors drawn alone are shown in Figure C-16.

We define the plane of (ﬁ) and _(UﬁN) and then (['IE'TX) is normal to it. We first construct
a vector normal to (N) from (N) out to the tip of (UMN) (non unit), called (NORM).

NGEM = UNN - (UMN ® N) N (C-20)
and ' .
UBX, - (N x UF)/ (N x TN | (C-21)

There is the potential for at most one helicstat in the field for which (UMN) is equal to (N).
Such a heliogtat must be positioned in cxactly the correct place to cause {Equation C-23)
to become singular and in millions of rays traced to gate thig has not happened. Clearly,
as (UMN) is rotated around (N) the component of (UMN) along (N) remains unchanged. It
ig, in fact, only (NORM) the component normal to (N) which rotates. With rotation about
(N) of 86, the (NORM) component of TMN is forshortened by a factor of cosine of 4¢,;

this component is simply

———
{NORM) cos A (t)l

JE—. —
The component along UAX is the magnitude of {NORM) scaled by sind ¢>1 or in vector
i ——
form iNORM| sin.‘.\a&l UAX . Thus, the perturbed heliostat normal due to rotation Mﬁl
about N{GMN) is given by

...._‘./ —— o, — ety ——
GMN, = (OMN - N) N + NORM cos By + |NORM/| sin&¢, UAX (C-22)

- B . . - . . - r— 1
A top view (Figure C-17) of this looking down N in which (NORM} and UAX') are true
lengths may help clarify the derivation of (C-22).

PNV 'Y

e -t . '
The perturbation of (UAX) into {(UAX y due to the rotation about (N) is derived from

Figure C-17 also
af N — ——
AX - UAX cosi¢, - NORM sinb¢ |NORM | (C-23)
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Notice that NO. F{T.VI/ iNORM| is simply a unit vector along norm which we have not elected
to give a spec ial ngme. We are now ready to perform the second tracking error rotation
which is about (JAX) to get (UMN'’),

. - e
For thig next rotation we construct an orthonormal tfriad (N, UAXI, UAXZ) where

5 /7 a
UAX, = UAX x UMN’ (C-24)

This now is a standard coordinate rotatlon of two perpendicular vectors {N Uﬁi ) about
a third perpendicular vector (TAX ) This type of rotation can be found in any text and

the result is simply

TMN' = [(GMN'e N) cos ag, + (TMN' « TAX,) sin Mz]ﬂf
el ] re—— ———i ; —
+ [OMN' - UAX,) cos b4, + (UMN' ¢ N) (C-25)
in A ] —
sin cbz UAX2

—
where. Aq&z' ig the error angle of rotation about the second axis. We get UAX2 from

Usz = UAX xUMN (C~26)

———
Notice that (UAX UAX{) are in the heliostat mirror surface plane before the L\(,‘Dz rota=-
tion and that UAX , TAX ) lay in the surface after rotation,

The error angles (4 051, A qﬁ2) are drawn at random with a normal distribution {standard

error distribution) having a mean and variance specified by the user of the program, If
the details of the heliostat drive mechanism become available, any other reasonable
distribution of error angles which more nearly matches the reality of the system could
be substituted easily for the normal distribution,

The next and final perturbation of the heliostat mirror normal is the angular rotation
which represents mirror surface irregularity. The sketch of this perturbation is shown
in Pigure C-18.

by Y 7 3 I
Thus, the final perturbed mirror normal (IMN™" ) is given by

—— —
TN’’’ = OMN’ cos 8, +sin 8, [UAX{ cos 8, + UAX, sinﬁz] (C-27)

where §, is drawn uniformly from 0 to 360 degrees and 61 ig drawn with a normal dis-

tribution having a specified mean and variance. Physically, what this last perturbation
means is that the mirror surface normal is locally out of alighment with the average -
normal by an amount 61. The plane in which the 63 rotation oceurs is equally likely to

occur in any direction around the local azimuth, Recall that at thig point in the trace we
can find the position on the heliogstat of the ray being traced from the vector RR. With
this we could include a perturbation of the normal which was a function of position on the
heliostat surface, Such a position-dependent variation could be a gravity or wind load
deflection. If the wind forces and deflections were known only stochastically, this also
could be included in the analysis. Also a curvature of the mirror for focussing can be

added here,
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If the design tradeoff stud_i"es should reach the level of trading off structural stiffness to
effect cost saving against collector efficiency, it is practical to model these issues with
the existing software and involve only minor changes to the perturbation routine,

i 187

US, = UR - 2(UR’- UMN'"" OMN

1 (C-28)

To review, T.;Sl is the reflected ray which includes the effect of a finite sun size (through
UR’ and an imperfect tracking drive and mirror surface (through TMN'"").

The next step in the trace is to determine whether or not the ray {U-.Sl) passes cleanly out
of the mirror field on its way to the eceiver or is blocked by an adjacent heliostat,

This process of finding a blockage event involved exactly the same vector algebra and
methodology as did the ideatification and hit testing of all the heliostats which could
reflect the incoming ray (UR). Step one is to find the list of all heliostats which could

block the ray on its path to the test plane, The top view of the ray trace from its reflec~
tion point on the heliostat out to the test plane is shown in Figure C-19.

In side view, this is shown in Figure C-20,

For purposes of deciding whether or not {LrSI) is blocked we will ignore the effect of the
small error rotations on {(RR) {UMNI) and (UMNz). This is exactly true in the case of

perfect optics, and results in translations of the reflection point, and the edges of the
heliostats by distances the order of inches while all other pertinent distances (such as
the center to center spacing of the heliostats) are of the order of many feet.

The start point of US1 is at (Xg. Y.) where: '

X, = AX 1l +RR'UE
- - (C-29)
YS = AY.J1l + RR * UN
The ray US1 extends a length (Lt) out to the test plane where {Lt) is given by:
D/2 - (BR + L, US1)eN (C-30)

In words, Equation (C-30) means that the distance from the center of the heliostat to the
test plane (D/2) is equal to the projection of a vector from the center to the test plane,
projected on to the normal to the test plane, Clearly, Equation (C-30) can be solved
for (Lt). The location of the point where US1 crosses the test plane is given by (Xt’ Yt)
where

it

X, = X101+ (RR + L, GS1) = UE

¥y

{C-~31)

i

AY.J1+ (RR +Ltﬁ's1). UN

As before all heliostats along the path from the ray start point (XS, YS) to the terminus
(Xt, Yt) are found and the previous logic tests are used to reduce the list to a minimum,

'.I%e remaining identified heliostats (I2, J2) are then tested to find the position where the
US1 ray crosses the heliostat plane ( ). The first vector needed in the test is the vector
from the center of heliostat {I1, J}) aut to heliogtat (12, J2) called VC as in Figure C-21.

273



274

NP1

Figure C-18, Perturbation Sketch

ELt
PLANE HELIOSTAT CENTER

CROSSING

POINT O
——
RR
REFLECTION
POINT

Figure C~19. Top View, Ray Trace

—_
1 CROSSES AT PLANE
. FOINTWHERE S CROSSES AT PLAVE ey oy e
——
NERN TONL

HELIGSTAT
(a1, J

™~ CENTER

—
RR

TYPICAL

HEL10§TA REFLECTION POINT
I el —— —— —— GROUND PLANE

Figure C-20, Side View, Ray Trace



usl e
—_—
VL
L]
a1, ab (2, J2

Figure C-21. Needed Vector

VC = AX (12 - 1) UE :
- (C-32)
+ AY (J2 - JI)UN

As before, the length (L) of the U_‘Sl ray out to its hit point on the (I2, J2) heliostat plane
is given by:

— — —t -t [—
(RR1 + L US1) » UMN,, = VC » UMN, (C~33)

where RR1 is the vector from the heliostat center to the reflection peint on heliostat (11, J1)
and UMN2 is the unit normal to heliostat (12, J2}, After solving Equation (C-34) for L we

can find (RR2)
RR2 = 051 L + RR1- VC _ (C-34)

-k
For a circular heliostat the magnitude of RR2 is compared with the heliostat radius to
find out if the (I2, J2) heliostat blocked the ray. If the ray is blocked, the trace ends,
the blocked ray count is incremented, and a new ray is drawn. The remainder of the list
of candidate blocking heliostatus is not checked for multiple blockage. If all the heliostats
on the list do not block the ray, it gets cleanly away from the field and the ray is traced on
up to the receiver.

The current versions of the code can find the intersection of the ray USl with any combina-
tions of sphere and cylinder, truncated cone, cruciform and crescent shapes. KEach of
these routines determines whether or not the ray hit the receiver and if it hit, where on
the receiver the hit occurred, If the ray misses, another ray is drawn. If it hits the hit
total is incremented, Hits are also sorted out by location on the receiver, That is, the
receiver is broken into zones and the number of rays which hit in each zone is used to
obtain a flux map of the receiver surface, :
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